
***
GOVERNMENT OF THE DISTRICT OF COLUMBIA

DEPARTMENT OF GENERAL SERVICES

* * *DGS
THE DEPARTMENT OF
GENERAL SERVICES

HVAC and UPS Replacement for Public Safety Radio Sites
DCAM-14-NC-0137

Addendum No.2
Issued: July 16, 2014

This Addendum No.2 is issued and hereby published on the DGS website on July 16, 2014.
Except as modified hereby, the Request for Proposal (RFP) remains unmodified.

Item #1 Proposal Due Date:

Delete: July 17,2014 by 2 p.m. EST

Insert: July 29,2014 by 2 p.m. EST

Item #2 Additional Site Visits:

Site Visit Scheduled for Group A, Monday July 21 at 11:00 AM
Meet at Building 41of the University of the District of Columbia - 4200
Connecticut Ave. NW, 20008

Site Visit Scheduled for Group B, Tuesday July 22 at 11:00 AM
Meet at the Public Safety Communications Center at 310 McMillan Drive
NW,20009

Item # 3

Current Equipment List included as Attachment A.

Item # 4

Radio Site Floor Plans included as Attachment B.

All other terms and conditions remain unchanged.

111/Q h~
Date

Associate Director/Contracting Officer

- End of Addendum No.2-
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Attachment A



Radio Sites Sub System Inventory

Hughes 4D - 6001 Georgia Ave. NW
UPS #1

Manufacturer Model Serial Number kVA Current Load

Mitsubishi 2033C 03-GLCUQ1-05 15 kVA 1.7kW

UPS #2
Manufacturer Model Serial Number kVA Current Load

Mitsubishi DiamondPlus 11-7M73872-15 50 kVA 7.14 kW100 Series

HVAC #1
Manufacturer Model Serial Number

Refrigeration
Site Square Footage Air Filter

Tons
AHU-

Stulz
COS-042-AR-U 3107011 3.5 RT 981.67 sq.ft. 16x25x1

HVAC #2
Manufacturer Model Serial Number

Refrigeration Site Square Footage Air Filter
Tons

RTU-

Trane
Unknown Unknown Unknown 981.67 sq.ft. Unknown

HVAC #3
Manufacturer Model Serial Number

Refrigeration Site Square Footage Air Filter
~ons

AHU-

Trane
Unknown Unknown Unknown 981.67 sq.ft. Unknown



UDC - 4200 Connecticut Ave. NW, Building 41
UPS #1

Manufacturer Mode.1 Serial Numbe.r kVA C!Jrrent Load

Liebert NB20R0612600 1295364 20 kVA 4.5 kW

UPS #2
Manufacturer Model Serial Number kVA Current Load

Liebert NB20R0612600 1295363 20 kVA 5.3 kW

HVAC #1
Manufacturer Model Serial Number

Refrigeration
Site Square Footage Air Filter

Tons

AHU-
WA602-
A05XWXXX

Bard 153P021780929
EHWA05-A05 02 5.0 RT 343.75sq.ft. 20x30x1

HVAC #2
Manufacturer Model Serial Number Refrigeration Site Square Footage Air Filter

Tons

AHU-
WA602-
A05XWXXX

Bard 153P021780928
EHWA05-A05 02 5.0 RT 343.75sq.ft. 20x30x1

ATS I
Manufacturer Model Serial Number

Generac 2918900200 82577

Generator I
Manufacturer Model Serial Number

Generac 3086520100 2071781



Sibley - 5255 Loughboro Rd, NW, Main Building
UPS #1

Manufacturer IMde) S'el:\fall1IItm1iI!IeJr ~ Current Load
System: 9330-

PowerWare 40 EV235AXX06 40 kVA 8.6 kW
Model: 40

HVAC #1
Manufacturer ~r I~idlticmt_ IlRef.rlger.at!'Grn

SbSJilQr:8J~& AIIJri"Ih'ans
AHU·

T60H1DBOZ'XXX
XXE

Bard 325L122954268
WMCB·068 02 5.0 RT 218.70 sq.ft, 16x30x1

HVAC #2
Manufacturer Model Senis! Number

Ref~lge:r;ltrtm !SlleSqptl .• Faotage' Air FiilterTons
AHU-

T60HIDBOZXXX
XXE

Bard 325M12295763
WMCB-068 3-02 5.0 RT 218.70 sq.ft, 16x30x1



Rhode Island - 1700 Rhode Island Ave. NE

UPS #1
Manufacturer Model Serial Number kVA Current Load

PowerWare FE18KVA FE18K04844 18 kVA 3.7 kW

UPS #2
Manufacturer Model Serial Number kVA Current Load

PowerWare FE18KVA FE18K04843 18 kVA 3.5 kW

HVAC #1
Manufacturer Model Serial Number Refrigeration Site Square Footage Air Filter

Tons

AHU-
WA602-
A05XWXXX

Bard 153F031813176
EHWA05-A05 02 5.0 RT 333.25sq.ft. 20x30xl

HVAC #2
Manufacturer Model Serial Number

Refrigeration
Site Square Footage Air Filter

Tons

AHU-
WA602-
A05XWXXX

Bard 153F031813185
EHWA05-A05 02

5.0 RT 333.25 sq.ft. 20x30xl

ATS I
Manufacturer Model Serial Number

Cummins
OTPCC- F0305155015627651

Generator I
Manufacturer Model Serial Number kVA

Generac 3425610100 2073546 80 kVA



PSCC- 310 McMillan Drive NW

UPS #1
Manufacturer Model Serial Number kVA Current Load

Mitsubishi 2033C 05-EVRTQ1-0l Unknown 1.0kW

HVAC #1
Manufacturer Model Serial Number

Refrigeration
Site Square Footage Air FilterTons

AHU-

Marvair
AVP60ACC09W- KJ26930 Unknown 218.70 sq.ft. 21.5x36.5xl1000 CI

HVAC #2
Manufacturer Model Serial Number Refrigeration Site Square Footage Air Filter

Tons
AHU-

Marvair
AVP60ACC09W- KJ26929 Unknown 218.70sq.ft. 21.5x36.5xl1000 CI

Reeves Center - 2000 14th St. NW

UPS #1
Manufacturer Model Serial Number kVA Current Load

Mitsubishi 2033C 02-GKLEQ1-09 30 kVA 4.5 kW

UPS #2
Manufacturer Model Serial Number kVA Current Load

Mitsubishi 2033C 03-GLCVQ1-09 30 kVA 4.6 kW

HVAC #1
Manufacturer Model Serial Number Refrigeration Site Square Footage Air FilterTons
AHU-

Stulz
COS-096-AR-U 3106009 7.5 RT 363.56sq.ft. 33x37x4

HVAC #2
Manufacturer Model Serial Number Refrigeration Site Square Footage Air FilterTons
AHU-

Stulz
COS-096-AR-U 3106008 7.5 RT 363.56sq.ft. 33x37x4



Georgetown Hospital - 3800 Reservoir Rd. NW

UPS #1
Manufacturer Model Serial Number kVA Current Load

Mitsubishi 2033C 03-GM6LQ1-02 20 kVA 7.4 kW

UPS #2
Manufacturer Model Serial Number kVA Current Load

Mitsubishi 2033C
05-7M71023EJ

15 kVA 3.6 kW0001-01

HVAC #1
Manufacturer Model Serial Number

Refrigeration Site Square Footage Air Filter
Tons

RTU-

Carrier
50HJ-007-621 4298G21545 6.0 RT 305.49sq.ft. 16x25x2

HVAC #2
Manufacturer Model Serial Number Refrigeration Site Square Footage Air Filter

Tons
RTU-

Carrier
50HJ-007-621 4498G21502 6.0 RT 305.49 sq.ft. 16x25x2

HVAC #3
Manufacturer Model serial Number Refrigeration Site Square Footage Air Filter

Tons
AHU-

Liebert
PFH037A-PL3 0324N78990 3.0 RT 305.49sq.ft. 16x25x4



GWU - 22nd and I St. NW

UPS #1
Manufac.ture.r Model Seria! l'I!umber kVA Current Load

PowerWare FE18KVA FE18K04833 18 kVA 5.4 kW

UPS #2
Manufacturer Model Serial Number kVA Current Load

PowerWare FE18KVA FE18K04832 18 kVA 3.7 kW

HVAC #1
Manufacturer Model Serial Number

Refrigeration
Site Square Footage Air Filter

Tons

AHU-
WA602-
A05XWXXX

Bard 153H031824826
EHWA05-A05 02

5.0 RT 335.83sq.ft. 20x30xl

HVAC #2
Manufacturer Model Serial Number Refrigeration Site Square Footage Air Filter

Tons

AHU-
WA602-
A05XWXXX

Bard ~
153H031822949

EHWA05-A05 02 5.0 RT 335.83 sq.ft. 20x30x1

ATS I
Manufacturer Model Serial Number
Cummins

Power Generation
OTPCC-

F030517255
5626582

Generator I
Manufacturer Model Serial Number
Cummins

Power Generation

DGDA-5626654 F030516065



One Judiciary Square - 441 4th St. NW

UPS #1
Manufacturer Model Serial Number kVA Current Load

Mitsubishi DiamondPlus 11-7M73872-17 50 kVA 9.2 kW1100 Series

HVAC #1
Manufacturer Model Serial Number Refrigeration Site Square Footage Air Filter

Tons
AHU-

Stulz
COS-096-AR-U 3155045 7.5 RT 403.22 sq.ft. 33x37x4

HVAC #2
Manufacturer Model Serial Number

Refrigeration Site Square Footage Air Filter
Tons

AHU-

Stulz
COS-096-AR-U 3155044 7.5 RT 403.22 sq.ft. 33x37x4

ATS I
Manufacturer Model Serial Number

Katolight Unknown Unknown

Generator J
Manufacturer Model Serial Number

Katolight D60FPJ4 648998 90276-
0603



Fletcher Johnson - 4650 Benning Rd NE

UPS #1
Manufacturer Model Serial Number kVA Current Load

Mitsubishi 2033C 03-GLCVQ1-01 30 kVA 8.7 kW

HVAC #1
Manufacturer Model Serial Number

Refrigeration Site Square Footage Air Filter
Tons

AHU-

Stulz
COS-096-AR-U 3155046 7.5 RT Unknown 33x37x4

HVAC #2
Manufacturer Model Serial Number

Refrigeration Site Square Footage Air Filter
Tons

AHU-

Stulz
COS-096-AR-U 3155047 7.5 RT Unknown 33x37x4

ATS I
Manufacturer Model Serial Number

Katolight Unknown Unknown

Generator I
Manufacturer Model Serial Number

Katolight Unknown Unknown



St. E P-25 -Robinson PI. SE and 12th PI. SE

UPS #1
Manufacture.r Model Serial Numbe.r kVA Current Load

PowerWare FE18KVA FE18K04825 18 kVA 4.9 kW

UPS #1
Manufacturer Model Serial Number kVA Current Load

Mitsubishi 2033C 05-EURTQ1-04 Unknown 3.7 kW

HVAC #1
Manufacturer Model Serial Number Refrigeration Site Square Footage Air FilterTons
AHU-

Marvair
AVP60ACC09N- HJ20366 Unknown 286.00 sq. ft. 21.5x36.5xl1000 CI

HVAC #2
Manufacturer Model Serial Number Refrigeration Site Square Footage Air Filter

Tons
AHU-

Marvair
AVP60ACC09N- HJ20375 Unknown 286.00sq.ft. 21.5x36.5xl1000 CI

ATS I
Manufacturer Model Serial Number

Onan Cummins OT 300 K980820481

Generator I
Manufacturer Model Serial Number kVA

Onan Cummins 60DGCB K980828413 40 kVA



St. E "OLD" -Robinson PI. SEand 12th PI. SE

UPS #1. serial N A , IlIr.rent Load

PowerWare FE18KVA FE18K04820 118 kVA 1.5kW

HVAC #1
Manufacturer Model Serial Number

Refrigeration Site Square Footage Air Filter
Tons

AHU-
WA484-
A05XWXXX

Bard 236H031821971
EHWAOS-AOS 02 4.0 RT 286.00 sq.ft. 20)(30x1

HVAC #2
M""ufacturer I'J'Iodel Serial Number

Refrigeration
Site Square Footage ~Ir Filter

Tons

AHU-
WA484-
AOSXWXXX

Bard 236H031821972
EHWAOS-AOS 02 4.0 RT 286.00 sq.ft. 20x30x1
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