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GOVERNMENT OF THE DISTRICT OF COLUMBIA 
DEPARTMENT OF GENERAL SERVICES 

   
ARCHITECTURAL/ENGINEERING SERVICES 

BROOKLAND MIDDLE SCHOOL 
 

Solicitation #: DC-AM-12-AE-0157 
 

Addendum No. 3 
Issued:  July 31, 2012 

 
 This Addendum Number 03 is issued by e-mail on July 31, 2012.  Except as modified 
hereby, the Request for Proposals (“RFP”) remains unmodified. 
 
Item #1 
 
Requests for Information: Below is a list of questions and the Department’s responses.   

1. Section B SCOPE OF WORK, B.2.2.d. requests a Historic resources survey. My 
consultant is asking that since the building was built in 1974 and is newer than 50 years 
old is this what DGS wants? And if so, are you looking for the historic resources survey 
or a determination of eligibility as to whether the project meets the DC inventory of 
Historic Sites Criteria? Response: The selected architect shall be required to provide 
all necessary design services, including, but not limited to, the preparation of 
historical reviews and archeological assessments. Offerors should ensure that their 
cost estimate includes sufficient funding to cover the necessary services. Based on 
preliminary discussions, DC SHPO does not anticipate having any concerns with 
respect to built environment on this project and thus will not require a 
Determination of Eligibility or Historical Resources Survey.  However, SHPO is still 
required to review the project during the permitting process for other concerns, 
such as archaeology. 

2. What are the project goals with respect to site usage and off-street parking? Response: 
Please refer to Outdoor Space Requirements section on page 10 of Draft Ed Spec 
included in original RFP. 

3. What are the project goals with respect to bus drop-off areas? Response: DCPS does not 
provide busing for all students.  Some busing may be required for special education 
students. Given the busy intersection nearby, the project would like to make 
accommodations for a drop-off area that could accommodate (5) standard 
automobiles for bus and parent vehicle drop-off. 

4. Can DGS share any reports/surveys on the existing conditions of the building? Response: 
There have been no surveys of existing conditions performed within the last five 
years as the school has not been in use in that time. Any design submission that 
proposes adaptive reuse of the existing structure needs to include all efforts/fees to 
assess existing building conditions as required for a complete design approach. 
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5. Can DGS share any HAZMAT surveys on file for the building? Response: DGS does 
not have any reports on file for lead-containing materials. See attached PDF 
document for survey of asbestos-containing material conducted in 2007. 

Item #2 
 
Site Visit Sign-In Sheets: Attached are the sign-in sheets from the site visit held on Friday, July 
27, 2012. 
 
Item #3  
 
The bid date remains unchanged. Proposals are due by August 7, 2012 by 2 p.m. EDT.  
Proposals that are hand-delivered should be delivered to Frank D. Reeves Center, 2000 14th 

Street, NW, 8th floor, Washington, DC 20009.   
 

- End of Addendum No. 3 - 
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 100 SF 1 80

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 500 SF 2 140

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 1280 SF 3 167

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 632 SF B 1

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 140 SF B 2

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 20 SF B 4

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 198 SF B 5

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 288 SF B 6

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 8 SF B 9

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 140 SF B 10

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 202 SF B 12

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 60 SF B 13

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 120 SF B 14

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 136 SF G 45

001 NO S Fire Proofing, GRAY, , SPRAY APPLIED FIRE PROOFING 192 SF G 50

002 NO T Tank Insulation, WHITE, , 300 SF B 1

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 552 SF 1 54 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 529 SF 1 82 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 65 SF 1 87 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 65 SF 1 90 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 55 SF 1 91 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 900 SF 1 92 8 1 O&M
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 521 SF 1 94 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 200 SF 1 95 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 110 SF 1 96 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 80 SF 1 97 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 119 SF 1 98 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 1720 SF 1 104 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 90 SF 1 105 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 110 SF 1 106 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 140 SF 1 107 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 189 SF 1 108 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 552 SF 2 108 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 552 SF 2 117 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 552 SF 2 136 8 1

Replace flooring/tiles damaged 
quantity see Table 4-4

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 552 SF 3 149 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 552 SF 3 158 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 552 SF 3 169 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 20 SF B 7 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 320 SF B 10 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 300 SF B 11 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 475 SF B 12 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 522 SF G 15 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 6314 SF G 30 8 1 O&M



Page 3 of 31

Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 528 SF G 42 8 1 Isolated and Restricted Access

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 245 SF G 47 8 1 O&M

004 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH WHITE AND BROWN 
SPECKS 552 SF G 50 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 552 SF 1 54 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 529 SF 1 82 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 65 SF 1 87 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 65 SF 1 90 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 55 SF 1 91 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 900 SF 1 92 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 521 SF 1 94 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 200 SF 1 95 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 110 SF 1 96 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 80 SF 1 97 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 119 SF 1 98 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 1720 SF 1 104 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 90 SF 1 105 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 110 SF 1 106 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 140 SF 1 107 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 189 SF 1 108 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 552 SF 2 108 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 552 SF 2 117 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 552 SF 2 136 8 1 O&M
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

005 YES M Floor Mastic, , , WITH HA 04 552 SF 3 149 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 552 SF 3 158 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 552 SF 3 169 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 20 SF B 7 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 320 SF B 10 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 300 SF B 11 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 475 SF B 12 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 522 SF G 15 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 6314 SF G 30 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 528 SF G 42 8 1 Isolated and Restricted Access

005 YES M Floor Mastic, , , WITH HA 04 245 SF G 47 8 1 O&M

005 YES M Floor Mastic, , , WITH HA 04 552 SF G 50 8 1 O&M

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 30 LF 1 55

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 50 LF 1 56

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 60 LF 1 57

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 30 LF 1 59

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 19 LF 1 60

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 70 LF 1 61

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 21 LF 1 62

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 11 LF 1 64

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 140 LF 1 65

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 38 LF 1 66
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 42 LF 1 67

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 50 LF 1 68

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 40 LF 1 70

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 26 LF 1 73

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 80 LF 1 76

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 60 LF 1 79

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 11 LF 1 81

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 160 LF 1 85

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 25 LF 1 86

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 30 LF 1 87

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 30 LF 1 90

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 21 LF 1 91

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 70 LF 1 92

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 35 LF 1 96

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 30 LF 1 97

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 40 LF 1 98

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 200 LF 1 104

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 20 LF 1 105

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 22 LF 1 106

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 54 LF 1 108

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 10 LF 2 109

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 40 LF 2 110
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 32 LF 2 111

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 42 LF 2 112

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 42 LF 2 113

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 46 LF 2 114

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 50 LF 2 116

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 100 LF 2 118

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 100 LF 2 120

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 22 LF 2 123

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 22 LF 2 124

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 38 LF 2 125

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 60 LF 2 126

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 50 LF 2 127

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 50 LF 2 128

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 40 LF 2 130

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 18 LF 2 131

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 20 LF 2 132

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 33 LF 2 133

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 30 LF 2 134

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 10 LF 2 135

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 26 LF 2 137

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 42 LF 2 138

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 33 LF 2 139
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 36 LF 2 140

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 36 LF 2 141

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 50 LF 2 142

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 150 LF 2 148

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 13 LF 3 150

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 26 LF 3 151

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 50 LF 3 153

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 42 LF 3 154

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 40 LF 3 155

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 10 LF 3 159

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 40 LF 3 161

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 26 LF 3 162

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 28 LF 3 163

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 40 LF 3 164

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 18 LF 3 165

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 20 LF 3 166

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 45 LF 3 167

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 10 LF 3 170

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 26 LF 3 171

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 26 LF 3 172

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 28 LF 3 173

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 74 LF 3 174
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 150 LF 3 183

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 13 LF B 7

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 65 LF B 10

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 78 LF B 11

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 82 LF G 16

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 70 LF G 25

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 15 LF G 26

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 20 LF G 28

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 86 LF G 39

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 90 LF G 42

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 70 LF G 47

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 100 LF G 48

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 58 LF G 49

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 75 LF G 50

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 50 LF G 51

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 125 LF G 52

006 NO M Baseboard Mastic, BROWN, , UNDER VINYL BASEBOARD 110 LF G 53

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 20 SF 1 72

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 28 SF 1 74

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 28 SF 1 75

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 49 SF 1 88

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 49 SF 1 89
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 189 SF 1 100

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 24 SF 1 102

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 20 SF 2 146

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 25 SF 3 181

007 NO M Tile Grout, GRAY, , GROUT WITH 2"X2" BLUE TILE 20 SF G 21

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 15 SF 1 77

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 40 SF 2 121

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 40 SF 2 122

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 25 SF 2 143

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 299 SF 2 144

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 299 SF 2 147

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 25 SF 2 148A

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 25 SF 3 177

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 299 SF 3 178

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 25 SF 3 179

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 299 SF 3 182

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 42 SF B 8

008 NO M Tile Grout, GRAY, N/A, GROUT WITH 2"X2" BROWN TILE 260 SF G 22, 23

009 NO M Tile Grout, , , GROUT UNDER 4"X4" TAN TILE 90 SF B 8

010 NO S Plaster, WHITE, , COVERING OVER DUCT WORK 196 SF B 13

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 40 SF 1 85

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 40 SF 2 109
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 130 SF 2 119

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 900 SF 2 126

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 40 SF 2 135

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 661 SF 2 148

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 6150 SF 3 157

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 210 SF 3 159

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 6150 SF 3 168

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 420 SF 3 170

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 1750 SF 3 176

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 661 SF 3 183

011 NO M Floor Tile, ORANGE, 12" X 12", WITH BROWN SPECKS 30 SF B 14

012 NO M Floor Mastic, , , WITH HA 11 40 SF 1 85

012 NO M Floor Mastic, , , WITH HA 11 40 SF 2 109

012 NO M Floor Mastic, , , WITH HA 11 130 SF 2 119

012 NO M Floor Mastic, , , WITH HA 11 900 SF 2 126

012 NO M Floor Mastic, , , WITH HA 11 40 SF 2 135

012 NO M Floor Mastic, , , WITH HA 11 661 SF 2 148

012 NO M Floor Mastic, , , WITH HA 11 6150 SF 3 157

012 NO M Floor Mastic, , , WITH HA 11 210 SF 3 159

012 NO M Floor Mastic, , , WITH HA 11 6150 SF 3 168

012 NO M Floor Mastic, , , WITH HA 11 420 SF 3 170

012 NO M Floor Mastic, , , WITH HA 11 1750 SF 3 176
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

012 NO M Floor Mastic, , , WITH HA 11 661 SF 3 183

012 NO M Floor Mastic, , , WITH HA 11 30 SF B 14

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 250 SF 1 55

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 837 SF 1 65

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 42 SF 1 76

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 1386 SF 1 79

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 220 SF 1 85

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 120 SF 1 92

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 1246 SF 1 93

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 500 SF 2 109

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 2790 SF 2 116

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 1292 SF 2 118

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 130 SF 2 119

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 486 SF 2 126

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 500 SF 2 135

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 2790 SF 2 142

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 661 SF 2 148

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 250 SF 3 150

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 2790 SF 3 157

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 210 SF 3 159

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 420 SF 3 170

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 2790 SF 3 176
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 661 SF 3 183

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 2790 SF 3 HALLWAY

013 NO M Ceiling Tile, WHITE, 1'X1', WITH FISSURES 245 SF G 47

014 NO M Ceiling Tile Mastic, BROWN, , MASTIC DOTS 4 SF 1 55

014 NO M Ceiling Tile Mastic, BROWN, , MASTIC DOTS 4 SF 1 79

014 NO M Ceiling Tile Mastic, BROWN, , MASTIC DOTS 4 SF 2 119

014 NO M Ceiling Tile Mastic, BROWN, , MASTIC DOTS 4 SF 3 150

014 NO M Ceiling Tile Mastic, BROWN, , MASTIC DOTS 4 SF 3 168

014 NO M Ceiling Tile Mastic, BROWN, , MASTIC DOTS 4 SF 3 176

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 184 SF 1 56 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 288 SF 1 57 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 81 SF 1 59 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 45 SF 1 60 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 695 SF 1 61 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 55 SF 1 62 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 15 SF 1 64 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 156 SF 1 66 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 156 SF 1 67 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 210 SF 1 68 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 264 SF 1 70 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 39 SF 1 73 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 828 SF 1 76 5 3 O&M
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 740 SF 1 79 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 663 SF 1 85 5 3
Repair damaged quantity see 
Table 4-4

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 55 SF 1 86 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 65 SF 1 87 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 65 SF 1 90 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 55 SF 1 91 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 748 SF 1 92 4 6
Remove damaged quantity see 
Table 4-4

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 748 SF 1 93 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 200 SF 1 95 4 6
Remove damaged quantity see 
Table 4-4

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 119 SF 1 98 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 90 SF 1 105 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 140 SF 1 107 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 187 SF 2 112 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 143 SF 2 113 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 260 SF 2 114 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 2756 SF 2 116 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 30 SF 2 123 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 52 SF 2 124 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 484 SF 2 125 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 1080 SF 2 126 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 24 SF 2 130 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 30 SF 2 131 5 3 O&M
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 25 SF 2 132 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 360 SF 2 134 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 182 SF 2 139 4 6
Remove damaged quantity see 
Table 4-4

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 143 SF 2 140 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 234 SF 2 141 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 2652 SF 2 142 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 195 SF 3 153 5 3
Repair damaged quantity see 
Table 4-4

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 143 SF 3 154 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 247 SF 3 155 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 3284 SF 3 157 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 195 SF 3 163 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 119 SF 3 164 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 42 SF 3 165 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 30 SF 3 166 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 169 SF 3 167 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 2723 SF 3 168 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 195 SF 3 173 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 416 SF 3 174 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 2606 SF 3 176 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 56 SF G 16 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 3090 SF G 30 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 96 SF G 39 5 3 O&M
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 148 SF G 48 5 3 O&M

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 90 SF G 49 5 3 Isolated and Restricted Access

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 223 SF G 51 5 3 Isolated and Restricted Access

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 945 SF G 52 5 3 Isolated and Restricted Access

015 YES M Ceiling Tile, WHITE, 2'X4', WITH FISSURES 237 SF G 53 5 3 O&M

016 YES M Sink Insulation, BLACK, , 1 SF 1 60 8 1 O&M

016 YES M Sink Insulation, BLACK, , 2 SF 1 85 8 1 O&M

016 YES M Sink Insulation, BLACK, , 5 SF 1 104 8 1 O&M

016 YES M Sink Insulation, BLACK, , 2 SF 2 109 8 1 O&M

016 YES M Sink Insulation, BLACK, , 1 SF 2 124 8 1 O&M

016 YES M Sink Insulation, BLACK, , 1 SF 2 128 8 1 O&M

016 YES M Sink Insulation, BLACK, , 1 SF 2 135 8 1 O&M

016 YES M Sink Insulation, BLACK, , 2 SF 3 150 8 1 O&M

016 YES M Sink Insulation, BLACK, , 1 SF 3 168 8 1 O&M

016 YES M Sink Insulation, BLACK, , 1 SF 3 170 8 1 O&M

016 YES M Sink Insulation, BLACK, , 1 SF G 52 8 1 Isolated and Restricted Access

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 192 SF 1 56 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 288 SF 1 57 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 81 SF 1 59 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 45 SF 1 60 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 713 SF 1 61 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 55 SF 1 62 8 1 O&M
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 15 SF 1 64 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 168 SF 1 66 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 156 SF 1 67 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 224 SF 1 68 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 272 SF 1 70 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 39 SF 1 73 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 868 SF 1 76 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 1385 SF 1 79 8 1
Replace flooring/tiles damaged 
quantity see Table 4-4

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 15 SF 1 81 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 2029 SF 1 93 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 1086 SF 1 55, 65 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 91 SF 3 151 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 105 SF 3 152 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 130 SF 3 161 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 78 SF 3 162 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 30 SF 3 166 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 65 SF 3 171 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 91 SF 3 172 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 200 SF 3 180 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 275 SF G 16 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 418 SF G 25 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 30 SF G 26 8 1 O&M



Page 17 of 31

Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 48 SF G 28 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 215 SF G 39 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 432 SF G 48 8 1 O&M

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 286 SF G 49 8 1 Isolated and Restricted Access

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 270 SF G 51 8 1 Isolated and Restricted Access

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 1215 SF G 52 8 1 Isolated and Restricted Access

017 YES M Floor Tile, TAN, 12" X 12", WITH SMALL GRAY DOTS 990 SF G 53 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 192 SF 1 56 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 288 SF 1 57 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 81 SF 1 59 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 45 SF 1 60 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 713 SF 1 61 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 55 SF 1 62 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 15 SF 1 64 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 168 SF 1 66 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 156 SF 1 67 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 224 SF 1 68 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 272 SF 1 70 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 39 SF 1 73 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 868 SF 1 76 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 1385 SF 1 79 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 15 SF 1 81 8 1 O&M
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

018 YES M Floor Mastic, , , WITH HA 17 2029 SF 1 93 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 1086 SF 1 55, 65 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 91 SF 3 151 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 105 SF 3 152 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 130 SF 3 161 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 78 SF 3 162 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 30 SF 3 166 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 65 SF 3 171 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 91 SF 3 172 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 200 SF 3 180 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 275 SF G 16 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 418 SF G 25 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 30 SF G 26 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 48 SF G 28 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 344 SF G 39 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 432 SF G 48 8 1 O&M

018 YES M Floor Mastic, , , WITH HA 17 286 SF G 49 8 1 Isolated and Restricted Access

018 YES M Floor Mastic, , , WITH HA 17 270 SF G 51 8 1 Isolated and Restricted Access

018 YES M Floor Mastic, , , WITH HA 17 1215 SF G 52 8 1 Isolated and Restricted Access

018 YES M Floor Mastic, , , WITH HA 17 990 SF G 53 8 1 O&M

019 NO M Sealant (General), WHITE, , ON FIBERGLASS DUCT INSULATION 10 SF 1 79

019 NO M Sealant (General), WHITE, , ON FIBERGLASS DUCT INSULATION 30 SF 1 92
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

019 NO M Sealant (General), WHITE, , ON FIBERGLASS DUCT INSULATION 200 SF 1 202

019 NO M Sealant (General), WHITE, , ON FIBERGLASS DUCT INSULATION 10 SF 2 133

019 NO M Sealant (General), WHITE, , ON FIBERGLASS DUCT INSULATION 200 SF 2 139

019 NO M Sealant (General), WHITE, , ON FIBERGLASS DUCT INSULATION 200 SF 3 167

019 NO M Sealant (General), WHITE, , ON FIBERGLASS DUCT INSULATION 200 SF G 203

020 NO M Tile Grout, , , GROUT WITH 2"X2" YELLOW TILE 45 SF 1 58

020 NO M Tile Grout, , , GROUT WITH 2"X2" YELLOW TILE 36 SF 1 63

020 NO M Tile Grout, , , GROUT WITH 2"X2" YELLOW TILE 20 SF G 20

020 NO M Tile Grout, , , GROUT WITH 2"X2" YELLOW TILE 30 SF G 35

020 NO M Tile Grout, , , GROUT WITH 2"X2" YELLOW TILE 25 SF G 36

020 NO M Tile Grout, , , GROUT WITH 2"X2" YELLOW TILE 28 SF G 43

020 NO M Tile Grout, , , GROUT WITH 2"X2" YELLOW TILE 260 SF G 17, 18

021 NO M Carpet Mastic, TAN, , 168 SF 1 66

021 NO M Carpet Mastic, TAN, , 272 SF 1 70

021 NO M Carpet Mastic, TAN, , 39 SF 1 73

021 NO M Carpet Mastic, TAN, , 1090 SF 1 85

021 NO M Carpet Mastic, TAN, , 55 SF 1 86

021 NO M Carpet Mastic, TAN, , 55 SF 1 91

021 NO M Carpet Mastic, TAN, , 900 SF 1 92

021 NO M Carpet Mastic, TAN, , 1458 SF 1 104

021 NO M Carpet Mastic, TAN, , 500 SF 2 109

021 NO M Carpet Mastic, TAN, , 182 SF 2 112
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

021 NO M Carpet Mastic, TAN, , 143 SF 2 113

021 NO M Carpet Mastic, TAN, , 260 SF 2 114

021 NO M Carpet Mastic, TAN, , 6150 SF 2 116

021 NO M Carpet Mastic, TAN, , 2583 SF 2 118

021 NO M Carpet Mastic, TAN, , 30 SF 2 123

021 NO M Carpet Mastic, TAN, , 690 SF 2 125

021 NO M Carpet Mastic, TAN, , 918 SF 2 126

021 NO M Carpet Mastic, TAN, , 168 SF 2 130

021 NO M Carpet Mastic, TAN, , 30 SF 2 131

021 NO M Carpet Mastic, TAN, , 42 SF 2 132

021 NO M Carpet Mastic, TAN, , 266 SF 2 133

021 NO M Carpet Mastic, TAN, , 288 SF 2 134

021 NO M Carpet Mastic, TAN, , 500 SF 2 135

021 NO M Carpet Mastic, TAN, , 182 SF 2 139

021 NO M Carpet Mastic, TAN, , 143 SF 2 140

021 NO M Carpet Mastic, TAN, , 234 SF 2 141

021 NO M Carpet Mastic, TAN, , 6150 SF 2 142

021 NO M Carpet Mastic, TAN, , 143 SF 3 54

021 NO M Carpet Mastic, TAN, , 210 SF 3 150

021 NO M Carpet Mastic, TAN, , 95 SF 3 153

021 NO M Carpet Mastic, TAN, , 247 SF 3 155

021 NO M Carpet Mastic, TAN, , 6150 SF 3 157
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

021 NO M Carpet Mastic, TAN, , 195 SF 3 163

021 NO M Carpet Mastic, TAN, , 143 SF 3 164

021 NO M Carpet Mastic, TAN, , 42 SF 3 165

021 NO M Carpet Mastic, TAN, , 169 SF 3 167

021 NO M Carpet Mastic, TAN, , 195 SF 3 173

021 NO M Carpet Mastic, TAN, , 4350 SF 3 176

021 NO M Carpet Mastic, TAN, , 1215 SF G 52

022 NO M Wall Board, , , DRYWALL 250 SF 1 55

022 NO M Wall Board, , , DRYWALL 192 SF 1 56

022 NO M Wall Board, , , DRYWALL 360 SF 1 57

022 NO M Wall Board, , , DRYWALL 54 SF 1 58

022 NO M Wall Board, , , DRYWALL 162 SF 1 59

022 NO M Wall Board, , , DRYWALL 108 SF 1 60

022 NO M Wall Board, , , DRYWALL 354 SF 1 61

022 NO M Wall Board, , , DRYWALL 96 SF 1 62

022 NO M Wall Board, , , DRYWALL 48 SF 1 64

022 NO M Wall Board, , , DRYWALL 228 SF 1 66

022 NO M Wall Board, , , DRYWALL 222 SF 1 67

022 NO M Wall Board, , , DRYWALL 264 SF 1 68

022 NO M Wall Board, , , DRYWALL 198 SF 1 70

022 NO M Wall Board, , , DRYWALL 78 SF 1 72

022 NO M Wall Board, , , DRYWALL 156 SF 1 73
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Table 4-1. Data Summary Form 
School Name: Brookland Elementary
Building #: 346B Updated with Field Data form field Visit on:  05/04/2007

Homogeneous 
Area

Asbestos 
Status Material Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

022 NO M Wall Board, , , DRYWALL 60 SF 1 86

022 NO M Wall Board, , , DRYWALL 115 SF 1 87

022 NO M Wall Board, , , DRYWALL 138 SF 1 90

022 NO M Wall Board, , , DRYWALL 80 SF 1 91

022 NO M Wall Board, , , DRYWALL 288 SF 1 92

022 NO M Wall Board, , , DRYWALL 192 SF 1 96

022 NO M Wall Board, , , DRYWALL 108 SF 1 97

022 NO M Wall Board, , , DRYWALL 102 SF 1 98

022 NO M Wall Board, , , DRYWALL 660 SF 1 104

022 NO M Wall Board, , , DRYWALL 54 SF 1 106

022 NO M Wall Board, , , DRYWALL 162 SF 1 108

022 NO M Wall Board, , , DRYWALL 60 SF 2 109

022 NO M Wall Board, , , DRYWALL 135 SF 2 112

022 NO M Wall Board, , , DRYWALL 156 SF 2 113

022 NO M Wall Board, , , DRYWALL 90 SF 2 114

022 NO M Wall Board, , , DRYWALL 324 SF 2 118

022 NO M Wall Board, , , DRYWALL 72 SF 2 123

022 NO M Wall Board, , , DRYWALL 132 SF 2 124

022 NO M Wall Board, , , DRYWALL 210 SF 2 125

022 NO M Wall Board, , , DRYWALL 324 SF 2 126

022 NO M Wall Board, , , DRYWALL 78 SF 2 128

022 NO M Wall Board, , , DRYWALL 260 SF 2 130
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022 NO M Wall Board, , , DRYWALL 132 SF 2 131

022 NO M Wall Board, , , DRYWALL 156 SF 2 132

022 NO M Wall Board, , , DRYWALL 198 SF 2 133

022 NO M Wall Board, , , DRYWALL 216 SF 2 134

022 NO M Wall Board, , , DRYWALL 60 SF 2 135

022 NO M Wall Board, , , DRYWALL 135 SF 2 139

022 NO M Wall Board, , , DRYWALL 156 SF 2 140

022 NO M Wall Board, , , DRYWALL 156 SF 2 141

022 NO M Wall Board, , , DRYWALL 540 SF 2 148

022 NO M Wall Board, , , DRYWALL 60 SF 3 150

022 NO M Wall Board, , , DRYWALL 168 SF 3 153

022 NO M Wall Board, , , DRYWALL 144 SF 3 154

022 NO M Wall Board, , , DRYWALL 90 SF 3 155

022 NO M Wall Board, , , DRYWALL 186 SF 3 163

022 NO M Wall Board, , , DRYWALL 156 SF 3 164

022 NO M Wall Board, , , DRYWALL 140 SF 3 165

022 NO M Wall Board, , , DRYWALL 96 SF 3 166

022 NO M Wall Board, , , DRYWALL 162 SF 3 167

022 NO M Wall Board, , , DRYWALL 60 SF 3 170

022 NO M Wall Board, , , DRYWALL 186 SF 3 173

022 NO M Wall Board, , , DRYWALL 540 SF 3 183

023 YES M Sealant (General), BLACK, , ON METAL DUCT WORK 4 SF 2 117 8 1 O&M
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023 YES M Sealant (General), BLACK, , ON METAL DUCT WORK 4 SF 3 150 8 1 O&M

023 YES M Sealant (General), BLACK, , ON METAL DUCT WORK 4 SF 3 158 8 1 O&M

023 YES M Sealant (General), BLACK, , ON METAL DUCT WORK 4 SF 3 169 8 1 O&M

024 NO M Floor Tile, WHITE, 12" X 12", WITH BROWN SPECKS 416 SF 3 174

025 NO M Floor Mastic, , , WITH HA 24 416 SF 3 174

026 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH BROWN AND WHITE 
STREAKS 60 SF 2 124 8 1 O&M

027 YES M Floor Mastic, , , WITH HA 26 60 SF 2 124 8 1 O&M

028 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH ORANGE AND BROWN 
SPECKS 156 SF 2 110 8 1 O&M

028 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH ORANGE AND BROWN 
SPECKS 97 SF 2 111 8 1 O&M

028 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH ORANGE AND BROWN 
SPECKS 840 SF 2 120 8 1 O&M

028 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH ORANGE AND BROWN 
SPECKS 195 SF 2 127 8 1 O&M

028 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH ORANGE AND BROWN 
SPECKS 182 SF 2 128 8 1 O&M

028 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH ORANGE AND BROWN 
SPECKS 65 SF 2 137 8 1 O&M

028 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH ORANGE AND BROWN 
SPECKS 91 SF 2 138 8 1 O&M

029 YES M Floor Mastic, , , WITH HA 28 156 SF 2 110 8 1 O&M

029 YES M Floor Mastic, , , WITH HA 28 97 SF 2 111 8 1 O&M

029 YES M Floor Mastic, , , WITH HA 28 840 SF 2 120 8 1 O&M

029 YES M Floor Mastic, , , WITH HA 28 195 SF 2 127 8 1 O&M

029 YES M Floor Mastic, , , WITH HA 28 182 SF 2 128 8 1 O&M

029 YES M Floor Mastic, , , WITH HA 28 65 SF 2 137 8 1 O&M

029 YES M Floor Mastic, , , WITH HA 28 91 SF 2 138 8 1 O&M

030 NO M Vibration Dampening, WHITE, , CLOTH 4 LF G 45
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030 NO M Vibration Dampening, WHITE, , CLOTH 1 LF G 50

031 NO M Tile Grout, , , GROUT WITH 6"X6" BROWN TILE 1512 SF G 31

031 NO M Tile Grout, , , GROUT WITH 6"X6" BROWN TILE 20 SF G 32

031 NO M Tile Grout, , , GROUT WITH 6"X6" BROWN TILE 160 SF G 33

031 NO M Tile Grout, , , GROUT WITH 6"X6" BROWN TILE 150 SF G 34

031 NO M Tile Grout, , , GROUT WITH 6"X6" BROWN TILE 70 SF G 38

031 NO M Tile Grout, , , GROUT WITH 6"X6" BROWN TILE 10 SF G 40

032 NO S Plaster, WHITE, , CEILING PLASTER 550 SF 3 158

032 NO S Plaster, WHITE, , CEILING PLASTER 65 SF 3 171

032 NO S Plaster, WHITE, , CEILING PLASTER 200 SF 3 180

032 NO S Plaster, WHITE, , CEILING PLASTER 1512 SF G 31

033 NO S Brown Coat, , , WITH HA 010 196 SF B 13

034 NO S Brown Coat, , , WITH HA 032 550 SF 3 158

034 NO S Brown Coat, , , WITH HA 032 65 SF 3 171

034 NO S Brown Coat, , , WITH HA 032 200 SF 3 180

034 NO S Brown Coat, , , WITH HA 032 1512 SF G 31

038 NO M Sink Insulation, GRAY, , SINK INSULATION 1 SF 3 174

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF 1 54 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF 1 82 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF 1 94 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF 2 108 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF 2 117 8 1 O&M
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039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF 2 136 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF 3 149 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF 3 158 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF 3 169 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF B 10 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF B 12 8 1 O&M

039 YES M Tar Compound, BLACK, N/A, HEATER UNIT TAR INSULATION 2 SF G 15 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 6 SF 1 80 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 20 SF 1 92 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 10 SF 1 55, 56 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 5 SF 2 133 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 5 SF 3 151 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 5 SF 3 152 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 70 SF B 1 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 10 SF B 2 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 2 SF B 4 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 10 SF B 5 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 10 SF B 6 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 15 SF B 9 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 2 SF B 10 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 3 SF G 45 8 1 O&M

040 YES M
Cementitious Sealant on Fiberglass Insulation, WHITE, , ON 
FIBERGLASS INSULATION 9 SF G 49 8 1 Isolated and Restricted Access
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041 NO M Gasket, OFF WHITE, , WITH BOILERS 10 LF B 1

042 NO T
Pipe Insulation, WHITE, 6-12", BLOCK INSULATION WITH 
GENERATOR EXHAUST 35 LF B 2

043 ASSUMED M Fire Doors, , , 4 EA 1 54 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 1 76 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 1 80 8 1 O&M

043 ASSUMED M Fire Doors, , , 4 EA 1 82 8 1 O&M

043 ASSUMED M Fire Doors, , , 2 EA 1 85 8 1 O&M

043 ASSUMED M Fire Doors, , , 2 EA 1 92 8 1 O&M

043 ASSUMED M Fire Doors, , , 2 EA 1 93 8 1 O&M

043 ASSUMED M Fire Doors, , , 8 EA 1 94 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 1 95 8 1 O&M

043 ASSUMED M Fire Doors, , , 2 EA 1 104 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 1 107 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 1 108 8 1 O&M

043 ASSUMED M Fire Doors, , , 4 EA 2 108 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 2 110 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 2 111 8 1 O&M

043 ASSUMED M Fire Doors, , , 4 EA 2 117 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 2 120 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 2 127 8 1 O&M

043 ASSUMED M Fire Doors, , , 4 EA 2 136 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 2 137 8 1 O&M
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043 ASSUMED M Fire Doors, , , 1 EA 2 138 8 1 O&M

043 ASSUMED M Fire Doors, , , 4 EA 3 149 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 3 151 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 3 152 8 1 O&M

043 ASSUMED M Fire Doors, , , 4 EA 3 158 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 3 161 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 3 162 8 1 O&M

043 ASSUMED M Fire Doors, , , 4 EA 3 169 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 3 171 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 3 172 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA 3 180 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA B 1 8 1 O&M

043 ASSUMED M Fire Doors, , , 2 EA B 4 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA B 5 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA B 6 8 1 O&M

043 ASSUMED M Fire Doors, , , 4 EA B 10 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA B 11 8 1 O&M

043 ASSUMED M Fire Doors, , , 200 EA B-3 THROUGHOUT 8 1 O&M

043 ASSUMED M Fire Doors, , , 9 EA G 15 8 1 O&M

043 ASSUMED M Fire Doors, , , 2 EA G 16 8 1 O&M

043 ASSUMED M Fire Doors, , , 1 EA G 28 8 1 O&M

043 ASSUMED M Fire Doors, , , 2 EA G 39 8 1 O&M
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043 ASSUMED M Fire Doors, , , 1 EA G 42 8 1 Isolated and Restricted Access

045 NO M Floor Tile, TAN, 12" X 12", LIGHT AND DARK TAN SPECKLED 45 SF 1 54

045 NO M Floor Tile, TAN, 12" X 12", LIGHT AND DARK TAN SPECKLED 35 SF 1 82

045 NO M Floor Tile, TAN, 12" X 12", LIGHT AND DARK TAN SPECKLED 15 SF 2 108

045 NO M Floor Tile, TAN, 12" X 12", LIGHT AND DARK TAN SPECKLED 15 SF 2 117

045 NO M Floor Tile, TAN, 12" X 12", LIGHT AND DARK TAN SPECKLED 35 SF 3 149

045 NO M Floor Tile, TAN, 12" X 12", LIGHT AND DARK TAN SPECKLED 10 SF 3 158

045 NO M Floor Tile, TAN, 12" X 12", LIGHT AND DARK TAN SPECKLED 15 SF G 15

045 NO M Floor Tile, TAN, 12" X 12", LIGHT AND DARK TAN SPECKLED 120 SF G 39

046 NO M Floor Mastic, , , WITH HA 045 45 SF 1 54

046 NO M Floor Mastic, , , WITH HA 045 35 SF 1 82

046 NO M Floor Mastic, , , WITH HA 045 15 SF 2 108

046 NO M Floor Mastic, , , WITH HA 045 15 SF 2 117

046 NO M Floor Mastic, , , WITH HA 045 35 SF 3 149

046 NO M Floor Mastic, , , WITH HA 045 10 SF 3 158

046 NO M Floor Mastic, , , WITH HA 045 45 SF G 15

046 NO M Floor Mastic, , , WITH HA 045 120 SF G 39

047 NO M Terrazzo, , , SINK 6 SF 3 178

048 YES M Fire Doors, BEIGE, 3' x 7', FIRE DOOR - WOOD DOOR 1 EA 1 105 8 1 O&M

048 YES M Fire Doors, BEIGE, 3' x 7', FIRE DOOR - WOOD DOOR 1 EA G 31 4 6 O&M

049 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE WITH WORMY (WIDTH-
WISE) PATTERN 8 SF 3 168

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 10 SF 1 79
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050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 170 SF 2 116

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 160 SF 2 118

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 50 SF 2 125

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 266 SF 2 133

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 180 SF 2 142

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 150 SF 3 157

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 24 SF 3 164

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 160 SF 3 168

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 160 SF 3 176

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 410 SF G 25

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 40 SF G 30

050 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(CIRCULAR PATTERN) 50 SF G 49

051 NO M
Ceilling Tile, WHITE, 2' x 4', CEILING TILE - FISSURES AND 
PINHOLES (NEWER TYPE) 80 SF 2 142

051 NO M
Ceilling Tile, WHITE, 2' x 4', CEILING TILE - FISSURES AND 
PINHOLES (NEWER TYPE) 16 SF 3 174

051 NO M
Ceilling Tile, WHITE, 2' x 4', CEILING TILE - FISSURES AND 
PINHOLES (NEWER TYPE) 200 SF G 16

051 NO M
Ceilling Tile, WHITE, 2' x 4', CEILING TILE - FISSURES AND 
PINHOLES (NEWER TYPE) 3200 SF G 30

051 NO M
Ceilling Tile, WHITE, 2' x 4', CEILING TILE - FISSURES AND 
PINHOLES (NEWER TYPE) 240 SF G 48

051 NO M
Ceilling Tile, WHITE, 2' x 4', CEILING TILE - FISSURES AND 
PINHOLES (NEWER TYPE) 40 SF G 49

052 NO M Window Caulk, BROWN, , ON WINDOW PANE 40 LF 1 85

052 NO M Window Caulk, BROWN, , ON WINDOW PANE 60 LF 1 176

052 NO M Window Caulk, BROWN, , ON WINDOW PANE 70 LF 2 116

052 NO M Window Caulk, BROWN, , ON WINDOW PANE 30 LF 2 118
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052 NO M Window Caulk, BROWN, , ON WINDOW PANE 40 LF 2 125

052 NO M Window Caulk, BROWN, , ON WINDOW PANE 60 LF 2 142

052 NO M Window Caulk, BROWN, , ON WINDOW PANE 70 LF 3 157

052 NO M Window Caulk, BROWN, , ON WINDOW PANE 60 LF 3 168

053 YES M Window Caulk, WHITE (OFF), , AROUND WINDOW 60 LF 2 85 8 1 O&M

053 YES M Window Caulk, WHITE (OFF), , AROUND WINDOW 50 LF 2 116 8 1 O&M

053 YES M Window Caulk, WHITE (OFF), , AROUND WINDOW 60 LF 2 118 8 1 O&M

053 YES M Window Caulk, WHITE (OFF), , AROUND WINDOW 70 LF 2 125 8 1 O&M

053 YES M Window Caulk, WHITE (OFF), , AROUND WINDOW 80 LF 2 142 8 1 O&M

053 YES M Window Caulk, WHITE (OFF), , AROUND WINDOW 40 LF 3 157 8 1 O&M

053 YES M Window Caulk, WHITE (OFF), , AROUND WINDOW 50 LF 3 168 8 1 O&M

053 YES M Window Caulk, WHITE (OFF), , AROUND WINDOW 60 LF 3 176 8 1 O&M

054 NO M
Ceiling Tile, WHITE, 1' x 1', CEILING TILE - CONSTELLATION 
PATTERN 3 SF 1 55, 65

055 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(SMALL, CIRCULAR PATTERN) 80 SF 1 97

055 NO M
Ceiling Tile, WHITE, 2' x 4', CEILING TILE - PINHOLES AND DIVOTS 
(SMALL, CIRCULAR PATTERN) 1000 SF 1 55, 65

056 NO M Floor Tile, BLACK, 12" x 12", FLOOR TILE - WITH WHITE SPECKS 8 SF B 10

057 NO M Floor Mastic, YELLOW, , TILE MASTIC - WITH HA 056 8 SF B 10
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