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WASl-l l NGTON 

DESIGN-BUILD SERVICES BENJAMIN BANNEKER HIGH SCHOOL 

Solicitation No: DCAM-19-CS-RFP-0045 

Addendum No. 3 
Issued; January 17. 2019 

This Addendum No. 3 is issued and hereby published on the DGS website on January 17, 2019. 
Except as modified hereby, the Request for Proposals ("RFP") remains unmodified. 

Item #11.6 Project Delivery Method and Schedule 

Insert: The District is now adding abatement and full demolition of the Shaw Jr. High School 
building to the scope of work of this RFP. The schedule milestones outlined in the RFP should be 
addressed in the project management plan. The existing building (Shaw Jr HS) drawings are 
incorporated hereto as (Exhibit 1) and the latest hazmat report from 2007 is incorporated hereto as 
(Exhibit 2). 

The District envisions this happening under an early release letter contract and a phase one GMP -
demo/early release. 

Item #2 Part 1 of the RFP is hereby revised, as follows: 

Insert a new Section: 

Section 1.14 
As referenced in 2019 Proposed Budget and Financial Plan Congressional Submission on page 120. 
Capital Improvement Plan ("CJP ') loading: 

FY18 FY19 FY20 FY21 Total 

$ 2,165,000.00 $ 9,707,000.00 $ 41,282,000.00 $ 91,501,000.00 $ 144,655,000.00 

Based on CIP funding, the following should be specifically added to the project management plan, 
which is a part of the review criteria: 

• Cash flow projections to align the project schedule with the aforementioned CIP funding cash 
flow. 

• Permit strategy taking into account the funding and the schedule of the project. 
• Construction methodology narrative. 

In addition to the above, the Design-builder shall be prepared to meet with the owner on a monthly 
basis to discuss milestones and project details and provide a monthly Cost & Resource loaded CPM 
Schedule. 



Item #3 The due date for proposals is hereby extended to February 06, 2019 at 2:00 pm. 

B ,d?4Uft.~~~ \~Austin, CP B, CPM 
Date: 

Contracting Officer 

-End of Addendum No. 3 -



Exhibit 1 

Existing Building (Shaw Jr HS) Drawings 
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Exhibit 2 

Hazmat Report From 2007 
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Homogeneous Area Summary Report
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Material 
Code Material Description Total Quantity Units Total 

Samples
Required 
Samples

Additional 
Samples 
Needed

Asbestos 
Status

001 VT
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 27,607 SF 3 1 1 YES

002 MF Floor Mastic, , , WITH HA 01 27,607 SF 3 1 1 YES

003 VT
Floor Tile, LIGHT GREEN, 12" X 12", WITH 
WHITE WOOD GRAIN MARKINGS 30,044 SF 3 1 1 YES

004 MF Floor Mastic, , , WITH HA 03 30,044 SF 3 1 1 YES

005 VT
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 14,458 SF 3 1 1 YES

006 MF Floor Mastic, , , WITH HA 05 14,248 SF 3 1 1 NO

007 CT
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 94,900 SF 3 1 1 NO

008 CT
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 18,226 SF 3 1 1 NO

009 MC Carpet Mastic, , , CARPET MASTIC 74,539 SF 3 1 1 NO

010 PL Plaster, WHITE, , 31,658 SF 7 7 1 NO

011 BC Brown Coat, , , WITH HA 010 31,658 SF 9 7 1 NO

012 VT
Floor Tile, WHITE, 12 X 12, WITH GREEN 
STREAKS 10,200 SF 3 1 1 NO

013 MF Floor Mastic, BLACK, , WITH HA 012 10,200 SF 4 1 1 YES

014 TG Tile Grout, GRAY, , 8,158 SF 3 1 1 NO



Page 2 of 142

Homogeneous Area Summary Report
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Material 
Code Material Description Total Quantity Units Total 

Samples
Required 
Samples

Additional 
Samples 
Needed

Asbestos 
Status

015 CF Cementitious Fitting, , , BOILER ROOM 5 EA 3 3 1 NO

016 VT
Floor Tile, ORANGE, 12" X 12", WITH WHITE 
FLECKS 1,950 SF 2 1 1 YES

017 MF Floor Mastic, , , WITH HA 16 1,950 SF 2 1 1 YES

018 VT
Floor Tile, WHITE, 12" X 12", WITH 
BROWN/GRAY MARKS 2,958 SF 2 1 1 NO

019 MF Floor Mastic, , , WITH HA 18 2,958 SF 2 1 1 YES

020 BR Breeching, , , INSULATION 10 SF 3 3 1 NO

024 TI Tank Insulation, , , 120 SF 3 3 1 NO

025 PI Pipe Insulation, , , 40 LF 3 3 1 YES

026 FP
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 5,134 SF 7 7 1 NO

027 CF
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 980 EA 3 3 1 YES

028 CT Ceiling Tile Mastic, , , 6,650 SF 3 1 1 NO

030 FD Fire Doors, , , FIREDOOR 64 EA 0 1 1 ASSUMED

033 CT
Ceiling Tile, WHITE, 1' X 1', WITH SMALL 
GOUGES AND SMALL PINHOLES 4,403 SF 2 1 1 NO

034 CT
Ceiling Tile, WHITE, 2' X 4', WITH GOUGES 
AND PINHOLES 11,936 SF 3 1 1 NO
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Homogeneous Area Summary Report
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Material 
Code Material Description Total Quantity Units Total 

Samples
Required 
Samples

Additional 
Samples 
Needed

Asbestos 
Status

035 SI Sink Insulation, BLACK, , 142 SF 1 1 1 YES

036 FD
Fire Doors, , , VAULT TYPE FIRE DOOR, 
PAINTED 19 EA 0 1 1 ASSUMED

038 MB Baseboard Mastic, BROWN, , 350 LF 1 1 1 NO

039 CT Ceiling Tile, WHITE, , PLAIN 5,210 SF 3 1 1 NO

040 SE
Sealant (General), WHITE, , ENDCAP/ JOINT 
SEALANT 99 SF 2 1 1 NO

041 BR
Breeching, LIGHT GRAY, , BOILER 
BREECHING 800 SF 3 3 1 NO

042 SE
Sealant (General), OFF- WHITE, , FOIL 
WRAPPED DUCT AND PIPE SEAM SEALANT 4,145 SF 1 1 1 YES

043 CM
Cementitious Material, TAN  AND GRAY, , 
TROWELD ON 1,400 SF 5 5 1 NO

044 PL Plaster, , WHITE, PLASTER PATCH 5 SF 3 3 1 NO

045 TP
Transite Panels, WHITE, , TRANSITE PEG 
BOARD 24 SF 1 1 1 YES

046 TP Transite Panels, BLACK, , LAB SINK 16 SF 1 1 1 NO

047 VW
Virginia Wall Panels, PAINTED, , VIRIGINIA 
PANEL 35,000 SF 0 1 1 ASSUMED

048 VT
Floor Tile, DARK BLUE, 12" X 12", WITH 
WHITE SPECKS 642 SF 1 1 1 NO

049 MF Floor Mastic, , , WITH HA 048 642 SF 1 1 1 NO
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Homogeneous Area Summary Report
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Material 
Code Material Description Total Quantity Units Total 

Samples
Required 
Samples

Additional 
Samples 
Needed

Asbestos 
Status

050 VT
Floor Tile, TAN, 12'' x 12", WITH BROWN AND 
WHITE 464 SF 1 1 1 NO

051 MF Floor Mastic, , , WITH HA 050 464 SF 1 1 1 NO

053 VT
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT 
BLUE SPECKS 1,102 SF 2 1 1 YES

054 MF Floor Mastic, , , WITH HA 053 1,102 SF 2 1 1 YES

055 FD Fire Doors, PAINTED, 3'  X 6', METAL 103 EA 0 1 1 ASSUMED

056 FD
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 112 EA 0 1 1 ASSUMED

058 CM
Cementitious Material, TAN, , 2" THICK BOILER 
DOOR LINING 60 SF 3 3 1 NO

059 TG
Tile Grout, GRAY, 5" X 5", WITH TERRA 
COTTA TILES 4,900 SF 3 1 1 NO

060 CF
Cementitious Fitting, WHITE, 12"-18" OD, WITH 
MAG PIPE 13 EA 3 3 1 NO

061 CT
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES 
AND PINHOLES, NEWER LOOKING 342 SF 1 1 1 NO

062 CT
Ceiling Tile, WHITE, 2' X 4', WITH RANDOM 
DASHES & PINHOLES 72 SF 1 1 1 NO

063 CT
Ceiling Tile, WHITE, 2' X 4', SHORT, DEEP 
GOUGES & PINHOLES 48 SF 1 1 1 NO

064 TG
Tile Grout, WHITE, 4" X 4", WITH CERAMIC 
WALL TILES 60 SF 1 1 1 NO

065 PB
Particle Board Wall Panels, TAN, 2' X 8', 
TECTUM BOARD PANELS 16,850 SF 2 1 1 NO
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Homogeneous Area Summary Report
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Material 
Code Material Description Total Quantity Units Total 

Samples
Required 
Samples

Additional 
Samples 
Needed

Asbestos 
Status

068 VT
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT 
BLUE & DARK BLUE SPECKS 106 SF 1 1 1 NO

069 MF Floor Mastic, , , WITH HA 068 106 SF 1 1 1 NO

070 WG
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 5,596 LF 1 1 1 NO

071 CT
Ceiling Tile, WHITE, 2' X 4', PINHOLES & 
GOUGES LENGTHWISE 120 SF 1 1 1 NO

072 VT
Floor Tile, MEDIUM BLUE, 12" X 12", WITH 
WHITE SPECKS 18 SF 1 1 1 NO

073 MF Floor Mastic, , , WITH HA 072 18 SF 1 1 1 NO

074 TE Terrazzo, TAN, , SHOWER FLOOR 8 SF 1 1 1 NO

075 VT
Floor Tile, TAN, 12" X 12", STONE/TERRAZZO 
DESIGN 18 SF 1 1 1 NO

076 MF Floor Mastic, , , WITH HA 075 18 SF 1 1 1 NO

077 WC Window Caulk, WHITE, , 1,387 LF 1 1 1 YES

079 CT
Ceiling Tile, WHITE, 2' X 4', WITH SMALL 
PINHOLES (FALSE DIVIDER AND NEW TILES) 2,000 SF 2 1 1 NO

080 VT
Floor Tile, BLUE GRAY, 12" X 12", WITH BLUE 
& WHITE STREAKS 6 SF 1 1 1 NO

081 MF Floor Mastic, , , WITH HA 080 6 SF 1 1 1 NO

083 TP Transite Panels, GRAY, , IN LAB HOODS 120 SF 1 1 1 YES
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Homogeneous Area Summary Report
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Material 
Code Material Description Total Quantity Units Total 

Samples
Required 
Samples

Additional 
Samples 
Needed

Asbestos 
Status

084 MA Mastic, BLACK, , UNDER 4" X 4" WOOD TILES 10,000 SF 1 1 1 NO

085 WB Wall Board, WHITE, 4' x 8', WALLBOARD 910 SF 1 1 1 NO

086 CA Caulk, WHITE, , CAULK AROUND DOOR 20 LF 1 1 1 NO

087 TP
Transite Panels, GRAY, , TRANSITE PANEL - 
COUNTERTOP UNDER FUME HOOD 80 SF 1 1 1 YES

090 CUB
Baron Curtain, BEIGE (LIGHT), , CURTAIN - 
BARON STAGE CURTAIN 600 SF 0 0 0 NO

091 CUB
Baron Curtain, BLACK, , CURTAIN - REAR 
STAGE CURTAIN (BACKDROP) 400 SF 0 0 0 NO

092 TC
Tar Compound, BLACK, , TAR PAPER - ON 
ROLLED FIBERGLASS INSULATION 7,000 SF 1 1 1 NO

093 VT
Floor Tile, BLUE, 12" x 12", FLOOR TILE - 
WITH BLUE (DARK AND LIGHT)  SPECKS 2,400 SF 1 1 1 NO

094 MF
Floor Mastic, YELLOW, , FLOOR MASTIC - 
ASSOCIATED WITH HA # 093 2,400 SF 1 1 1 NO

095 CM
Cementitious Material, WHITE, OD 2" - 8", 
CEMENTITIOUS MATERIAL - PIPE HANGERS 157 SF 3 3 1 NO

096 MA Mastic, BROWN, , CHALKBOARD MASTIC 10 SF 2 1 1 YES

097 MB
Baseboard Mastic, BROWN, , BASEBOARD 
MASTIC ASSOCIATED W/ CABINETS 30 SF 3 1 1 NO
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Table ES 1: Asbestos-Containing Building Materials Summary
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area Material Description Total Quantity Units Asbestos Status

001
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN 
WOOD GRAIN MARKINGS 27,607 SF YES

002 Floor Mastic, , , WITH HA 01 27,607 SF YES

003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD 
GRAIN MARKINGS 30,044 SF YES

004 Floor Mastic, , , WITH HA 03 30,044 SF YES

005
Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE 
MARKS 14,458 SF YES

013 Floor Mastic, BLACK, , WITH HA 012 10,200 SF YES

016 Floor Tile, ORANGE, 12" X 12", WITH WHITE FLECKS 1,950 SF YES

017 Floor Mastic, , , WITH HA 16 1,950 SF YES

019 Floor Mastic, , , WITH HA 18 2,958 SF YES

025 Pipe Insulation, , , 40 LF YES

027 Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 980 EA YES

030 Fire Doors, , , FIREDOOR 64 EA ASSUMED
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Table ES 1: Asbestos-Containing Building Materials Summary
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area Material Description Total Quantity Units Asbestos Status

035 Sink Insulation, BLACK, , 142 SF YES

036 Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 19 EA ASSUMED

042
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT 
AND PIPE SEAM SEALANT 4,145 SF YES

045 Transite Panels, WHITE, , TRANSITE PEG BOARD 24 SF YES

047 Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 35,000 SF ASSUMED

053
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE 
SPECKS 1,102 SF YES

054 Floor Mastic, , , WITH HA 053 1,102 SF YES

055 Fire Doors, PAINTED, 3'  X 6', METAL 103 EA ASSUMED

056
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL 
WINDOW) 112 EA ASSUMED

077 Window Caulk, WHITE, , 1,387 LF YES

083 Transite Panels, GRAY, , IN LAB HOODS 120 SF YES

087
Transite Panels, GRAY, , TRANSITE PANEL - 
COUNTERTOP UNDER FUME HOOD 80 SF YES
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Table ES 1: Asbestos-Containing Building Materials Summary
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area Material Description Total Quantity Units Asbestos Status

096 Mastic, BROWN, , CHALKBOARD MASTIC 10 SF YES
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 400 SF 1 100

009 NO M Carpet Mastic, , , CARPET MASTIC 400 SF 1 100

028 NO M Ceiling Tile Mastic, , , 200 SF 1 100

062 NO M
Ceiling Tile, WHITE, 2' X 4', WITH RANDOM 
DASHES & PINHOLES 8 SF 1 100

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 912 SF 1 100-107 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 912 SF 1 100-107 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 6 EA 1 100-107 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 40 SF 1 100-107 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 2500 SF 1 100-107 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 200 SF 1 100A

014 NO M Tile Grout, GRAY, , 25 SF 1 100B

034 NO M
Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND 
PINHOLES 4 SF 1 102

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 380 SF 1 103

009 NO M Carpet Mastic, , , CARPET MASTIC 380 SF 1 103

010 NO S Plaster, WHITE, , 20 SF 1 103B

011 NO S Brown Coat, , , WITH HA 010 20 SF 1 103B

010 NO S Plaster, WHITE, , 50 SF 1 103C
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

011 NO S Brown Coat, , , WITH HA 010 50 SF 1 103C

014 NO M Tile Grout, GRAY, , 30 SF 1 103C

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 210 SF 1 104

009 NO M Carpet Mastic, , , CARPET MASTIC 210 SF 1 104

028 NO M Ceiling Tile Mastic, , , 105 SF 1 104

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 180 SF 1 105

009 NO M Carpet Mastic, , , CARPET MASTIC 180 SF 1 105

028 NO M Ceiling Tile Mastic, , , 90 SF 1 105

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 140 SF 1 106

009 NO M Carpet Mastic, , , CARPET MASTIC 140 SF 1 106

028 NO M Ceiling Tile Mastic, , , 70 SF 1 106

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 140 SF 1 107

009 NO M Carpet Mastic, , , CARPET MASTIC 140 SF 1 107

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 300 SF 1 108 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 300 SF 1 108 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 170 SF 1 108

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 6 EA 1 108-114 5 3 O&M
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 30 SF 1 108-114 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 2000 SF 1 108-114 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 6 SF 1 108A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 6 SF 1 108A 8 1 O&M

014 NO M Tile Grout, GRAY, , 20 SF 1 108B

061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND 
PINHOLES, NEWER LOOKING 1 SF 1 109

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 60 SF 1 119

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 800 SF 1 119-131 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 800 SF 1 119-131 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 220 SF 1 119-131

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 10 SF 1 119-131 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 3000 SF 1 119-131 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 130 LF 1 119-131

009 NO M Carpet Mastic, , , CARPET MASTIC 60 SF 1 122

009 NO M Carpet Mastic, , , CARPET MASTIC 60 SF 1 123

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 300 SF 1 126 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 300 SF 1 126 8 1 O&M
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 300 SF 1 126

009 NO M Carpet Mastic, , , CARPET MASTIC 130 SF 1 126

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 810 SF 1 128

009 NO M Carpet Mastic, , , CARPET MASTIC 810 SF 1 128

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 60 SF 1 128 8 1 O&M

048 NO M
Floor Tile, DARK BLUE, 12" X 12", WITH WHITE 
SPECKS 119 SF 1 128

049 NO M Floor Mastic, , , WITH HA 048 119 SF 1 128

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA 1 128 8 1 O&M

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT 
BLUE & DARK BLUE SPECKS 9 SF 1 128

069 NO M Floor Mastic, , , WITH HA 068 9 SF 1 128

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 80 LF 1 128

010 NO S Plaster, WHITE, , 230 SF 1 128B

011 NO S Brown Coat, , , WITH HA 010 230 SF 1 128B

014 NO M Tile Grout, GRAY, , 130 SF 1 128B

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 26 LF 1 128B

009 NO M Carpet Mastic, , , CARPET MASTIC 160 SF 1 130

009 NO M Carpet Mastic, , , CARPET MASTIC 130 SF 1 131
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 110 SF 1 141 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 110 SF 1 141 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 7 SF 1 141 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 22 SF 1 142 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 22 SF 1 142 8 1 O&M

018 NO M
Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY 
MARKS 42 SF 1 142

019 YES M Floor Mastic, , , WITH HA 18 42 SF 1 142 8 1 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 16 EA 1 142 8 1 O&M

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 2000 SF 1 142

077 YES M Window Caulk, WHITE, , 120 LF 1 142 8 1 O&M

084 NO M Mastic, BLACK, , UNDER 4" X 4" WOOD TILES 6000 SF 1 142

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 1966 SF 1 142A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 1966 SF 1 142A 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 2100 SF 1 142A

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 15 SF 1 142A 8 1 O&M

050 NO M
Floor Tile, TAN, 12'' x 12", WITH BROWN AND 
WHITE 40 SF 1 142A

051 NO M Floor Mastic, , , WITH HA 050 40 SF 1 142A
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 8 EA 1 142A 8 1 O&M

062 NO M
Ceiling Tile, WHITE, 2' X 4', WITH RANDOM 
DASHES & PINHOLES 40 SF 1 142A

063 NO M
Ceiling Tile, WHITE, 2' X 4', SHORT, DEEP 
GOUGES & PINHOLES 40 SF 1 142A

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 130 LF 1 142A

077 YES M Window Caulk, WHITE, , 80 LF 1 142A 8 1 O&M

010 NO S Plaster, WHITE, , 300 SF 1 142B

011 NO S Brown Coat, , , WITH HA 010 300 SF 1 142B

014 NO M Tile Grout, GRAY, , 300 SF 1 142B

010 NO S Plaster, WHITE, , 200 SF 1 142C

011 NO S Brown Coat, , , WITH HA 010 200 SF 1 142C

014 NO M Tile Grout, GRAY, , 200 SF 1 142C

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 7 EA 1 142C 5 3 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 150 SF 1 142D 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 150 SF 1 142D 8 1 O&M

010 NO S Plaster, WHITE, , 150 SF 1 142D

011 NO S Brown Coat, , , WITH HA 010 150 SF 1 142D

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 1 142D 8 1 O&M
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School Name: Shaw JHS
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Building Number 432 Updated with Field Data form field Visit on: 1/8/2007
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Highlighted Areas Comments

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 8 SF 1 142D 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 130 SF 1 142E 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 130 SF 1 142E 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 130 SF 1 142E

010 NO S Plaster, WHITE, , 300 SF 1 142E

011 NO S Brown Coat, , , WITH HA 010 300 SF 1 142E

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 400 SF 1 144

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 840 SF 1 146 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 840 SF 1 146 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 840 SF 1 146

028 NO M Ceiling Tile Mastic, , , 420 SF 1 146

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 70 LF 1 146

077 YES M Window Caulk, WHITE, , 30 LF 1 146 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 800 SF 1 148 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 800 SF 1 148 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 5 EA 1 148 1 7 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 1 148 8 1 O&M
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 
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Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

033 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL GOUGES 
AND SMALL PINHOLES 3 SF 1 148

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 70 LF 1 148

075 NO M
Floor Tile, TAN, 12" X 12", STONE/TERRAZZO 
DESIGN 8 SF 1 148

076 NO M Floor Mastic, , , WITH HA 075 8 SF 1 148

077 YES M Window Caulk, WHITE, , 30 LF 1 148 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 200 SF 1 149 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF 1 149 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 200 SF 1 149

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 1000 SF 1 149 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 800 SF 1 150 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 800 SF 1 150 8 1 O&M

010 NO S Plaster, WHITE, , 340 SF 1 150

011 NO S Brown Coat, , , WITH HA 010 340 SF 1 150

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 1 150 8 1 O&M

034 NO M
Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND 
PINHOLES 800 SF 1 150

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 15 SF 1 150 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 300 SF 1 150 8 1 O&M
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School Name: Shaw JHS
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Highlighted Areas Comments

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 70 LF 1 150

077 YES M Window Caulk, WHITE, , 30 LF 1 150 8 1 O&M

014 NO M Tile Grout, GRAY, , 340 SF 1 150B

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 400 SF 1 151 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 400 SF 1 151 8 1 O&M

010 NO S Plaster, WHITE, , 340 SF 1 151

011 NO S Brown Coat, , , WITH HA 010 340 SF 1 151

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 2 EA 1 151 5 3 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 300 SF 1 151 8 1 O&M

010 NO S Plaster, WHITE, , 230 SF 1 151A

011 NO S Brown Coat, , , WITH HA 010 230 SF 1 151A

014 NO M Tile Grout, GRAY, , 230 SF 1 151A

014 NO M Tile Grout, GRAY, , 340 SF 1 151B

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 2500 SF 1 152 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 2500 SF 1 152 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 1000 SF 1 152 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 1000 SF 1 152
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School Name: Shaw JHS
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007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1500 SF 1 152

009 NO M Carpet Mastic, , , CARPET MASTIC 800 SF 1 152

010 NO S Plaster, WHITE, , 375 SF 1 152

011 NO S Brown Coat, , , WITH HA 010 375 SF 1 152

014 NO M Tile Grout, GRAY, , 200 SF 1 152

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 300 SF 1 152

035 YES M Sink Insulation, BLACK, , 18 SF 1 152 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 200 SF 1 152 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 10000 SF 1 152 8 1 O&M

014 NO M Tile Grout, GRAY, , 100 SF 1 152A

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 5 EA 1 152A 1 7 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 2 SF 1 152A 8 1 O&M

071 NO M
Ceiling Tile, WHITE, 2' X 4', PINHOLES & GOUGES 
LENGTHWISE 120 SF 1 153

072 NO M
Floor Tile, MEDIUM BLUE, 12" X 12", WITH WHITE 
SPECKS 10 SF 1 153

073 NO M Floor Mastic, , , WITH HA 072 10 SF 1 153

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 450 SF 1 153, 153A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 450 SF 1 153, 153A
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072 NO M
Floor Tile, MEDIUM BLUE, 12" X 12", WITH WHITE 
SPECKS 8 SF 1 153A

073 NO M Floor Mastic, , , WITH HA 072 8 SF 1 153A

014 NO M Tile Grout, GRAY, , 40 SF 1 154

064 NO M
Tile Grout, WHITE, 4" X 4", WITH CERAMIC WALL 
TILES 40 SF 1 154

074 NO M Terrazzo, TAN, , SHOWER FLOOR 8 SF 1 154

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 170 SF 1 154A 8 1 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 1 154A 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 2 SF 1 154A 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 100 SF 1 155 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 3100 SF 1 155

009 NO M Carpet Mastic, , , CARPET MASTIC 3100 SF 1 155

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 6 EA 1 155 8 1 O&M

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT 
BLUE & DARK BLUE SPECKS 10 SF 1 155

069 NO M Floor Mastic, , , WITH HA 068 10 SF 1 155

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 690 LF 1 155

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 100 SF 1 155A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 1 155A 8 1 O&M
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School Name: Shaw JHS
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007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 100 SF 1 155A

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 60 SF 1 155A

014 NO M Tile Grout, GRAY, , 35 SF 1 155A TOILET

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 20 SF 1 155A TOILET

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 100 SF 1 155B 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 1 155B 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 50 SF 1 155B

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 5 EA 1 155B 5 3 O&M

014 NO M Tile Grout, GRAY, , 30 SF 1 155B TOILET

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 60 SF 1 155B TOILET

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 3 SF 1 155B TOILET 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 800 SF 1 155C 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 800 SF 1 155C 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 120 SF 1 155C

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 155C 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 2500 SF 1 156 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 2500 SF 1 156
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009 NO M Carpet Mastic, , , CARPET MASTIC 800 SF 1 156

010 NO S Plaster, WHITE, , 11700 SF 1 156

011 NO S Brown Coat, , , WITH HA 010 11700 SF 1 156

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 8 EA 1 156 8 1 O&M

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 4000 SF 1 156

084 NO M Mastic, BLACK, , UNDER 4" X 4" WOOD TILES 4000 SF 1 156

090 NO CUB
Baron Curtain, BEIGE (LIGHT), , CURTAIN - BARON 
STAGE CURTAIN 600 SF 1 156

091 NO CUB
Baron Curtain, BLACK, , CURTAIN - REAR STAGE 
CURTAIN (BACKDROP) 400 SF 1 156

092 NO M
Tar Compound, BLACK, , TAR PAPER - ON 
ROLLED FIBERGLASS INSULATION 7000 SF 1 156

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 350 SF 1 159

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 40 SF 1 159

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 7 EA 1 159 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 15 SF 1 159 8 1 O&M

053 YES M
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT 
BLUE SPECKS 350 SF 1 159 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 350 SF 1 159 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 3 EA 1 159 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 160 SF 1 159B



Page 23 of 142

Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

009 NO M Carpet Mastic, , , CARPET MASTIC 180 SF 1 159B

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 2 EA 1 159B 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 8 SF 1 159B 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 1 159B 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 230 SF 1 159C

009 NO M Carpet Mastic, , , CARPET MASTIC 230 SF 1 159C

010 NO S Plaster, WHITE, , 230 SF 1 159C

011 NO S Brown Coat, , , WITH HA 010 230 SF 1 159C

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 20 SF 1 159C 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 159C 8 1 O&M

010 NO S Plaster, WHITE, , 320 SF 1 159D

011 NO S Brown Coat, , , WITH HA 010 320 SF 1 159D

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 480 SF 1 168

009 NO M Carpet Mastic, , , CARPET MASTIC 480 SF 1 168

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 10 EA 1 168 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 3 SF 1 168 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 1 EA 1 168 8 1 O&M
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070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 70 LF 1 168

077 YES M Window Caulk, WHITE, , 30 LF 1 168 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 20 SF 1 169 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 20 SF 1 169 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 3 SF 1 169 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 520 SF 1 170

009 NO M Carpet Mastic, , , CARPET MASTIC 540 SF 1 170

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 3 EA 1 170 5 3 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 120 LF 1 170

077 YES M Window Caulk, WHITE, , 60 LF 1 170 8 1 O&M

096 YES M Mastic, BROWN, , CHALKBOARD MASTIC 10 SF 1 170 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 990 SF 1 171 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 990 SF 1 171 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 990 SF 1 171

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 40 EA 1 171 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 8 SF 1 171 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 2 EA 1 171 8 1 O&M
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070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 100 LF 1 171

077 YES M Window Caulk, WHITE, , 30 LF 1 171 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 990 SF 1 171A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 990 SF 1 171A 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 990 SF 1 171A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 171A 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 1 EA 1 171A 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 100 LF 1 171A

077 YES M Window Caulk, WHITE, , 30 LF 1 171A 8 1 O&M

010 NO S Plaster, WHITE, , 120 SF 1 171B

011 NO S Brown Coat, , , WITH HA 010 120 SF 1 171B

014 NO M Tile Grout, GRAY, , 120 SF 1 171B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 1 171B 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 60 SF 1 171C 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 60 SF 1 171C 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 490 SF 1 171C

009 NO M Carpet Mastic, , , CARPET MASTIC 430 SF 1 171C
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042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 30 SF 1 171C 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 171C 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 2 EA 1 171C 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 24 SF 1 171D 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 24 SF 1 171D 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 180 SF 1 171D

009 NO M Carpet Mastic, , , CARPET MASTIC 180 SF 1 171D

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 40 LF 1 171D

077 YES M Window Caulk, WHITE, , 12 LF 1 171D 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 180 SF 1 171E

009 NO M Carpet Mastic, , , CARPET MASTIC 180 SF 1 171E

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 100 SF 1 172 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 1 172 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF 1 172

011 NO S Brown Coat, , , WITH HA 010 100 SF 1 172

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 172 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 100 SF 1 173 8 1 O&M



Page 27 of 142

Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

002 YES M Floor Mastic, , , WITH HA 01 100 SF 1 173 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF 1 173

011 NO S Brown Coat, , , WITH HA 010 100 SF 1 173

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 173 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 200 SF 1 174 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF 1 174 8 1 O&M

010 NO S Plaster, WHITE, , 200 SF 1 174

011 NO S Brown Coat, , , WITH HA 010 200 SF 1 174

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 174 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 130 SF 1 175 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 130 SF 1 175 8 1 O&M

010 NO S Plaster, WHITE, , 130 SF 1 175

011 NO S Brown Coat, , , WITH HA 010 130 SF 1 175

035 YES M Sink Insulation, BLACK, , 8 SF 1 175 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 5 SF 1 175 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 175 8 1 O&M

075 NO M
Floor Tile, TAN, 12" X 12", STONE/TERRAZZO 
DESIGN 2 SF 1 175



Page 28 of 142

Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

076 NO M Floor Mastic, , , WITH HA 075 2 SF 1 175

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 21 SF 1 176 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 21 SF 1 176 8 1 O&M

010 NO S Plaster, WHITE, , 45 SF 1 176

011 NO S Brown Coat, , , WITH HA 010 45 SF 1 176

014 NO M Tile Grout, GRAY, , 48 SF 1 176

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 200 SF 1 177

009 NO M Carpet Mastic, , , CARPET MASTIC 200 SF 1 177

028 NO M Ceiling Tile Mastic, , , 100 SF 1 177

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 200 SF 1 178

009 NO M Carpet Mastic, , , CARPET MASTIC 200 SF 1 178

028 NO M Ceiling Tile Mastic, , , 100 SF 1 178

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 180 SF 1 179 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 180 SF 1 179

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 180 SF 1 179

028 NO M Ceiling Tile Mastic, , , 90 SF 1 179

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 1500 SF 1 180 8 1 O&M
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

002 YES M Floor Mastic, , , WITH HA 01 1500 SF 1 180 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1500 SF 1 180

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 7 SF 1 180 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 1 180 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 60 LF 1 180

010 NO S Plaster, WHITE, , 150 SF 1 180A

011 NO S Brown Coat, , , WITH HA 010 150 SF 1 180A

014 NO M Tile Grout, GRAY, , 150 SF 1 180A

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 11 EA 1 180A 1 7

Repair damaged 
quantity see Table 4-4

010 NO S Plaster, WHITE, , 230 SF 1 180B

011 NO S Brown Coat, , , WITH HA 010 230 SF 1 180B

014 NO M Tile Grout, GRAY, , 20 SF 1 180C

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 300 SF 1 182 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 160 SF 1 182

009 NO M Carpet Mastic, , , CARPET MASTIC 3200 SF 1 182

010 NO S Plaster, WHITE, , 300 SF 1 182

011 NO S Brown Coat, , , WITH HA 010 300 SF 1 182
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 3 EA 1 182 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 100 SF 1 182 8 1 O&M

079 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL 
PINHOLES (FALSE DIVIDER AND NEW TILES) 2000 SF 1 182

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 178 SF 1 182A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 178 SF 1 182A

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 130 SF 1 182A

061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND 
PINHOLES, NEWER LOOKING 60 SF 1 182A

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 180 SF 1 182B 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 180 SF 1 182B

010 NO S Plaster, WHITE, , 180 SF 1 182B

011 NO S Brown Coat, , , WITH HA 010 180 SF 1 182B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 182B 8 1 O&M

010 NO S Plaster, WHITE, , 130 SF 1 182C

011 NO S Brown Coat, , , WITH HA 010 130 SF 1 182C

014 NO M Tile Grout, GRAY, , 130 SF 1 182C

014 NO M Tile Grout, GRAY, , 60 SF 1 182E

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 182E 8 1 O&M
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School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
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Area

Asbestos 
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Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 110 SF 1 182F 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 110 SF 1 182F

035 YES M Sink Insulation, BLACK, , 8 SF 1 182F 8 1 O&M

014 NO M Tile Grout, GRAY, , 150 SF 1 182G

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 80 SF 1 182G

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 220 SF 1 182H 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 220 SF 1 182H

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 10 SF 1 182H

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 1 182H 8 1 O&M

040 NO M
Sealant (General), WHITE, , ENDCAP/ JOINT 
SEALANT 4 SF 1 182H

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 30 SF 1 182H 8 1 O&M

095 NO T
Cementitious Material, WHITE, OD 2" - 8", 
CEMENTITIOUS MATERIAL - PIPE HANGERS 2 SF 1 182H

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 180 SF 1 182I 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 180 SF 1 182I

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT 
BLUE & DARK BLUE SPECKS 2 SF 1 182I

069 NO M Floor Mastic, , , WITH HA 068 2 SF 1 182I

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 15 SF 1 182J 8 1 O&M
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007
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Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

006 NO M Floor Mastic, , , WITH HA 05 15 SF 1 182J

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 5 SF 1 182J 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 12 SF 1 182K 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 12 SF 1 182K 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 140 SF 1 182K 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 140 SF 1 182K 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 10 SF 1 182K 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 10 SF 1 182K

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 15 SF 1 182K 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 30 SF 1 182L 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 30 SF 1 182L

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 5 SF 1 182L 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1700 SF 1 190

009 NO M Carpet Mastic, , , CARPET MASTIC 1700 SF 1 190

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 10 EA 1 190 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 15 SF 1 190 8 1 O&M

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT 
BLUE & DARK BLUE SPECKS 9 SF 1 190
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

069 NO M Floor Mastic, , , WITH HA 068 9 SF 1 190

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 100 SF 1 190A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 100 SF 1 190A 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 30 LF 1 190A

077 YES M Window Caulk, WHITE, , 15 LF 1 190A 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 240 SF 1 190D 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 240 SF 1 190D 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 12 EA 1 190D 5 3 O&M

010 NO S Plaster, WHITE, , 50 SF 1 190E

011 NO S Brown Coat, , , WITH HA 010 50 SF 1 190E

014 NO M Tile Grout, GRAY, , 50 SF 1 190E

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1320 SF 1 191

009 NO M Carpet Mastic, , , CARPET MASTIC 1320 SF 1 191

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 20 SF 1 191 8 1 O&M

048 NO M
Floor Tile, DARK BLUE, 12" X 12", WITH WHITE 
SPECKS 14 SF 1 191

049 NO M Floor Mastic, , , WITH HA 048 14 SF 1 191

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT 
BLUE & DARK BLUE SPECKS 6 SF 1 191
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

069 NO M Floor Mastic, , , WITH HA 068 6 SF 1 191

080 NO M
Floor Tile, BLUE GRAY, 12" X 12", WITH BLUE & 
WHITE STREAKS 2 SF 1 191

081 NO M Floor Mastic, , , WITH HA 080 2 SF 1 191

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 10000 SF 1 192

009 NO M Carpet Mastic, , , CARPET MASTIC 10440 SF 1 192

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 12 EA 1 192 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 80 SF 1 192 8 1 O&M

048 NO M
Floor Tile, DARK BLUE, 12" X 12", WITH WHITE 
SPECKS 449 SF 1 192

049 NO M Floor Mastic, , , WITH HA 048 449 SF 1 192

053 YES M
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT 
BLUE SPECKS 3 SF 1 192 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 3 SF 1 192 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 80 LF 1 192

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 720 SF 1 192A

009 NO M Carpet Mastic, , , CARPET MASTIC 720 SF 1 192A

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 6 EA 1 192A 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 3 SF 1 192A 8 1 O&M

045 YES M Transite Panels, WHITE, , TRANSITE PEG BOARD 24 SF 1 192A 4 6
Repair damaged 
quantity see Table 4-4
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA 1 192A 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 720 SF 1 192B

009 NO M Carpet Mastic, , , CARPET MASTIC 720 SF 1 192B

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 12 EA 1 192B 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 15 SF 1 192B 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 440 SF 1 192D

009 NO M Carpet Mastic, , , CARPET MASTIC 700 SF 1 192D

010 NO S Plaster, WHITE, , 150 SF 1 192D

011 NO S Brown Coat, , , WITH HA 010 150 SF 1 192D

038 NO M Baseboard Mastic, BROWN, , 40 LF 1 192D

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 190 SF 1 192D, 192E

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 400 SF 1 192E 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 400 SF 1 192E 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 16 EA 1 192E 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 5 SF 1 192E 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 200 SF 1 192E 8 1 O&M

053 YES M
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT 
BLUE SPECKS 273 SF 1 192G 8 1 O&M
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

054 YES M Floor Mastic, , , WITH HA 053 273 SF 1 192G 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 6 EA 1 192G 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 30 LF 1 192G

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 200 SF 1 193

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 193 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 2 EA 1 198 5 3 O&M

048 NO M
Floor Tile, DARK BLUE, 12" X 12", WITH WHITE 
SPECKS 60 SF 1 198

049 NO M Floor Mastic, , , WITH HA 048 60 SF 1 198

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 1 198 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 2 EA 1 198 8 1 O&M

080 NO M
Floor Tile, BLUE GRAY, 12" X 12", WITH BLUE & 
WHITE STREAKS 2 SF 1 198

081 NO M Floor Mastic, , , WITH HA 080 2 SF 1 198

097 NO M
Baseboard Mastic, BROWN, , BASEBOARD MASTIC 
ASSOCIATED W/ CABINETS 30 SF 1

304 HEALTH SECT. 
OFFICE

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 280 SF 1

AUDITORIUM 
PROJECTION ROOM

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 280 SF 1

AUDITORIUM 
PROJECTION 

ROOM/OFFICE 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 280 SF 1

AUDITORIUM 
PROJECTION 

ROOM/OFFICE

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 806 SF 1

COMPUTER ROOM 
148
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

038 NO M Baseboard Mastic, BROWN, , 10 LF 1
COMPUTER ROOM 

148

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 780 SF 1

COMPUTER ROOM 
150

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 2 SF 1 DAY CARE 8 1 O&M

077 YES M Window Caulk, WHITE, , 20 LF 1 DAY CARE 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 1500 SF 1 DAY CARE HALL 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 1500 SF 1 DAY CARE HALL 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1500 SF 1 DAY CARE HALL

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 4 EA 1 DAY CARE HALL 5 3 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 100 LF 1 DAY CARE HALL

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 20 SF 1 ELEVATOR 8 1

Remove/Replace 
damaged quantity see 
Table 4-4

004 YES M Floor Mastic, , , WITH HA 03 20 SF 1 ELEVATOR 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 320 SF 1 POOL ROOM 1

030 ASSUMED M Fire Doors, , , FIREDOOR 4 EA 1 STAIR 1 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 7 EA 1/G STAIR 1 5 3 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 240 SF 2 1900

028 NO M Ceiling Tile Mastic, , , 120 SF 2 190D

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 500 SF 2 211 AREA
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007
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Asbestos 
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Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
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Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 500 SF 2 211 AREA 8 1 O&M

077 YES M Window Caulk, WHITE, , 300 LF 2 211 AREA 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 1800 SF 2 217, 219 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 1800 SF 2 217, 219 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1800 SF 2 217, 219

038 NO M Baseboard Mastic, BROWN, , 250 LF 2 217, 219

083 YES M Transite Panels, GRAY, , IN LAB HOODS 40 SF 2 217, 219 8 1 O&M

087 YES M
Transite Panels, GRAY, , TRANSITE PANEL - 
COUNTERTOP UNDER FUME HOOD 40 SF 2 217, 219 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 120 SF 2 220 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 120 SF 2 220 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 1000 SF 2 220

018 NO M
Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY 
MARKS 3 SF 2 220

019 YES M Floor Mastic, , , WITH HA 18 3 SF 2 220 8 1 O&M

075 NO M
Floor Tile, TAN, 12" X 12", STONE/TERRAZZO 
DESIGN 5 SF 2 220

076 NO M Floor Mastic, , , WITH HA 075 5 SF 2 220

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 1000 SF 2 220 OFFICES 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 100 SF 2 238 8 1 O&M
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School Name: Shaw JHS
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Status
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Ranking Response Action Enter New Quantity for 
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004 YES M Floor Mastic, , , WITH HA 03 100 SF 2 238 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 3 SF 2 238 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 80 SF 2 239 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 80 SF 2 239 8 1 O&M

035 YES M Sink Insulation, BLACK, , 4 SF 2 239 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 3 SF 2 239 8 1 O&M

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 300 SF 2 240

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT 
BLUE & DARK BLUE SPECKS 15 SF 2 240

069 NO M Floor Mastic, , , WITH HA 068 15 SF 2 240

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 160 LF 2 240

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1500 SF 2 240 EAST

009 NO M Carpet Mastic, , , CARPET MASTIC 1500 SF 2 240 EAST

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 100 SF 2 240 EAST 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 400 SF 2 240 EAST 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 3500 SF 2 240 OFFICES 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 60 SF 2 240 WEST 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 600 SF 2 240 WEST 8 1 O&M
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Date Printed 1/17/2019 Field Sheet
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Ranking Response Action Enter New Quantity for 
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065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 2000 SF 2 240 WEST, 211 AREA

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 1200 LF 2 240 WEST, 211 AREA

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 90 SF 2 240A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 90 SF 2 240A 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 240A 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 90 SF 2 240B 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 90 SF 2 240B 8 1 O&M

010 NO S Plaster, WHITE, , 90 SF 2 240B

011 NO S Brown Coat, , , WITH HA 010 90 SF 2 240B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 240B 8 1 O&M

010 NO S Plaster, WHITE, , 36 SF 2 240C

011 NO S Brown Coat, , , WITH HA 010 36 SF 2 240C

014 NO M Tile Grout, GRAY, , 36 SF 2 240C

010 NO S Plaster, WHITE, , 230 SF 2 240D

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 240D

014 NO M Tile Grout, GRAY, , 230 SF 2 240D

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 10 EA 2 240D 5 3 O&M
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010 NO S Plaster, WHITE, , 60 SF 2 240E

011 NO S Brown Coat, , , WITH HA 010 60 SF 2 240E

014 NO M Tile Grout, GRAY, , 60 SF 2 240E

010 NO S Plaster, WHITE, , 30 SF 2 240F

011 NO S Brown Coat, , , WITH HA 010 30 SF 2 240F

014 NO M Tile Grout, GRAY, , 30 SF 2 240F

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 80 SF 2 240G 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 80 SF 2 240G 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 300 SF 2 240G

010 NO S Plaster, WHITE, , 80 SF 2 240G

011 NO S Brown Coat, , , WITH HA 010 80 SF 2 240G

028 NO M Ceiling Tile Mastic, , , 150 SF 2 240G

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 120 SF 2 240G

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 50 LF 2 240H

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 484 SF 2

240H STORAGE 
VAULT 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 484 SF 2
240H STORAGE 

VAULT 8 1 O&M

010 NO S Plaster, WHITE, , 484 SF 2
240H STORAGE 

VAULT
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011 NO S Brown Coat, , , WITH HA 010 484 SF 2
240H STORAGE 

VAULT

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 2
240H STORAGE 

VAULT 8 1 O&M

077 YES M Window Caulk, WHITE, , 20 LF 2
240H STORAGE 

VAULT 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 120 SF 2 240I 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 120 SF 2 240I 8 1 O&M

010 NO S Plaster, WHITE, , 120 SF 2 240I

011 NO S Brown Coat, , , WITH HA 010 120 SF 2 240I

035 YES M Sink Insulation, BLACK, , 8 SF 2 240I 8 1 O&M

010 NO S Plaster, WHITE, , 230 SF 2 240J

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 240J

014 NO M Tile Grout, GRAY, , 230 SF 2 240J

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 320 SF 2 240Z

009 NO M Carpet Mastic, , , CARPET MASTIC 340 SF 2 240Z

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 20 SF 2 242 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 320 SF 2 244

009 NO M Carpet Mastic, , , CARPET MASTIC 340 SF 2 244

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 70 SF 2 244 8 1 O&M
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007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 15240 SF 2 245

009 NO M Carpet Mastic, , , CARPET MASTIC 15240 SF 2 245

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 120 SF 2 245 8 1 O&M

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 300 SF 2 245

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 260 LF 2 245

077 YES M Window Caulk, WHITE, , 60 LF 2 245 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 80 SF 2 245 OFFICES 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 3500 SF 2 245 OFFICES 8 1 O&M

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 300 SF 2 245 OFFICES

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 100 SF 2 245A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 2 245A 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF 2 245A

011 NO S Brown Coat, , , WITH HA 010 100 SF 2 245A

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 2 245A 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 100 SF 2 245B 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 2 245B 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF 2 245B
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011 NO S Brown Coat, , , WITH HA 010 100 SF 2 245B

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 2 245B 8 1 O&M

010 NO S Plaster, WHITE, , 36 SF 2 245C

011 NO S Brown Coat, , , WITH HA 010 36 SF 2 245C

014 NO M Tile Grout, GRAY, , 36 SF 2 245C

010 NO S Plaster, WHITE, , 230 SF 2 245D

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 245D

014 NO M Tile Grout, GRAY, , 230 SF 2 245D

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 14 EA 2 245D 5 3 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 30 LF 2 245D

077 YES M Window Caulk, WHITE, , 20 LF 2 245D 8 1 O&M

010 NO S Plaster, WHITE, , 60 SF 2 245E

011 NO S Brown Coat, , , WITH HA 010 60 SF 2 245E

014 NO M Tile Grout, GRAY, , 60 SF 2 245E

010 NO S Plaster, WHITE, , 30 SF 2 245F

011 NO S Brown Coat, , , WITH HA 010 30 SF 2 245F

014 NO M Tile Grout, GRAY, , 30 SF 2 245F
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001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 100 SF 2 245G 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 2 245G 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 300 SF 2 245G

010 NO S Plaster, WHITE, , 120 SF 2 245G

011 NO S Brown Coat, , , WITH HA 010 120 SF 2 245G

028 NO M Ceiling Tile Mastic, , , 150 SF 2 245G

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 120 SF 2 245G

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 350 SF 2 245H 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 350 SF 2 245H 8 1 O&M

010 NO S Plaster, WHITE, , 484 SF 2 245H

011 NO S Brown Coat, , , WITH HA 010 484 SF 2 245H

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 2 245H 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 50 LF 2 245H

077 YES M Window Caulk, WHITE, , 20 LF 2 245H 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 484 SF 2

245H STORAGE 
VAULT 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 484 SF 2
245H STORAGE 

VAULT 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 2
245H STORAGE 

VAULT 8 1 O&M



Page 46 of 142

Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 120 SF 2 245I 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 120 SF 2 245I 8 1 O&M

010 NO S Plaster, WHITE, , 120 SF 2 245I

011 NO S Brown Coat, , , WITH HA 010 120 SF 2 245I

035 YES M Sink Insulation, BLACK, , 8 SF 2 245I 8 1 O&M

010 NO S Plaster, WHITE, , 230 SF 2 245J

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 245J

014 NO M Tile Grout, GRAY, , 230 SF 2 245J

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 12 EA 2 245J 1 7 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 245J 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 120 SF 2 245K

009 NO M Carpet Mastic, , , CARPET MASTIC 140 SF 2 245K

035 YES M Sink Insulation, BLACK, , 4 SF 2 245Z 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 70 SF 2 246 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 70 SF 2 246 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 1800 SF 2 247, 249 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 1800 SF 2 247, 249 8 1 O&M
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007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1800 SF 2 247, 249

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 120 SF 2 247, 249 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 160 LF 2 247, 249

077 YES M Window Caulk, WHITE, , 80 LF 2 247, 249 8 1 O&M

083 YES M Transite Panels, GRAY, , IN LAB HOODS 40 SF 2 247, 249 8 1 O&M

087 YES M
Transite Panels, GRAY, , TRANSITE PANEL - 
COUNTERTOP UNDER FUME HOOD 40 SF 2 247, 249 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 60 SF 2 248 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 60 SF 2 248 8 1 O&M

035 YES M Sink Insulation, BLACK, , 4 SF 2 248 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 10 SF 2 248 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 1000 SF 2 250

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 500 SF 2 250

075 NO M
Floor Tile, TAN, 12" X 12", STONE/TERRAZZO 
DESIGN 3 SF 2 250

076 NO M Floor Mastic, , , WITH HA 075 3 SF 2 250

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 160 SF 2 250 MEZZ 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 160 SF 2 250 MEZZ 8 1 O&M

018 NO M
Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY 
MARKS 10 SF 2 250 MEZZ
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019 YES M Floor Mastic, , , WITH HA 18 10 SF 2 250 MEZZ 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 6 EA 2 250 MEZZ 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 100 SF 2 250 MEZZ 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 350 SF 2 250 OFFICES

009 NO M Carpet Mastic, , , CARPET MASTIC 370 SF 2 250 OFFICES

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 2000 SF 2 250 OFFICES 8 1 O&M

010 NO S Plaster, WHITE, , 60 SF 2 250A

011 NO S Brown Coat, , , WITH HA 010 60 SF 2 250A

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 15240 SF 2 260 AREA

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 800 SF 2 260 AREA

009 NO M Carpet Mastic, , , CARPET MASTIC 15240 SF 2 260 AREA

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 1 EA 2 260 AREA 5 3 O&M

028 NO M Ceiling Tile Mastic, , , 400 SF 2 260 AREA

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 500 SF 2 260 AREA 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 600 SF 2 260 AREA 8 1 O&M

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 2000 SF 2 260 AREA

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT 
BLUE & DARK BLUE SPECKS 40 SF 2 260 AREA
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069 NO M Floor Mastic, , , WITH HA 068 40 SF 2 260 AREA

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 1200 LF 2 260 AREA

077 YES M Window Caulk, WHITE, , 300 LF 2 260 AREA 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 90 SF 2 260A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 90 SF 2 260A

010 NO S Plaster, WHITE, , 90 SF 2 260A

011 NO S Brown Coat, , , WITH HA 010 90 SF 2 260A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 260A 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 90 SF 2 260B 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 90 SF 2 260B

010 NO S Plaster, WHITE, , 90 SF 2 260B

011 NO S Brown Coat, , , WITH HA 010 90 SF 2 260B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 260B 8 1 O&M

010 NO S Plaster, WHITE, , 36 SF 2 260C

011 NO S Brown Coat, , , WITH HA 010 36 SF 2 260C

014 NO M Tile Grout, GRAY, , 36 SF 2 260C

010 NO S Plaster, WHITE, , 230 SF 2 260D
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011 NO S Brown Coat, , , WITH HA 010 230 SF 2 260D

014 NO M Tile Grout, GRAY, , 230 SF 2 260D

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 40 SF 2 260D

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 10 EA 2 260D 1 7 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 30 LF 2 260D

077 YES M Window Caulk, WHITE, , 20 LF 2 260D 8 1 O&M

010 NO S Plaster, WHITE, , 60 SF 2 260E

011 NO S Brown Coat, , , WITH HA 010 60 SF 2 260E

014 NO M Tile Grout, GRAY, , 60 SF 2 260E

010 NO S Plaster, WHITE, , 30 SF 2 260F

011 NO S Brown Coat, , , WITH HA 010 30 SF 2 260F

014 NO M Tile Grout, GRAY, , 30 SF 2 260F

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 90 SF 2 260G 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 90 SF 2 260G

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 300 SF 2 260G

010 NO S Plaster, WHITE, , 90 SF 2 260G

011 NO S Brown Coat, , , WITH HA 010 90 SF 2 260G
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028 NO M Ceiling Tile Mastic, , , 150 SF 2 260G

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 120 SF 2 260G

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 480 SF 2 260H 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 480 SF 2 260H

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 2 260H 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 120 SF 2 260I 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 120 SF 2 260I

010 NO S Plaster, WHITE, , 120 SF 2 260I

011 NO S Brown Coat, , , WITH HA 010 120 SF 2 260I

035 YES M Sink Insulation, BLACK, , 8 SF 2 260I 8 1 O&M

038 NO M Baseboard Mastic, BROWN, , 30 LF 2 260I

086 NO M Caulk, WHITE, , CAULK AROUND DOOR 20 LF 2 260I

010 NO S Plaster, WHITE, , 230 SF 2 260J

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 260J

014 NO M Tile Grout, GRAY, , 230 SF 2 260J

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 14 EA 2 260J 5 3 O&M

010 NO S Plaster, WHITE, , 220 SF 2 260K
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011 NO S Brown Coat, , , WITH HA 010 220 SF 2 260K

044 NO S Plaster, , WHITE, PLASTER PATCH 5 SF 2 260K

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 320 SF 2 260Z

009 NO M Carpet Mastic, , , CARPET MASTIC 320 SF 2 260Z

034 NO M
Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND 
PINHOLES 14 SF 2 260Z

035 YES M Sink Insulation, BLACK, , 4 SF 2 260Z 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 20 SF 2 260Z 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 120 SF 2 261 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 120 SF 2 261

035 YES M Sink Insulation, BLACK, , 4 SF 2 261 8 1 O&M

038 NO M Baseboard Mastic, BROWN, , 20 LF 2 261

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 261 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 175 SF 2 262 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 175 SF 2 262

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 2 262 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 1800 SF 2 273, 275 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 1800 SF 2 273, 275
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007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1800 SF 2 273, 275

083 YES M Transite Panels, GRAY, , IN LAB HOODS 40 SF 2 273, 275 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 120 SF 2 280

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 2200 SF 2 280

009 NO M Carpet Mastic, , , CARPET MASTIC 2209 SF 2 280

080 NO M
Floor Tile, BLUE GRAY, 12" X 12", WITH BLUE & 
WHITE STREAKS 2 SF 2 280

081 NO M Floor Mastic, , , WITH HA 080 2 SF 2 280

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 120 SF 2 280 MEZZ 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 400 SF 2 280 OFFICES

009 NO M Carpet Mastic, , , CARPET MASTIC 400 SF 2 280 OFFICES

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 1000 SF 2 280 OFFICES 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 250 SF 2 HALL BY 247, 249 8 1 O&M

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 300 SF 2 HALL BY 247, 249

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 160 LF 2 HALL BY 247, 249

077 YES M Window Caulk, WHITE, , 20 LF 2 HALL BY 247, 249 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 800 SF 2 UNDER 250 MEZZ

028 NO M Ceiling Tile Mastic, , , 400 SF 2 UNDER 250 MEZZ
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003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 226 SF 2-R STAIR 2 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 226 SF 2-R STAIR 2 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 120 SF 2-R STAIR 3 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 120 SF 2-R STAIR 3 8 1 O&M

040 NO M
Sealant (General), WHITE, , ENDCAP/ JOINT 
SEALANT 40 SF B 90 BOILER ROOM

041 NO T Breeching, LIGHT GRAY, , BOILER BREECHING 800 SF B BOILER ROOM

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 300 SF G 01 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 300 SF G 01 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 80 EA G 01 1 7 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 60 SF G 01 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 100 LF G 01

077 YES M Window Caulk, WHITE, , 60 LF G 01 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 40 SF G 01A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 40 SF G 01A 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 10 EA G 01A 5 3 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 01A 8 1 O&M

020 NO T Breeching, , , INSULATION 10 SF G 01B
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027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 10 EA G 01B 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 10 SF G 01B 8 1 O&M

014 NO M Tile Grout, GRAY, , 100 SF G 01C

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 12 EA G 01C 1 7 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 4 EA G 01D 5 3 O&M

014 NO M Tile Grout, GRAY, , 100 SF G 01E

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 5 EA G 01E 5 3 O&M

014 NO M Tile Grout, GRAY, , 70 SF G 01F

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 20 EA G 01F 5 3 O&M

010 NO S Plaster, WHITE, , 150 SF G 02

011 NO S Brown Coat, , , WITH HA 010 150 SF G 02

014 NO M Tile Grout, GRAY, , 30 SF G 02

010 NO S Plaster, WHITE, , 80 SF G 02A

011 NO S Brown Coat, , , WITH HA 010 80 SF G 02A

014 NO M Tile Grout, GRAY, , 80 SF G 02A

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 400 SF G 03

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 18 EA G 03 1 7 O&M
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062 NO M
Ceiling Tile, WHITE, 2' X 4', WITH RANDOM 
DASHES & PINHOLES 16 SF G 03

014 NO M Tile Grout, GRAY, , 700 SF G 03 SHOWERS

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 37 EA G 03 SHOWERS 5 3 O&M

014 NO M Tile Grout, GRAY, , 160 SF G 04

014 NO M Tile Grout, GRAY, , 700 SF G 05 SHOWERS

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 40 EA G 05 SHOWERS 1 7 O&M

014 NO M Tile Grout, GRAY, , 300 SF G 06

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 06 8 1 O&M

014 NO M Tile Grout, GRAY, , 30 SF G 07

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 07 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 500 SF G 08 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 500 SF G 08 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 20 SF G 08 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 20 SF G 08 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 19 EA G 08 5 3 O&M

010 NO S Plaster, WHITE, , 250 SF G 1

011 NO S Brown Coat, , , WITH HA 010 250 SF G 1
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034 NO M
Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND 
PINHOLES 7000 SF G 1

039 NO M Ceiling Tile, WHITE, , PLAIN 5210 SF G 1 (POOL ROOM)

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 400 SF G 11

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 30 EA G 11 5 3 O&M

035 YES M Sink Insulation, BLACK, , 4 SF G 11 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 150 SF G 11 8 1 O&M

095 NO T
Cementitious Material, WHITE, OD 2" - 8", 
CEMENTITIOUS MATERIAL - PIPE HANGERS 10 SF G 11

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 9962 SF G 11, 11C 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 9962 SF G 11, 11C 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 500 SF G 11, 11C 8 1 O&M

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 470 SF G 11, 11C

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 6000 SF G 11, 18B

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 250 SF G 11, 18B

012 NO M
Floor Tile, WHITE, 12 X 12, WITH GREEN 
STREAKS 10000 SF G 11, 18B

013 YES M Floor Mastic, BLACK, , WITH HA 012 10000 SF G 11, 18B 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 80 EA G 11, 18B 1 7 O&M

028 NO M Ceiling Tile Mastic, , , 125 SF G 11, 18B
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034 NO M
Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND 
PINHOLES 4000 SF G 11, 18B

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT 
BLUE & DARK BLUE SPECKS 15 SF G 11, 18B

069 NO M Floor Mastic, , , WITH HA 068 15 SF G 11, 18B

095 NO T
Cementitious Material, WHITE, OD 2" - 8", 
CEMENTITIOUS MATERIAL - PIPE HANGERS 45 SF G 11, 18B

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 120 SF G 11D 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 120 SF G 11D 8 1 O&M

012 NO M
Floor Tile, WHITE, 12 X 12, WITH GREEN 
STREAKS 200 SF G 11D

013 YES M Floor Mastic, BLACK, , WITH HA 012 200 SF G 11D 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 10 SF G 11D 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 11D 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 200 SF G 11E 8 1

004 YES M Floor Mastic, , , WITH HA 03 200 SF G 11E 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 400 SF G 11F 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 400 SF G 11F 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 4 EA G 11F 5 3 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 11F 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 5 SF G 11F 8 1 O&M
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003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 15 SF G 11G 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 15 SF G 11G 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 11G 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 200 SF G 11H 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 200 SF G 11H 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 11H 8 1 O&M

014 NO M Tile Grout, GRAY, , 120 SF G 11L

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 6 EA G 11L 5 3 O&M

014 NO M Tile Grout, GRAY, , 20 SF G 18A

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 2000 SF G 20 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 2000 SF G 20

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 5000 SF G 20

009 NO M Carpet Mastic, , , CARPET MASTIC 2000 SF G 20

010 NO S Plaster, WHITE, , 800 SF G 20

011 NO S Brown Coat, , , WITH HA 010 800 SF G 20

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 15 EA G 20 1 7 O&M

035 YES M Sink Insulation, BLACK, , 60 SF G 20 8 1 O&M
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042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 300 SF G 20 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 2500 SF G 20 8 1 O&M

093 NO M
Floor Tile, BLUE, 12" x 12", FLOOR TILE - WITH 
BLUE (DARK AND LIGHT)  SPECKS 2400 SF G 20

094 NO M
Floor Mastic, YELLOW, , FLOOR MASTIC - 
ASSOCIATED WITH HA # 093 2400 SF G 20

014 NO M Tile Grout, GRAY, , 25 SF G
20 TEACHERS 
RESTROOM

064 NO M
Tile Grout, WHITE, 4" X 4", WITH CERAMIC WALL 
TILES 20 SF G

20 TEACHERS 
RESTROOM

006 NO M Floor Mastic, , , WITH HA 05 400 SF G 20A

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 400 SF G 20A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 20A 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 110 SF G 20B 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 110 SF G 20B

010 NO S Plaster, WHITE, , 200 SF G 20B

011 NO S Brown Coat, , , WITH HA 010 200 SF G 20B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 20B 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 160 SF G 20D 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 160 SF G 20D

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 20D 8 1 O&M
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005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 500 SF G 21 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 500 SF G 21

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 11 EA G 21 1 7 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 40 SF G 21 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 4 EA G 21 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 400 SF G 21-22 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 200 SF G 21A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 200 SF G 21A

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA G 21A 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 400 SF G 22 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 400 SF G 22

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 6 SF G 22 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 1 EA G 22 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 200 SF G 22A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 200 SF G 22A

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 7 EA G 22A 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 10 SF G 22A 8 1 O&M
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055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G 22A 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 450 SF G 24

009 NO M Carpet Mastic, , , CARPET MASTIC 450 SF G 24

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 30 SF G 24 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF G 24 VAULT

011 NO S Brown Coat, , , WITH HA 010 100 SF G 24 VAULT

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 24 VAULT 8 1 O&M

053 YES M
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT 
BLUE SPECKS 100 SF G 24 VAULT 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 100 SF G 24 VAULT 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 1600 SF G 25 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 1600 SF G 25

010 NO S Plaster, WHITE, , 1600 SF G 25

011 NO S Brown Coat, , , WITH HA 010 1600 SF G 25

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 400 SF G 25

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 12 EA G 25 5 3 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 25 8 1 O&M

010 NO S Plaster, WHITE, , 30 SF G 30
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011 NO S Brown Coat, , , WITH HA 010 30 SF G 30

014 NO M Tile Grout, GRAY, , 30 SF G 30

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 10 SF G 31 8 1 O&M

010 NO S Plaster, WHITE, , 260 SF G 31

011 NO S Brown Coat, , , WITH HA 010 260 SF G 31

014 NO M Tile Grout, GRAY, , 220 SF G 31

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 12 EA G 31 5 3 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 440 SF G 32

009 NO M Carpet Mastic, , , CARPET MASTIC 470 SF G 32

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 1500 SF G 32

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 60 SF G 32A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 60 SF G 32A 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 60 SF G 32A 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 6 EA G 32A 5 3 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 32A 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 1200 SF G 33

009 NO M Carpet Mastic, , , CARPET MASTIC 1200 SF G 33
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065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 1800 SF G 33

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 100 SF G 33A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 100 SF G 33A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 33A 8 1 O&M

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 1200 SF G 34

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 40 SF G 35 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 40 SF G 35 8 1 O&M

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 10 SF G 35 8 1 O&M

010 NO S Plaster, WHITE, , 260 SF G 35

011 NO S Brown Coat, , , WITH HA 010 260 SF G 35

014 NO M Tile Grout, GRAY, , 220 SF G 35

010 NO S Plaster, WHITE, , 45 SF G 35A

011 NO S Brown Coat, , , WITH HA 010 45 SF G 35A

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 150 SF G 35A

010 NO S Plaster, WHITE, , 30 SF G 36

011 NO S Brown Coat, , , WITH HA 010 30 SF G 36

014 NO M Tile Grout, GRAY, , 30 SF G 36
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007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 3300 SF G 37

010 NO S Plaster, WHITE, , 400 SF G 37

011 NO S Brown Coat, , , WITH HA 010 400 SF G 37

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 12 EA G 37 1 7 O&M

034 NO M
Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND 
PINHOLES 70 SF G 37

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 150 SF G 37 8 1 O&M

046 NO M Transite Panels, BLACK, , LAB SINK 16 SF G 37

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G 37 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 3294 SF G 37, 37B 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 3294 SF G 37, 37B 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 200 SF G 37A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF G 37A 8 1 O&M

010 NO S Plaster, WHITE, , 250 SF G 37A

011 NO S Brown Coat, , , WITH HA 010 250 SF G 37A

040 NO M
Sealant (General), WHITE, , ENDCAP/ JOINT 
SEALANT 1 SF G 37A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 37A 8 1 O&M

010 NO S Plaster, WHITE, , 300 SF G 37B
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011 NO S Brown Coat, , , WITH HA 010 300 SF G 37B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 37B 8 1 O&M

010 NO S Plaster, WHITE, , 35 SF G 37D

011 NO S Brown Coat, , , WITH HA 010 35 SF G 37D

014 NO M Tile Grout, GRAY, , 35 SF G 37D

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 950 SF G 37D

010 NO S Plaster, WHITE, , 30 SF G 39

011 NO S Brown Coat, , , WITH HA 010 30 SF G 39

014 NO M Tile Grout, GRAY, , 30 SF G 39

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 110 SF G 41 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 110 SF G 41 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 110 SF G 41

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 100 SF G 42 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF G 42 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 100 SF G 42

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 200 SF G 43 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF G 43 8 1 O&M
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036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 43 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 210 SF G 44 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 210 SF G 44 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 210 SF G 44

028 NO M Ceiling Tile Mastic, , , 105 SF G 44

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 200 SF G 44A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF G 44A 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 200 SF G 44B 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF G 44B 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 120 SF G 45 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 120 SF G 45 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 120 SF G 45

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 400 SF G 47

009 NO M Carpet Mastic, , , CARPET MASTIC 400 SF G 47

061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND 
PINHOLES, NEWER LOOKING 16 SF G 47

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 1950 SF G 50 8 1

Repair damaged 
quantity see Table 4-4

004 YES M Floor Mastic, , , WITH HA 03 1950 SF G 50 8 1 O&M
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007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 3900 SF G 50

016 YES M
Floor Tile, ORANGE, 12" X 12", WITH WHITE 
FLECKS 1950 SF G 50 8 1 O&M

017 YES M Floor Mastic, , , WITH HA 16 1950 SF G 50 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 57 EA G 50 8 1 O&M

062 NO M
Ceiling Tile, WHITE, 2' X 4', WITH RANDOM 
DASHES & PINHOLES 8 SF G 50

063 NO M
Ceiling Tile, WHITE, 2' X 4', SHORT, DEEP 
GOUGES & PINHOLES 8 SF G 50

095 NO T
Cementitious Material, WHITE, OD 2" - 8", 
CEMENTITIOUS MATERIAL - PIPE HANGERS 30 SF G 50

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 9 EA G 50A 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 50A 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 150 SF G 50C 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 150 SF G 50C 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 4 EA G 50C 5 3 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 14 EA G 51 8 1 O&M

033 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL GOUGES 
AND SMALL PINHOLES 4400 SF G 51

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 51 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 200 SF G 51 8 1 O&M

059 NO M
Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA 
TILES 4500 SF G 51
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061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND 
PINHOLES, NEWER LOOKING 65 SF G 51

059 NO M
Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA 
TILES 80 SF G 51A

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 460 SF G 52 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 460 SF G 52 8 1 O&M

010 NO S Plaster, WHITE, , 860 SF G 52

011 NO S Brown Coat, , , WITH HA 010 860 SF G 52

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 2 EA G 52 8 1 O&M

059 NO M
Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA 
TILES 120 SF G 53

010 NO S Plaster, WHITE, , 420 SF G 54

011 NO S Brown Coat, , , WITH HA 010 420 SF G 54

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 10 SF G 54

030 ASSUMED M Fire Doors, , , FIREDOOR 4 EA G 54 8 1 O&M

050 NO M
Floor Tile, TAN, 12'' x 12", WITH BROWN AND 
WHITE 420 SF G 54

051 NO M Floor Mastic, , , WITH HA 050 420 SF G 54

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 170 SF G 55 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 170 SF G 55 8 1 O&M

010 NO S Plaster, WHITE, , 170 SF G 55
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011 NO S Brown Coat, , , WITH HA 010 170 SF G 55

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 7 EA G 55 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 55 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF G 56

011 NO S Brown Coat, , , WITH HA 010 100 SF G 56

014 NO M Tile Grout, GRAY, , 100 SF G 56

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 7 EA G 56 5 3 O&M

010 NO S Plaster, WHITE, , 80 SF G 57

011 NO S Brown Coat, , , WITH HA 010 80 SF G 57

014 NO M Tile Grout, GRAY, , 80 SF G 57

014 NO M Tile Grout, GRAY, , 12 SF G 57B

059 NO M
Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA 
TILES 200 SF G 58, 58A

040 NO M
Sealant (General), WHITE, , ENDCAP/ JOINT 
SEALANT 20 SF G 60

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 5500 SF G 80, 87, 18 MAIN HALL 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 5500 SF G 80, 87, 18 MAIN HALL 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 97 EA G 80, 87, 18 MAIN HALL 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 112 SF G 80, 87, 18 MAIN HALL 8 1 O&M
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095 NO T
Cementitious Material, WHITE, OD 2" - 8", 
CEMENTITIOUS MATERIAL - PIPE HANGERS 50 SF G 80, 87, 18 MAIN HALL

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 600 SF G 80A

009 NO M Carpet Mastic, , , CARPET MASTIC 600 SF G 80A

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 10 SF G 80A 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 1 EA G 80A 8 1 O&M

053 YES M
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT 
BLUE SPECKS 6 SF G 80A CLOSET 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 6 SF G 80A CLOSET 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 80B 8 1 O&M

053 YES M
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT 
BLUE SPECKS 220 SF G 80B 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 220 SF G 80B 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT 10 SF G 80C 8 1 O&M

053 YES M
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT 
BLUE SPECKS 150 SF G 80C 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 150 SF G 80C 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G 80C 8 1 O&M

010 NO S Plaster, WHITE, , 230 SF G 80D

011 NO S Brown Coat, , , WITH HA 010 230 SF G 80D

014 NO M Tile Grout, GRAY, , 120 SF G 80D
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027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 10 EA G 80D 5 3 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA G 80D 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS 150 SF G 83 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 150 SF G 83 8 1 O&M

007 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND 
VERY SMALL PINHOLES 1300 SF G 83

010 NO S Plaster, WHITE, , 800 SF G 83

011 NO S Brown Coat, , , WITH HA 010 800 SF G 83

018 NO M
Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY 
MARKS 1000 SF G 83

019 YES M Floor Mastic, , , WITH HA 18 1000 SF G 83 8 1 O&M

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 37 EA G 83 5 3 O&M

034 NO M
Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND 
PINHOLES 48 SF G 83

050 NO M
Floor Tile, TAN, 12'' x 12", WITH BROWN AND 
WHITE 4 SF G 83

051 NO M Floor Mastic, , , WITH HA 050 4 SF G 83

095 NO T
Cementitious Material, WHITE, OD 2" - 8", 
CEMENTITIOUS MATERIAL - PIPE HANGERS 20 SF G 83

014 NO M Tile Grout, GRAY, , 200 SF G 83A

015 NO T Cementitious Fitting, , , BOILER ROOM 5 EA G 90

024 NO T Tank Insulation, , , 120 SF G 90
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025 YES T Pipe Insulation, , , 40 LF G 90 5 3 O&M

058 NO T
Cementitious Material, TAN, , 2" THICK BOILER 
DOOR LINING 60 SF G 90

060 NO T
Cementitious Fitting, WHITE, 12"-18" OD, WITH 
MAG PIPE 13 EA G 90

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 140 SF G 90A/B 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 140 SF G 90A/B 8 1 O&M

010 NO S Plaster, WHITE, , 140 SF G 90A/B

011 NO S Brown Coat, , , WITH HA 010 140 SF G 90A/B

010 NO S Plaster, WHITE, , 35 SF G 90C

011 NO S Brown Coat, , , WITH HA 010 35 SF G 90C

014 NO M Tile Grout, GRAY, , 70 SF G 90C

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 450 SF G 90D 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 450 SF G 90D 8 1 O&M

010 NO S Plaster, WHITE, , 450 SF G 90D

011 NO S Brown Coat, , , WITH HA 010 450 SF G 90D

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 6 EA G 90D 5 3 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 90D 8 1 O&M

010 NO S Plaster, WHITE, , 200 SF G 90E
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011 NO S Brown Coat, , , WITH HA 010 200 SF G 90E

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 90E 8 1 O&M

010 NO S Plaster, WHITE, , 150 SF G 90F

011 NO S Brown Coat, , , WITH HA 010 150 SF G 90F

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 90F 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 90F 8 1 O&M

010 NO S Plaster, WHITE, , 70 SF G 90G

011 NO S Brown Coat, , , WITH HA 010 70 SF G 90G

014 NO M Tile Grout, GRAY, , 70 SF G 90G

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 10 EA G 90G 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 100 SF G 90H 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 100 SF G 90H 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 90H 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 1200 SF G CURVED HALL 3

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 1200 SF G CURVED HALL 83

028 NO M Ceiling Tile Mastic, , , 600 SF G CURVED HALL 85

010 NO S Plaster, WHITE, , 130 SF G FIRST AID (1D)
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011 NO S Brown Coat, , , WITH HA 010 130 SF G FIRST AID (1D)

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 1500 SF G

LOWER LEVEL 
MECHANICAL ROOM

040 NO M
Sealant (General), WHITE, , ENDCAP/ JOINT 
SEALANT 8 SF G

LOWER LEVEL 
MECHANICAL ROOM

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G
LOWER LEVEL 

MECHANICAL ROOM 8 1 O&M

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 5000 SF G

MAIN HALL (80, 87, 
18)

028 NO M Ceiling Tile Mastic, , , 2500 SF G
MAIN HALL (80, 87, 

18)

061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND 
PINHOLES, NEWER LOOKING 200 SF G

MAIN HALL (80, 87, 
18)

010 NO S Plaster, WHITE, , 400 SF G POOL ROOM 1

011 NO S Brown Coat, , , WITH HA 010 400 SF G POOL ROOM 1

008 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND 
VERY SMALL PINHOLES 1550 SF G PRACTICE ROOM

005 YES M
Floor Tile, BLUE, 12" X 12", WITH WHITE AND 
DARK BLUE MARKS 120 SF G PRACTICE ROOMS 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 1000 SF G PRACTICE ROOMS

028 NO M Ceiling Tile Mastic, , , 775 SF G PRACTICE ROOMS

065 NO M
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS 500 SF G PRACTICE ROOMS

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 400 SF G-1

PARKING GARAGE 
STAIR NORTH 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 400 SF G-1
PARKING GARAGE 

STAIR NORTH 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 400 SF G-1

PARKING GARAGE 
STAIR SOUTH 8 1 O&M
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004 YES M Floor Mastic, , , WITH HA 03 400 SF G-1
PARKING GARAGE 

STAIR SOUTH 8 1 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 5 EA G-1
PARKING GARAGE 

STAIR SOUTH 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 1 EA G-1

PARKING GARAGE 
STAIR SOUTH 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 600 SF G-1 STAIR 1 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-1 STAIR 1 8 1 O&M

010 NO S Plaster, WHITE, , 207 SF G-1 STAIR 1

011 NO S Brown Coat, , , WITH HA 010 207 SF G-1 STAIR 1

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 80 SF G-1 STAIR 1

027 YES T
Cementitious Fitting, WHITE, 3 - 6" O.D., ON 
FIBERGLASS 12 EA G-1 STAIR 1 5 3 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 400 SF G-1 STAIR 14 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 400 SF G-1 STAIR 14 8 1 O&M

010 NO S Plaster, WHITE, , 400 SF G-1 STAIR 4

011 NO S Brown Coat, , , WITH HA 010 400 SF G-1 STAIR 4

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA G-1 STAIR 4 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 7 EA G-1 STAIR 4 8 1 O&M

010 NO S Plaster, WHITE, , 400 SF G-1 STAIR 5

011 NO S Brown Coat, , , WITH HA 010 400 SF G-1 STAIR 5
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055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA G-1 STAIR 5 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 7 EA G-1 STAIR 5 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 600 SF G-1 STAIR 8 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-1 STAIR 8 8 1

Replace flooring/tiles 
damaged quantity see 
Table 4-4

010 NO S Plaster, WHITE, , 400 SF G-1 STAIR 8

011 NO S Brown Coat, , , WITH HA 010 400 SF G-1 STAIR 8

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA G-1 STAIR 8 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 7 EA G-1 STAIR 8 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 600 SF G-1 STAIR 9 8 1

Remove/Replace 
damaged quantity see 
Table 4-4

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-1 STAIR 9 8 1

Replace flooring/tiles 
damaged quantity see 
Table 4-4

010 NO S Plaster, WHITE, , 400 SF G-1 STAIR 9

011 NO S Brown Coat, , , WITH HA 010 400 SF G-1 STAIR 9

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA G-1 STAIR 9 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 7 EA G-1 STAIR 9 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 500 SF G-2 STAIR 10 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 500 SF G-2 STAIR 10 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 7 EA G-2 STAIR 10 8 1 O&M
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070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 60 LF G-2 STAIR 10

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 600 SF G-2 STAIR 11 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-2 STAIR 11 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G-2 STAIR 11 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 6 EA G-2 STAIR 11 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 80 LF G-2 STAIR 11

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 600 SF G-2 STAIR 12 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-2 STAIR 12 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G-2 STAIR 12 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 6 EA G-2 STAIR 12 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 600 SF G-2 STAIR 13 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-2 STAIR 13 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G-2 STAIR 13 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 6 EA G-2 STAIR 13 8 1 O&M

018 NO M
Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY 
MARKS 952 SF G-2 STAIR 2

019 YES M Floor Mastic, , , WITH HA 18 952 SF G-2 STAIR 2 8 1 O&M

018 NO M
Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY 
MARKS 951 SF G-2 STAIR 3
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Quantity Units Floor Room Assessment 
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Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

019 YES M Floor Mastic, , , WITH HA 18 951 SF G-2 STAIR 3 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 81 SF G-2 STAIR 3

030 ASSUMED M Fire Doors, , , FIREDOOR 6 EA G-2 STAIR 3 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 92 SF G-2 STAIR 4 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 92 SF G-2 STAIR 4 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 36 SF G-2 STAIR 5 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 36 SF G-2 STAIR 5 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 938 SF G-2 STAIR 6 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 938 SF G-2 STAIR 6 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 81 SF G-2 STAIR 6

030 ASSUMED M Fire Doors, , , FIREDOOR 4 EA G-2 STAIR 6 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 957 SF G-2 STAIR 7 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 957 SF G-2 STAIR 7 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 81 SF G-2 STAIR 7

030 ASSUMED M Fire Doors, , , FIREDOOR 6 EA G-2 STAIR 7 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS 330 SF G-R STAIR 2 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 330 SF G-R STAIR 2 8 1 O&M



Page 80 of 142

Table 4-1. Data Summary Form 
School Name: Shaw JHS
Date Printed 1/17/2019 Field Sheet
Building Number 432 Updated with Field Data form field Visit on: 1/8/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action Enter New Quantity for 

Highlighted Areas Comments

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 81 SF G-R STAIR 2

030 ASSUMED M Fire Doors, , , FIREDOOR 12 EA G-R STAIR 2 8 1 O&M

070 NO M
Window Glaze, BLACK, , AROUND 10' X 5' 
WINDOWS 60 LF G-R STAIR 2

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 10 EA G-R STAIR 3 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 16 EA G-R STAIR 6 8 1 O&M

056 ASSUMED M
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH 
SMALL WINDOW) 10 EA G-R STAIR 7 8 1 O&M

040 NO M
Sealant (General), WHITE, , ENDCAP/ JOINT 
SEALANT 12 SF R

FAN/ MECHANICAL 
ROOM A

043 NO S
Cementitious Material, TAN  AND GRAY, , 
TROWELD ON 700 SF R

FAN/ MECHANICAL 
ROOM A

040 NO M
Sealant (General), WHITE, , ENDCAP/ JOINT 
SEALANT 14 SF R

FAN/ MECHANICAL 
ROOM B

043 NO S
Cementitious Material, TAN  AND GRAY, , 
TROWELD ON 700 SF R

FAN/ MECHANICAL 
ROOM B

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 90 SF R

ROOF FAN/ 
MECHANICAL ROOM 

A

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON 
FIREPROOFING ON BEAMS AND DUCTS 90 SF R

ROOF FAN/ 
MECHANICAL ROOM 

B



Sum of Room Quantity
Homogene  Material TyAsbestos S

001 M YES
002 M YES
003 M YES
004 M YES
005 M YES
013 M YES
016 M YES
017 M YES
019 M YES
025 T YES
027 T YES
030 M ASSUME
035 M YES
036 M ASSUME
042 M YES
045 M YES
047 M ASSUME
053 M YES
054 M YES
055 M ASSUME
056 M ASSUME
077 M YES
083 M YES
087 M YES
096 M YES

Grand Total



Material Description Units Total
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN MARKINGSSF 27607
Floor Mastic, , , WITH HA 01 SF 27607
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN MARKINGS SF 30044
Floor Mastic, , , WITH HA 03 SF 30044
Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS SF 14458
Floor Mastic, BLACK, , WITH HA 012 SF 10200
Floor Tile, ORANGE, 12" X 12", WITH WHITE FLECKS SF 1950
Floor Mastic, , , WITH HA 16 SF 1950
Floor Mastic, , , WITH HA 18 SF 2958
Pipe Insulation, , , LF 40
Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS EA 980
Fire Doors, , , FIREDOOR EA 64
Sink Insulation, BLACK, , SF 142
Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED EA 19
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM SEALANSF 4145
Transite Panels, WHITE, , TRANSITE PEG BOARD SF 24
Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL SF 35000
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS SF 1102
Floor Mastic, , , WITH HA 053 SF 1102
Fire Doors, PAINTED, 3'  X 6', METAL EA 103
Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) EA 112
Window Caulk, WHITE, , LF 1387
Transite Panels, GRAY, , IN LAB HOODS SF 120
Transite Panels, GRAY, , TRANSITE PANEL - COUNTERTOP UNDER FUME HOODSF 80
Mastic, BROWN, , CHALKBOARD MASTIC SF 10

191248
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008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 400 SF 1 100

009 NO M Carpet Mastic, , , CARPET MASTIC 400 SF 1 100

028 NO M Ceiling Tile Mastic, , , 200 SF 1 100

062 NO M Ceiling Tile, WHITE, 2' X 4', WITH RANDOM DASHES & PINHOLES 8 SF 1 100

034 NO M Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES 4 SF 1 102

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 380 SF 1 103

009 NO M Carpet Mastic, , , CARPET MASTIC 380 SF 1 103

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 210 SF 1 104

009 NO M Carpet Mastic, , , CARPET MASTIC 210 SF 1 104

028 NO M Ceiling Tile Mastic, , , 105 SF 1 104

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 180 SF 1 105

009 NO M Carpet Mastic, , , CARPET MASTIC 180 SF 1 105

028 NO M Ceiling Tile Mastic, , , 90 SF 1 105

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 140 SF 1 106

009 NO M Carpet Mastic, , , CARPET MASTIC 140 SF 1 106

028 NO M Ceiling Tile Mastic, , , 70 SF 1 106

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 140 SF 1 107

009 NO M Carpet Mastic, , , CARPET MASTIC 140 SF 1 107

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 300 SF 1 108 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 300 SF 1 108 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 170 SF 1 108

061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND PINHOLES, NEWER 
LOOKING 1 SF 1 109

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 60 SF 1 119

009 NO M Carpet Mastic, , , CARPET MASTIC 60 SF 1 122

009 NO M Carpet Mastic, , , CARPET MASTIC 60 SF 1 123

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 300 SF 1 126 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 300 SF 1 126 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 300 SF 1 126

009 NO M Carpet Mastic, , , CARPET MASTIC 130 SF 1 126
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007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 810 SF 1 128

009 NO M Carpet Mastic, , , CARPET MASTIC 810 SF 1 128

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 60 SF 1 128 8 1 O&M

048 NO M Floor Tile, DARK BLUE, 12" X 12", WITH WHITE SPECKS 119 SF 1 128

049 NO M Floor Mastic, , , WITH HA 048 119 SF 1 128

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA 1 128 8 1 O&M

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT BLUE & DARK BLUE 
SPECKS 9 SF 1 128

069 NO M Floor Mastic, , , WITH HA 068 9 SF 1 128

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 80 LF 1 128

009 NO M Carpet Mastic, , , CARPET MASTIC 160 SF 1 130

009 NO M Carpet Mastic, , , CARPET MASTIC 130 SF 1 131

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 110 SF 1 141 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 110 SF 1 141 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 7 SF 1 141 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 22 SF 1 142 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 22 SF 1 142 8 1 O&M

018 NO M Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY MARKS 42 SF 1 142

019 YES M Floor Mastic, , , WITH HA 18 42 SF 1 142 8 1 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 16 EA 1 142 8 1 O&M

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 2000 SF 1 142

077 YES M Window Caulk, WHITE, , 120 LF 1 142 8 1 O&M

084 NO M Mastic, BLACK, , UNDER 4" X 4" WOOD TILES 6000 SF 1 142

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 400 SF 1 144

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 840 SF 1 146 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 840 SF 1 146 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 840 SF 1 146

028 NO M Ceiling Tile Mastic, , , 420 SF 1 146

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 70 LF 1 146

077 YES M Window Caulk, WHITE, , 30 LF 1 146 8 1 O&M
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001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 800 SF 1 148 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 800 SF 1 148 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 5 EA 1 148 1 7 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 1 148 8 1 O&M

033 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL GOUGES AND SMALL 
PINHOLES 3 SF 1 148

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 70 LF 1 148

075 NO M Floor Tile, TAN, 12" X 12", STONE/TERRAZZO DESIGN 8 SF 1 148

076 NO M Floor Mastic, , , WITH HA 075 8 SF 1 148

077 YES M Window Caulk, WHITE, , 30 LF 1 148 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 200 SF 1 149 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF 1 149 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 200 SF 1 149

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 1000 SF 1 149 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 800 SF 1 150 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 800 SF 1 150 8 1 O&M

010 NO S Plaster, WHITE, , 340 SF 1 150

011 NO S Brown Coat, , , WITH HA 010 340 SF 1 150

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 1 150 8 1 O&M

034 NO M Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES 800 SF 1 150

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 15 SF 1 150 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 300 SF 1 150 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 70 LF 1 150

077 YES M Window Caulk, WHITE, , 30 LF 1 150 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 400 SF 1 151 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 400 SF 1 151 8 1 O&M

010 NO S Plaster, WHITE, , 340 SF 1 151

011 NO S Brown Coat, , , WITH HA 010 340 SF 1 151

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 2 EA 1 151 5 3 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 300 SF 1 151 8 1 O&M
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003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 2500 SF 1 152 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 2500 SF 1 152 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 1000 SF 1 152 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 1000 SF 1 152

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1500 SF 1 152

009 NO M Carpet Mastic, , , CARPET MASTIC 800 SF 1 152

010 NO S Plaster, WHITE, , 375 SF 1 152

011 NO S Brown Coat, , , WITH HA 010 375 SF 1 152

014 NO M Tile Grout, GRAY, , 200 SF 1 152

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 300 SF 1 152

035 YES M Sink Insulation, BLACK, , 18 SF 1 152 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 200 SF 1 152 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 10000 SF 1 152 8 1 O&M

071 NO M Ceiling Tile, WHITE, 2' X 4', PINHOLES & GOUGES LENGTHWISE 120 SF 1 153

072 NO M Floor Tile, MEDIUM BLUE, 12" X 12", WITH WHITE SPECKS 10 SF 1 153

073 NO M Floor Mastic, , , WITH HA 072 10 SF 1 153

014 NO M Tile Grout, GRAY, , 40 SF 1 154

064 NO M Tile Grout, WHITE, 4" X 4", WITH CERAMIC WALL TILES 40 SF 1 154

074 NO M Terrazzo, TAN, , SHOWER FLOOR 8 SF 1 154

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 100 SF 1 155 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 3100 SF 1 155

009 NO M Carpet Mastic, , , CARPET MASTIC 3100 SF 1 155

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 6 EA 1 155 8 1 O&M

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT BLUE & DARK BLUE 
SPECKS 10 SF 1 155

069 NO M Floor Mastic, , , WITH HA 068 10 SF 1 155

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 690 LF 1 155

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 2500 SF 1 156 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 2500 SF 1 156

009 NO M Carpet Mastic, , , CARPET MASTIC 800 SF 1 156
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010 NO S Plaster, WHITE, , 11700 SF 1 156

011 NO S Brown Coat, , , WITH HA 010 11700 SF 1 156

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 8 EA 1 156 8 1 O&M

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 4000 SF 1 156

084 NO M Mastic, BLACK, , UNDER 4" X 4" WOOD TILES 4000 SF 1 156

090 NO CUB Baron Curtain, BEIGE (LIGHT), , CURTAIN - BARON STAGE CURTAIN 600 SF 1 156

091 NO CUB Baron Curtain, BLACK, , CURTAIN - REAR STAGE CURTAIN (BACKDROP) 400 SF 1 156

092 NO M
Tar Compound, BLACK, , TAR PAPER - ON ROLLED FIBERGLASS 
INSULATION 7000 SF 1 156

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 350 SF 1 159

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 40 SF 1 159

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 7 EA 1 159 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 15 SF 1 159 8 1 O&M

053 YES M Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS 350 SF 1 159 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 350 SF 1 159 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 3 EA 1 159 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 480 SF 1 168

009 NO M Carpet Mastic, , , CARPET MASTIC 480 SF 1 168

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 10 EA 1 168 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 3 SF 1 168 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 1 EA 1 168 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 70 LF 1 168

077 YES M Window Caulk, WHITE, , 30 LF 1 168 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 20 SF 1 169 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 20 SF 1 169 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 3 SF 1 169 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 520 SF 1 170

009 NO M Carpet Mastic, , , CARPET MASTIC 540 SF 1 170

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 3 EA 1 170 5 3 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 120 LF 1 170
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077 YES M Window Caulk, WHITE, , 60 LF 1 170 8 1 O&M

096 YES M Mastic, BROWN, , CHALKBOARD MASTIC 10 SF 1 170 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 990 SF 1 171 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 990 SF 1 171 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 990 SF 1 171

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 40 EA 1 171 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 8 SF 1 171 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 2 EA 1 171 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 100 LF 1 171

077 YES M Window Caulk, WHITE, , 30 LF 1 171 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 100 SF 1 172 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 1 172 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF 1 172

011 NO S Brown Coat, , , WITH HA 010 100 SF 1 172

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 172 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 100 SF 1 173 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 1 173 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF 1 173

011 NO S Brown Coat, , , WITH HA 010 100 SF 1 173

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 173 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 200 SF 1 174 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF 1 174 8 1 O&M

010 NO S Plaster, WHITE, , 200 SF 1 174

011 NO S Brown Coat, , , WITH HA 010 200 SF 1 174

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 174 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 130 SF 1 175 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 130 SF 1 175 8 1 O&M

010 NO S Plaster, WHITE, , 130 SF 1 175

011 NO S Brown Coat, , , WITH HA 010 130 SF 1 175
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035 YES M Sink Insulation, BLACK, , 8 SF 1 175 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 5 SF 1 175 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 175 8 1 O&M

075 NO M Floor Tile, TAN, 12" X 12", STONE/TERRAZZO DESIGN 2 SF 1 175

076 NO M Floor Mastic, , , WITH HA 075 2 SF 1 175

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 21 SF 1 176 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 21 SF 1 176 8 1 O&M

010 NO S Plaster, WHITE, , 45 SF 1 176

011 NO S Brown Coat, , , WITH HA 010 45 SF 1 176

014 NO M Tile Grout, GRAY, , 48 SF 1 176

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 200 SF 1 177

009 NO M Carpet Mastic, , , CARPET MASTIC 200 SF 1 177

028 NO M Ceiling Tile Mastic, , , 100 SF 1 177

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 200 SF 1 178

009 NO M Carpet Mastic, , , CARPET MASTIC 200 SF 1 178

028 NO M Ceiling Tile Mastic, , , 100 SF 1 178

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 180 SF 1 179 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 180 SF 1 179

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 180 SF 1 179

028 NO M Ceiling Tile Mastic, , , 90 SF 1 179

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 1500 SF 1 180 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 1500 SF 1 180 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1500 SF 1 180

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 7 SF 1 180 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 1 180 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 60 LF 1 180

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 300 SF 1 182 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 160 SF 1 182

009 NO M Carpet Mastic, , , CARPET MASTIC 3200 SF 1 182



Page 90 of 142

Table 4-1. Data Summary Form 
School Name: Shaw JHS
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Homogeneous 
Area
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Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
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Hazard 
Ranking Response Action

010 NO S Plaster, WHITE, , 300 SF 1 182

011 NO S Brown Coat, , , WITH HA 010 300 SF 1 182

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 3 EA 1 182 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 100 SF 1 182 8 1 O&M

079 NO M
Ceiling Tile, WHITE, 2' X 4', WITH SMALL PINHOLES (FALSE DIVIDER 
AND NEW TILES) 2000 SF 1 182

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1700 SF 1 190

009 NO M Carpet Mastic, , , CARPET MASTIC 1700 SF 1 190

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 10 EA 1 190 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 15 SF 1 190 8 1 O&M

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT BLUE & DARK BLUE 
SPECKS 9 SF 1 190

069 NO M Floor Mastic, , , WITH HA 068 9 SF 1 190

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1320 SF 1 191

009 NO M Carpet Mastic, , , CARPET MASTIC 1320 SF 1 191

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 20 SF 1 191 8 1 O&M

048 NO M Floor Tile, DARK BLUE, 12" X 12", WITH WHITE SPECKS 14 SF 1 191

049 NO M Floor Mastic, , , WITH HA 048 14 SF 1 191

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT BLUE & DARK BLUE 
SPECKS 6 SF 1 191

069 NO M Floor Mastic, , , WITH HA 068 6 SF 1 191

080 NO M Floor Tile, BLUE GRAY, 12" X 12", WITH BLUE & WHITE STREAKS 2 SF 1 191

081 NO M Floor Mastic, , , WITH HA 080 2 SF 1 191

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 10000 SF 1 192

009 NO M Carpet Mastic, , , CARPET MASTIC 10440 SF 1 192

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 12 EA 1 192 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 80 SF 1 192 8 1 O&M

048 NO M Floor Tile, DARK BLUE, 12" X 12", WITH WHITE SPECKS 449 SF 1 192

049 NO M Floor Mastic, , , WITH HA 048 449 SF 1 192

053 YES M Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS 3 SF 1 192 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 3 SF 1 192 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 80 LF 1 192
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Area
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Status

Material 
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Quantity Units Floor Room Assessment 
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Ranking Response Action

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 200 SF 1 193

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 193 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 2 EA 1 198 5 3 O&M

048 NO M Floor Tile, DARK BLUE, 12" X 12", WITH WHITE SPECKS 60 SF 1 198

049 NO M Floor Mastic, , , WITH HA 048 60 SF 1 198

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 1 198 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 2 EA 1 198 8 1 O&M

080 NO M Floor Tile, BLUE GRAY, 12" X 12", WITH BLUE & WHITE STREAKS 2 SF 1 198

081 NO M Floor Mastic, , , WITH HA 080 2 SF 1 198

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 912 SF 1 100-107 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 912 SF 1 100-107 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 6 EA 1 100-107 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 40 SF 1 100-107 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 2500 SF 1 100-107 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 200 SF 1 100A

014 NO M Tile Grout, GRAY, , 25 SF 1 100B

010 NO S Plaster, WHITE, , 20 SF 1 103B

011 NO S Brown Coat, , , WITH HA 010 20 SF 1 103B

010 NO S Plaster, WHITE, , 50 SF 1 103C

011 NO S Brown Coat, , , WITH HA 010 50 SF 1 103C

014 NO M Tile Grout, GRAY, , 30 SF 1 103C

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 6 EA 1 108-114 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 30 SF 1 108-114 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 2000 SF 1 108-114 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 6 SF 1 108A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 6 SF 1 108A 8 1 O&M

014 NO M Tile Grout, GRAY, , 20 SF 1 108B

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 800 SF 1 119-131 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 800 SF 1 119-131 8 1 O&M
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007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 220 SF 1 119-131

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 10 SF 1 119-131 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 3000 SF 1 119-131 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 130 LF 1 119-131

010 NO S Plaster, WHITE, , 230 SF 1 128B

011 NO S Brown Coat, , , WITH HA 010 230 SF 1 128B

014 NO M Tile Grout, GRAY, , 130 SF 1 128B

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 26 LF 1 128B

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 1966 SF 1 142A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 1966 SF 1 142A 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 2100 SF 1 142A

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 15 SF 1 142A 8 1 O&M

050 NO M Floor Tile, TAN, 12'' x 12", WITH BROWN AND WHITE 40 SF 1 142A

051 NO M Floor Mastic, , , WITH HA 050 40 SF 1 142A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 8 EA 1 142A 8 1 O&M

062 NO M Ceiling Tile, WHITE, 2' X 4', WITH RANDOM DASHES & PINHOLES 40 SF 1 142A

063 NO M Ceiling Tile, WHITE, 2' X 4', SHORT, DEEP GOUGES & PINHOLES 40 SF 1 142A

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 130 LF 1 142A

077 YES M Window Caulk, WHITE, , 80 LF 1 142A 8 1 O&M

010 NO S Plaster, WHITE, , 300 SF 1 142B

011 NO S Brown Coat, , , WITH HA 010 300 SF 1 142B

014 NO M Tile Grout, GRAY, , 300 SF 1 142B

010 NO S Plaster, WHITE, , 200 SF 1 142C

011 NO S Brown Coat, , , WITH HA 010 200 SF 1 142C

014 NO M Tile Grout, GRAY, , 200 SF 1 142C

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 7 EA 1 142C 5 3 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 150 SF 1 142D 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 150 SF 1 142D 8 1 O&M

010 NO S Plaster, WHITE, , 150 SF 1 142D
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011 NO S Brown Coat, , , WITH HA 010 150 SF 1 142D

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 1 142D 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 8 SF 1 142D 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 130 SF 1 142E 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 130 SF 1 142E 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 130 SF 1 142E

010 NO S Plaster, WHITE, , 300 SF 1 142E

011 NO S Brown Coat, , , WITH HA 010 300 SF 1 142E

014 NO M Tile Grout, GRAY, , 340 SF 1 150B

010 NO S Plaster, WHITE, , 230 SF 1 151A

011 NO S Brown Coat, , , WITH HA 010 230 SF 1 151A

014 NO M Tile Grout, GRAY, , 230 SF 1 151A

014 NO M Tile Grout, GRAY, , 340 SF 1 151B

014 NO M Tile Grout, GRAY, , 100 SF 1 152A

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 5 EA 1 152A 1 7 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 2 SF 1 152A 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 450 SF 1 153, 153A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 450 SF 1 153, 153A

072 NO M Floor Tile, MEDIUM BLUE, 12" X 12", WITH WHITE SPECKS 8 SF 1 153A

073 NO M Floor Mastic, , , WITH HA 072 8 SF 1 153A

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 170 SF 1 154A 8 1 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 1 154A 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 2 SF 1 154A 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 100 SF 1 155A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 1 155A 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 100 SF 1 155A

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 60 SF 1 155A

014 NO M Tile Grout, GRAY, , 35 SF 1 155A TOILET

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 20 SF 1 155A TOILET
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001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 100 SF 1 155B 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 1 155B 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 50 SF 1 155B

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 5 EA 1 155B 5 3 O&M

014 NO M Tile Grout, GRAY, , 30 SF 1 155B TOILET

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 60 SF 1 155B TOILET

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 3 SF 1 155B TOILET 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 800 SF 1 155C 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 800 SF 1 155C 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 120 SF 1 155C

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 155C 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 160 SF 1 159B

009 NO M Carpet Mastic, , , CARPET MASTIC 180 SF 1 159B

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 2 EA 1 159B 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 8 SF 1 159B 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 1 159B 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 230 SF 1 159C

009 NO M Carpet Mastic, , , CARPET MASTIC 230 SF 1 159C

010 NO S Plaster, WHITE, , 230 SF 1 159C

011 NO S Brown Coat, , , WITH HA 010 230 SF 1 159C

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 20 SF 1 159C 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 159C 8 1 O&M

010 NO S Plaster, WHITE, , 320 SF 1 159D

011 NO S Brown Coat, , , WITH HA 010 320 SF 1 159D

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 990 SF 1 171A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 990 SF 1 171A 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 990 SF 1 171A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 171A 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 1 EA 1 171A 8 1 O&M
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070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 100 LF 1 171A

077 YES M Window Caulk, WHITE, , 30 LF 1 171A 8 1 O&M

010 NO S Plaster, WHITE, , 120 SF 1 171B

011 NO S Brown Coat, , , WITH HA 010 120 SF 1 171B

014 NO M Tile Grout, GRAY, , 120 SF 1 171B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 1 171B 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 60 SF 1 171C 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 60 SF 1 171C 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 490 SF 1 171C

009 NO M Carpet Mastic, , , CARPET MASTIC 430 SF 1 171C

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 30 SF 1 171C 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 171C 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 2 EA 1 171C 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 24 SF 1 171D 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 24 SF 1 171D 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 180 SF 1 171D

009 NO M Carpet Mastic, , , CARPET MASTIC 180 SF 1 171D

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 40 LF 1 171D

077 YES M Window Caulk, WHITE, , 12 LF 1 171D 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 180 SF 1 171E

009 NO M Carpet Mastic, , , CARPET MASTIC 180 SF 1 171E

010 NO S Plaster, WHITE, , 150 SF 1 180A

011 NO S Brown Coat, , , WITH HA 010 150 SF 1 180A

014 NO M Tile Grout, GRAY, , 150 SF 1 180A

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 11 EA 1 180A 1 7 Repair damaged quantity see Table 4-4

010 NO S Plaster, WHITE, , 230 SF 1 180B

011 NO S Brown Coat, , , WITH HA 010 230 SF 1 180B

014 NO M Tile Grout, GRAY, , 20 SF 1 180C

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 178 SF 1 182A 8 1 O&M



Page 96 of 142

Table 4-1. Data Summary Form 
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

006 NO M Floor Mastic, , , WITH HA 05 178 SF 1 182A

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 130 SF 1 182A

061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND PINHOLES, NEWER 
LOOKING 60 SF 1 182A

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 180 SF 1 182B 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 180 SF 1 182B

010 NO S Plaster, WHITE, , 180 SF 1 182B

011 NO S Brown Coat, , , WITH HA 010 180 SF 1 182B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 182B 8 1 O&M

010 NO S Plaster, WHITE, , 130 SF 1 182C

011 NO S Brown Coat, , , WITH HA 010 130 SF 1 182C

014 NO M Tile Grout, GRAY, , 130 SF 1 182C

014 NO M Tile Grout, GRAY, , 60 SF 1 182E

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 1 182E 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 110 SF 1 182F 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 110 SF 1 182F

035 YES M Sink Insulation, BLACK, , 8 SF 1 182F 8 1 O&M

014 NO M Tile Grout, GRAY, , 150 SF 1 182G

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 80 SF 1 182G

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 220 SF 1 182H 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 220 SF 1 182H

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 10 SF 1 182H

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 1 182H 8 1 O&M

040 NO M Sealant (General), WHITE, , ENDCAP/ JOINT SEALANT 4 SF 1 182H

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 30 SF 1 182H 8 1 O&M

095 NO T
Cementitious Material, WHITE, OD 2" - 8", CEMENTITIOUS MATERIAL - 
PIPE HANGERS 2 SF 1 182H

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 180 SF 1 182I 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 180 SF 1 182I

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT BLUE & DARK BLUE 
SPECKS 2 SF 1 182I

069 NO M Floor Mastic, , , WITH HA 068 2 SF 1 182I
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005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 15 SF 1 182J 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 15 SF 1 182J

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 5 SF 1 182J 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 12 SF 1 182K 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 12 SF 1 182K 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 140 SF 1 182K 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 140 SF 1 182K 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 10 SF 1 182K 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 10 SF 1 182K

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 15 SF 1 182K 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 30 SF 1 182L 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 30 SF 1 182L

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 5 SF 1 182L 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 100 SF 1 190A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 100 SF 1 190A 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 30 LF 1 190A

077 YES M Window Caulk, WHITE, , 15 LF 1 190A 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 240 SF 1 190D 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 240 SF 1 190D 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 12 EA 1 190D 5 3 O&M

010 NO S Plaster, WHITE, , 50 SF 1 190E

011 NO S Brown Coat, , , WITH HA 010 50 SF 1 190E

014 NO M Tile Grout, GRAY, , 50 SF 1 190E

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 720 SF 1 192A

009 NO M Carpet Mastic, , , CARPET MASTIC 720 SF 1 192A

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 6 EA 1 192A 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 3 SF 1 192A 8 1 O&M

045 YES M Transite Panels, WHITE, , TRANSITE PEG BOARD 24 SF 1 192A 4 6 Repair damaged quantity see Table 4-4

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA 1 192A 8 1 O&M
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Quantity Units Floor Room Assessment 
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007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 720 SF 1 192B

009 NO M Carpet Mastic, , , CARPET MASTIC 720 SF 1 192B

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 12 EA 1 192B 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 15 SF 1 192B 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 440 SF 1 192D

009 NO M Carpet Mastic, , , CARPET MASTIC 700 SF 1 192D

010 NO S Plaster, WHITE, , 150 SF 1 192D

011 NO S Brown Coat, , , WITH HA 010 150 SF 1 192D

038 NO M Baseboard Mastic, BROWN, , 40 LF 1 192D

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 190 SF 1 192D, 192E

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 400 SF 1 192E 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 400 SF 1 192E 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 16 EA 1 192E 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 5 SF 1 192E 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 200 SF 1 192E 8 1 O&M

053 YES M Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS 273 SF 1 192G 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 273 SF 1 192G 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 6 EA 1 192G 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 30 LF 1 192G

097 NO M
Baseboard Mastic, BROWN, , BASEBOARD MASTIC ASSOCIATED W/ 
CABINETS 30 SF 1 304 HEALTH SECT. OFFICE

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 280 SF 1 AUDITORIUM PROJECTION ROOM

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 280 SF 1 AUDITORIUM PROJECTION ROOM/OFFICE 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 280 SF 1 AUDITORIUM PROJECTION ROOM/OFFICE

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 806 SF 1 COMPUTER ROOM 148

038 NO M Baseboard Mastic, BROWN, , 10 LF 1 COMPUTER ROOM 148

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 780 SF 1 COMPUTER ROOM 150

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 2 SF 1 DAY CARE 8 1 O&M

077 YES M Window Caulk, WHITE, , 20 LF 1 DAY CARE 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 1500 SF 1 DAY CARE HALL 8 1 O&M
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002 YES M Floor Mastic, , , WITH HA 01 1500 SF 1 DAY CARE HALL 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1500 SF 1 DAY CARE HALL

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 4 EA 1 DAY CARE HALL 5 3 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 100 LF 1 DAY CARE HALL

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 20 SF 1 ELEVATOR 8 1 Remove/Replace damaged quantity see Table 4-4

004 YES M Floor Mastic, , , WITH HA 03 20 SF 1 ELEVATOR 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 320 SF 1 POOL ROOM 1

030 ASSUMED M Fire Doors, , , FIREDOOR 4 EA 1 STAIR 1 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 120 SF 2 220 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 120 SF 2 220 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 1000 SF 2 220

018 NO M Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY MARKS 3 SF 2 220

019 YES M Floor Mastic, , , WITH HA 18 3 SF 2 220 8 1 O&M

075 NO M Floor Tile, TAN, 12" X 12", STONE/TERRAZZO DESIGN 5 SF 2 220

076 NO M Floor Mastic, , , WITH HA 075 5 SF 2 220

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 100 SF 2 238 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 100 SF 2 238 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 3 SF 2 238 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 80 SF 2 239 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 80 SF 2 239 8 1 O&M

035 YES M Sink Insulation, BLACK, , 4 SF 2 239 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 3 SF 2 239 8 1 O&M

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 300 SF 2 240

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT BLUE & DARK BLUE 
SPECKS 15 SF 2 240

069 NO M Floor Mastic, , , WITH HA 068 15 SF 2 240

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 160 LF 2 240

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 20 SF 2 242 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 320 SF 2 244

009 NO M Carpet Mastic, , , CARPET MASTIC 340 SF 2 244
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042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 70 SF 2 244 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 15240 SF 2 245

009 NO M Carpet Mastic, , , CARPET MASTIC 15240 SF 2 245

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 120 SF 2 245 8 1 O&M

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 300 SF 2 245

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 260 LF 2 245

077 YES M Window Caulk, WHITE, , 60 LF 2 245 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 70 SF 2 246 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 70 SF 2 246 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 60 SF 2 248 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 60 SF 2 248 8 1 O&M

035 YES M Sink Insulation, BLACK, , 4 SF 2 248 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 10 SF 2 248 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 1000 SF 2 250

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 500 SF 2 250

075 NO M Floor Tile, TAN, 12" X 12", STONE/TERRAZZO DESIGN 3 SF 2 250

076 NO M Floor Mastic, , , WITH HA 075 3 SF 2 250

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 120 SF 2 261 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 120 SF 2 261

035 YES M Sink Insulation, BLACK, , 4 SF 2 261 8 1 O&M

038 NO M Baseboard Mastic, BROWN, , 20 LF 2 261

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 261 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 175 SF 2 262 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 175 SF 2 262

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA 2 262 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 120 SF 2 280

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 2200 SF 2 280

009 NO M Carpet Mastic, , , CARPET MASTIC 2209 SF 2 280

080 NO M Floor Tile, BLUE GRAY, 12" X 12", WITH BLUE & WHITE STREAKS 2 SF 2 280
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081 NO M Floor Mastic, , , WITH HA 080 2 SF 2 280

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 240 SF 2 1900

028 NO M Ceiling Tile Mastic, , , 120 SF 2 190D

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 500 SF 2 211 AREA

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 500 SF 2 211 AREA 8 1 O&M

077 YES M Window Caulk, WHITE, , 300 LF 2 211 AREA 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 1800 SF 2 217, 219 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 1800 SF 2 217, 219 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1800 SF 2 217, 219

038 NO M Baseboard Mastic, BROWN, , 250 LF 2 217, 219

083 YES M Transite Panels, GRAY, , IN LAB HOODS 40 SF 2 217, 219 8 1 O&M

087 YES M
Transite Panels, GRAY, , TRANSITE PANEL - COUNTERTOP UNDER 
FUME HOOD 40 SF 2 217, 219 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 1000 SF 2 220 OFFICES 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1500 SF 2 240 EAST

009 NO M Carpet Mastic, , , CARPET MASTIC 1500 SF 2 240 EAST

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 100 SF 2 240 EAST 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 400 SF 2 240 EAST 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 3500 SF 2 240 OFFICES 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 60 SF 2 240 WEST 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 600 SF 2 240 WEST 8 1 O&M

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 2000 SF 2 240 WEST, 211 AREA

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 1200 LF 2 240 WEST, 211 AREA

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 90 SF 2 240A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 90 SF 2 240A 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 240A 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 90 SF 2 240B 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 90 SF 2 240B 8 1 O&M

010 NO S Plaster, WHITE, , 90 SF 2 240B

011 NO S Brown Coat, , , WITH HA 010 90 SF 2 240B
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055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 240B 8 1 O&M

010 NO S Plaster, WHITE, , 36 SF 2 240C

011 NO S Brown Coat, , , WITH HA 010 36 SF 2 240C

014 NO M Tile Grout, GRAY, , 36 SF 2 240C

010 NO S Plaster, WHITE, , 230 SF 2 240D

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 240D

014 NO M Tile Grout, GRAY, , 230 SF 2 240D

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 10 EA 2 240D 5 3 O&M

010 NO S Plaster, WHITE, , 60 SF 2 240E

011 NO S Brown Coat, , , WITH HA 010 60 SF 2 240E

014 NO M Tile Grout, GRAY, , 60 SF 2 240E

010 NO S Plaster, WHITE, , 30 SF 2 240F

011 NO S Brown Coat, , , WITH HA 010 30 SF 2 240F

014 NO M Tile Grout, GRAY, , 30 SF 2 240F

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 80 SF 2 240G 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 80 SF 2 240G 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 300 SF 2 240G

010 NO S Plaster, WHITE, , 80 SF 2 240G

011 NO S Brown Coat, , , WITH HA 010 80 SF 2 240G

028 NO M Ceiling Tile Mastic, , , 150 SF 2 240G

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 120 SF 2 240G

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 50 LF 2 240H

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 484 SF 2 240H STORAGE VAULT 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 484 SF 2 240H STORAGE VAULT 8 1 O&M

010 NO S Plaster, WHITE, , 484 SF 2 240H STORAGE VAULT

011 NO S Brown Coat, , , WITH HA 010 484 SF 2 240H STORAGE VAULT

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 2 240H STORAGE VAULT 8 1 O&M

077 YES M Window Caulk, WHITE, , 20 LF 2 240H STORAGE VAULT 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 120 SF 2 240I 8 1 O&M
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004 YES M Floor Mastic, , , WITH HA 03 120 SF 2 240I 8 1 O&M

010 NO S Plaster, WHITE, , 120 SF 2 240I

011 NO S Brown Coat, , , WITH HA 010 120 SF 2 240I

035 YES M Sink Insulation, BLACK, , 8 SF 2 240I 8 1 O&M

010 NO S Plaster, WHITE, , 230 SF 2 240J

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 240J

014 NO M Tile Grout, GRAY, , 230 SF 2 240J

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 320 SF 2 240Z

009 NO M Carpet Mastic, , , CARPET MASTIC 340 SF 2 240Z

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 80 SF 2 245 OFFICES 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 3500 SF 2 245 OFFICES 8 1 O&M

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 300 SF 2 245 OFFICES

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 100 SF 2 245A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 2 245A 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF 2 245A

011 NO S Brown Coat, , , WITH HA 010 100 SF 2 245A

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 2 245A 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 100 SF 2 245B 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 2 245B 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF 2 245B

011 NO S Brown Coat, , , WITH HA 010 100 SF 2 245B

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA 2 245B 8 1 O&M

010 NO S Plaster, WHITE, , 36 SF 2 245C

011 NO S Brown Coat, , , WITH HA 010 36 SF 2 245C

014 NO M Tile Grout, GRAY, , 36 SF 2 245C

010 NO S Plaster, WHITE, , 230 SF 2 245D

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 245D

014 NO M Tile Grout, GRAY, , 230 SF 2 245D

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 14 EA 2 245D 5 3 O&M
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070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 30 LF 2 245D

077 YES M Window Caulk, WHITE, , 20 LF 2 245D 8 1 O&M

010 NO S Plaster, WHITE, , 60 SF 2 245E

011 NO S Brown Coat, , , WITH HA 010 60 SF 2 245E

014 NO M Tile Grout, GRAY, , 60 SF 2 245E

010 NO S Plaster, WHITE, , 30 SF 2 245F

011 NO S Brown Coat, , , WITH HA 010 30 SF 2 245F

014 NO M Tile Grout, GRAY, , 30 SF 2 245F

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 100 SF 2 245G 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF 2 245G 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 300 SF 2 245G

010 NO S Plaster, WHITE, , 120 SF 2 245G

011 NO S Brown Coat, , , WITH HA 010 120 SF 2 245G

028 NO M Ceiling Tile Mastic, , , 150 SF 2 245G

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 120 SF 2 245G

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 350 SF 2 245H 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 350 SF 2 245H 8 1 O&M

010 NO S Plaster, WHITE, , 484 SF 2 245H

011 NO S Brown Coat, , , WITH HA 010 484 SF 2 245H

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 2 245H 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 50 LF 2 245H

077 YES M Window Caulk, WHITE, , 20 LF 2 245H 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 484 SF 2 245H STORAGE VAULT 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 484 SF 2 245H STORAGE VAULT 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 2 245H STORAGE VAULT 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 120 SF 2 245I 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 120 SF 2 245I 8 1 O&M

010 NO S Plaster, WHITE, , 120 SF 2 245I

011 NO S Brown Coat, , , WITH HA 010 120 SF 2 245I



Page 105 of 142

Table 4-1. Data Summary Form 
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

035 YES M Sink Insulation, BLACK, , 8 SF 2 245I 8 1 O&M

010 NO S Plaster, WHITE, , 230 SF 2 245J

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 245J

014 NO M Tile Grout, GRAY, , 230 SF 2 245J

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 12 EA 2 245J 1 7 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 245J 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 120 SF 2 245K

009 NO M Carpet Mastic, , , CARPET MASTIC 140 SF 2 245K

035 YES M Sink Insulation, BLACK, , 4 SF 2 245Z 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 1800 SF 2 247, 249 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 1800 SF 2 247, 249 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1800 SF 2 247, 249

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 120 SF 2 247, 249 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 160 LF 2 247, 249

077 YES M Window Caulk, WHITE, , 80 LF 2 247, 249 8 1 O&M

083 YES M Transite Panels, GRAY, , IN LAB HOODS 40 SF 2 247, 249 8 1 O&M

087 YES M
Transite Panels, GRAY, , TRANSITE PANEL - COUNTERTOP UNDER 
FUME HOOD 40 SF 2 247, 249 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 160 SF 2 250 MEZZ 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 160 SF 2 250 MEZZ 8 1 O&M

018 NO M Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY MARKS 10 SF 2 250 MEZZ

019 YES M Floor Mastic, , , WITH HA 18 10 SF 2 250 MEZZ 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 6 EA 2 250 MEZZ 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 100 SF 2 250 MEZZ 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 350 SF 2 250 OFFICES

009 NO M Carpet Mastic, , , CARPET MASTIC 370 SF 2 250 OFFICES

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 2000 SF 2 250 OFFICES 8 1 O&M

010 NO S Plaster, WHITE, , 60 SF 2 250A

011 NO S Brown Coat, , , WITH HA 010 60 SF 2 250A

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 15240 SF 2 260 AREA
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008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 800 SF 2 260 AREA

009 NO M Carpet Mastic, , , CARPET MASTIC 15240 SF 2 260 AREA

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 1 EA 2 260 AREA 5 3 O&M

028 NO M Ceiling Tile Mastic, , , 400 SF 2 260 AREA

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 500 SF 2 260 AREA 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 600 SF 2 260 AREA 8 1 O&M

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 2000 SF 2 260 AREA

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT BLUE & DARK BLUE 
SPECKS 40 SF 2 260 AREA

069 NO M Floor Mastic, , , WITH HA 068 40 SF 2 260 AREA

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 1200 LF 2 260 AREA

077 YES M Window Caulk, WHITE, , 300 LF 2 260 AREA 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 90 SF 2 260A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 90 SF 2 260A

010 NO S Plaster, WHITE, , 90 SF 2 260A

011 NO S Brown Coat, , , WITH HA 010 90 SF 2 260A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 260A 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 90 SF 2 260B 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 90 SF 2 260B

010 NO S Plaster, WHITE, , 90 SF 2 260B

011 NO S Brown Coat, , , WITH HA 010 90 SF 2 260B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA 2 260B 8 1 O&M

010 NO S Plaster, WHITE, , 36 SF 2 260C

011 NO S Brown Coat, , , WITH HA 010 36 SF 2 260C

014 NO M Tile Grout, GRAY, , 36 SF 2 260C

010 NO S Plaster, WHITE, , 230 SF 2 260D

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 260D

014 NO M Tile Grout, GRAY, , 230 SF 2 260D

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 40 SF 2 260D

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 10 EA 2 260D 1 7 O&M
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 30 LF 2 260D

077 YES M Window Caulk, WHITE, , 20 LF 2 260D 8 1 O&M

010 NO S Plaster, WHITE, , 60 SF 2 260E

011 NO S Brown Coat, , , WITH HA 010 60 SF 2 260E

014 NO M Tile Grout, GRAY, , 60 SF 2 260E

010 NO S Plaster, WHITE, , 30 SF 2 260F

011 NO S Brown Coat, , , WITH HA 010 30 SF 2 260F

014 NO M Tile Grout, GRAY, , 30 SF 2 260F

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 90 SF 2 260G 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 90 SF 2 260G

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 300 SF 2 260G

010 NO S Plaster, WHITE, , 90 SF 2 260G

011 NO S Brown Coat, , , WITH HA 010 90 SF 2 260G

028 NO M Ceiling Tile Mastic, , , 150 SF 2 260G

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 120 SF 2 260G

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 480 SF 2 260H 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 480 SF 2 260H

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA 2 260H 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 120 SF 2 260I 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 120 SF 2 260I

010 NO S Plaster, WHITE, , 120 SF 2 260I

011 NO S Brown Coat, , , WITH HA 010 120 SF 2 260I

035 YES M Sink Insulation, BLACK, , 8 SF 2 260I 8 1 O&M

038 NO M Baseboard Mastic, BROWN, , 30 LF 2 260I

086 NO M Caulk, WHITE, , CAULK AROUND DOOR 20 LF 2 260I

010 NO S Plaster, WHITE, , 230 SF 2 260J

011 NO S Brown Coat, , , WITH HA 010 230 SF 2 260J

014 NO M Tile Grout, GRAY, , 230 SF 2 260J

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 14 EA 2 260J 5 3 O&M
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

010 NO S Plaster, WHITE, , 220 SF 2 260K

011 NO S Brown Coat, , , WITH HA 010 220 SF 2 260K

044 NO S Plaster, , WHITE, PLASTER PATCH 5 SF 2 260K

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 320 SF 2 260Z

009 NO M Carpet Mastic, , , CARPET MASTIC 320 SF 2 260Z

034 NO M Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES 14 SF 2 260Z

035 YES M Sink Insulation, BLACK, , 4 SF 2 260Z 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 20 SF 2 260Z 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 1800 SF 2 273, 275 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 1800 SF 2 273, 275

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1800 SF 2 273, 275

083 YES M Transite Panels, GRAY, , IN LAB HOODS 40 SF 2 273, 275 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 120 SF 2 280 MEZZ 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 400 SF 2 280 OFFICES

009 NO M Carpet Mastic, , , CARPET MASTIC 400 SF 2 280 OFFICES

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 1000 SF 2 280 OFFICES 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 250 SF 2 HALL BY 247, 249 8 1 O&M

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 300 SF 2 HALL BY 247, 249

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 160 LF 2 HALL BY 247, 249

077 YES M Window Caulk, WHITE, , 20 LF 2 HALL BY 247, 249 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 800 SF 2 UNDER 250 MEZZ

028 NO M Ceiling Tile Mastic, , , 400 SF 2 UNDER 250 MEZZ

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 226 SF 2-R STAIR 2 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 226 SF 2-R STAIR 2 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 120 SF 2-R STAIR 3 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 120 SF 2-R STAIR 3 8 1 O&M

040 NO M Sealant (General), WHITE, , ENDCAP/ JOINT SEALANT 40 SF B 90 BOILER ROOM

041 NO T Breeching, LIGHT GRAY, , BOILER BREECHING 800 SF B BOILER ROOM

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 300 SF G 01 8 1 O&M
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Area
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Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
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Ranking Response Action

004 YES M Floor Mastic, , , WITH HA 03 300 SF G 01 8 1 O&M

010 NO S Plaster, WHITE, , 250 SF G 1

011 NO S Brown Coat, , , WITH HA 010 250 SF G 1

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 80 EA G 01 1 7 O&M

034 NO M Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES 7000 SF G 1

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 60 SF G 01 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 100 LF G 01

077 YES M Window Caulk, WHITE, , 60 LF G 01 8 1 O&M

010 NO S Plaster, WHITE, , 150 SF G 02

011 NO S Brown Coat, , , WITH HA 010 150 SF G 02

014 NO M Tile Grout, GRAY, , 30 SF G 02

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 400 SF G 03

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 18 EA G 03 1 7 O&M

062 NO M Ceiling Tile, WHITE, 2' X 4', WITH RANDOM DASHES & PINHOLES 16 SF G 03

014 NO M Tile Grout, GRAY, , 160 SF G 04

014 NO M Tile Grout, GRAY, , 300 SF G 06

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 06 8 1 O&M

014 NO M Tile Grout, GRAY, , 30 SF G 07

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 07 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 500 SF G 08 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 500 SF G 08 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 20 SF G 08 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 20 SF G 08 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 19 EA G 08 5 3 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 400 SF G 11

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 30 EA G 11 5 3 O&M

035 YES M Sink Insulation, BLACK, , 4 SF G 11 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 150 SF G 11 8 1 O&M

095 NO T
Cementitious Material, WHITE, OD 2" - 8", CEMENTITIOUS MATERIAL - 
PIPE HANGERS 10 SF G 11
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Table 4-1. Data Summary Form 
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 2000 SF G 20 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 2000 SF G 20

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 5000 SF G 20

009 NO M Carpet Mastic, , , CARPET MASTIC 2000 SF G 20

010 NO S Plaster, WHITE, , 800 SF G 20

011 NO S Brown Coat, , , WITH HA 010 800 SF G 20

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 15 EA G 20 1 7 O&M

035 YES M Sink Insulation, BLACK, , 60 SF G 20 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 300 SF G 20 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 2500 SF G 20 8 1 O&M

093 NO M
Floor Tile, BLUE, 12" x 12", FLOOR TILE - WITH BLUE (DARK AND LIGHT)  
SPECKS 2400 SF G 20

094 NO M Floor Mastic, YELLOW, , FLOOR MASTIC - ASSOCIATED WITH HA # 093 2400 SF G 20

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 500 SF G 21 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 500 SF G 21

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 11 EA G 21 1 7 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 40 SF G 21 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 4 EA G 21 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 400 SF G 22 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 400 SF G 22

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 6 SF G 22 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 1 EA G 22 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 450 SF G 24

009 NO M Carpet Mastic, , , CARPET MASTIC 450 SF G 24

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 30 SF G 24 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 1600 SF G 25 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 1600 SF G 25

010 NO S Plaster, WHITE, , 1600 SF G 25

011 NO S Brown Coat, , , WITH HA 010 1600 SF G 25

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 400 SF G 25
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Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 12 EA G 25 5 3 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 25 8 1 O&M

010 NO S Plaster, WHITE, , 30 SF G 30

011 NO S Brown Coat, , , WITH HA 010 30 SF G 30

014 NO M Tile Grout, GRAY, , 30 SF G 30

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 10 SF G 31 8 1 O&M

010 NO S Plaster, WHITE, , 260 SF G 31

011 NO S Brown Coat, , , WITH HA 010 260 SF G 31

014 NO M Tile Grout, GRAY, , 220 SF G 31

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 12 EA G 31 5 3 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 440 SF G 32

009 NO M Carpet Mastic, , , CARPET MASTIC 470 SF G 32

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 1500 SF G 32

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 1200 SF G 33

009 NO M Carpet Mastic, , , CARPET MASTIC 1200 SF G 33

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 1800 SF G 33

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 1200 SF G 34

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 40 SF G 35 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 40 SF G 35 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 10 SF G 35 8 1 O&M

010 NO S Plaster, WHITE, , 260 SF G 35

011 NO S Brown Coat, , , WITH HA 010 260 SF G 35

014 NO M Tile Grout, GRAY, , 220 SF G 35

010 NO S Plaster, WHITE, , 30 SF G 36

011 NO S Brown Coat, , , WITH HA 010 30 SF G 36

014 NO M Tile Grout, GRAY, , 30 SF G 36

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 3300 SF G 37

010 NO S Plaster, WHITE, , 400 SF G 37

011 NO S Brown Coat, , , WITH HA 010 400 SF G 37
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Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
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Hazard 
Ranking Response Action

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 12 EA G 37 1 7 O&M

034 NO M Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES 70 SF G 37

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 150 SF G 37 8 1 O&M

046 NO M Transite Panels, BLACK, , LAB SINK 16 SF G 37

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G 37 8 1 O&M

010 NO S Plaster, WHITE, , 30 SF G 39

011 NO S Brown Coat, , , WITH HA 010 30 SF G 39

014 NO M Tile Grout, GRAY, , 30 SF G 39

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 110 SF G 41 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 110 SF G 41 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 110 SF G 41

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 100 SF G 42 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 100 SF G 42 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 100 SF G 42

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 200 SF G 43 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF G 43 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 43 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 210 SF G 44 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 210 SF G 44 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 210 SF G 44

028 NO M Ceiling Tile Mastic, , , 105 SF G 44

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 120 SF G 45 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 120 SF G 45 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 120 SF G 45

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 400 SF G 47

009 NO M Carpet Mastic, , , CARPET MASTIC 400 SF G 47

061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND PINHOLES, NEWER 
LOOKING 16 SF G 47

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 1950 SF G 50 8 1 Repair damaged quantity see Table 4-4

004 YES M Floor Mastic, , , WITH HA 03 1950 SF G 50 8 1 O&M
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007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 3900 SF G 50

016 YES M Floor Tile, ORANGE, 12" X 12", WITH WHITE FLECKS 1950 SF G 50 8 1 O&M

017 YES M Floor Mastic, , , WITH HA 16 1950 SF G 50 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 57 EA G 50 8 1 O&M

062 NO M Ceiling Tile, WHITE, 2' X 4', WITH RANDOM DASHES & PINHOLES 8 SF G 50

063 NO M Ceiling Tile, WHITE, 2' X 4', SHORT, DEEP GOUGES & PINHOLES 8 SF G 50

095 NO T
Cementitious Material, WHITE, OD 2" - 8", CEMENTITIOUS MATERIAL - 
PIPE HANGERS 30 SF G 50

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 14 EA G 51 8 1 O&M

033 NO M
Ceiling Tile, WHITE, 1' X 1', WITH SMALL GOUGES AND SMALL 
PINHOLES 4400 SF G 51

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 51 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 200 SF G 51 8 1 O&M

059 NO M Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA TILES 4500 SF G 51

061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND PINHOLES, NEWER 
LOOKING 65 SF G 51

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 460 SF G 52 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 460 SF G 52 8 1 O&M

010 NO S Plaster, WHITE, , 860 SF G 52

011 NO S Brown Coat, , , WITH HA 010 860 SF G 52

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 2 EA G 52 8 1 O&M

059 NO M Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA TILES 120 SF G 53

010 NO S Plaster, WHITE, , 420 SF G 54

011 NO S Brown Coat, , , WITH HA 010 420 SF G 54

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 10 SF G 54

030 ASSUMED M Fire Doors, , , FIREDOOR 4 EA G 54 8 1 O&M

050 NO M Floor Tile, TAN, 12'' x 12", WITH BROWN AND WHITE 420 SF G 54

051 NO M Floor Mastic, , , WITH HA 050 420 SF G 54

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 170 SF G 55 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 170 SF G 55 8 1 O&M

010 NO S Plaster, WHITE, , 170 SF G 55

011 NO S Brown Coat, , , WITH HA 010 170 SF G 55
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027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 7 EA G 55 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 55 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF G 56

011 NO S Brown Coat, , , WITH HA 010 100 SF G 56

014 NO M Tile Grout, GRAY, , 100 SF G 56

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 7 EA G 56 5 3 O&M

010 NO S Plaster, WHITE, , 80 SF G 57

011 NO S Brown Coat, , , WITH HA 010 80 SF G 57

014 NO M Tile Grout, GRAY, , 80 SF G 57

040 NO M Sealant (General), WHITE, , ENDCAP/ JOINT SEALANT 20 SF G 60

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 150 SF G 83 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 150 SF G 83 8 1 O&M

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 1300 SF G 83

010 NO S Plaster, WHITE, , 800 SF G 83

011 NO S Brown Coat, , , WITH HA 010 800 SF G 83

018 NO M Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY MARKS 1000 SF G 83

019 YES M Floor Mastic, , , WITH HA 18 1000 SF G 83 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 37 EA G 83 5 3 O&M

034 NO M Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES 48 SF G 83

050 NO M Floor Tile, TAN, 12'' x 12", WITH BROWN AND WHITE 4 SF G 83

051 NO M Floor Mastic, , , WITH HA 050 4 SF G 83

095 NO T
Cementitious Material, WHITE, OD 2" - 8", CEMENTITIOUS MATERIAL - 
PIPE HANGERS 20 SF G 83

015 NO T Cementitious Fitting, , , BOILER ROOM 5 EA G 90

024 NO T Tank Insulation, , , 120 SF G 90

025 YES T Pipe Insulation, , , 40 LF G 90 5 3 O&M

058 NO T Cementitious Material, TAN, , 2" THICK BOILER DOOR LINING 60 SF G 90

060 NO T Cementitious Fitting, WHITE, 12"-18" OD, WITH MAG PIPE 13 EA G 90

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 40 SF G 01A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 40 SF G 01A 8 1 O&M



Page 115 of 142

Table 4-1. Data Summary Form 
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area

Asbestos 
Status

Material 
Type Material Description Room 

Quantity Units Floor Room Assessment 
Category

Hazard 
Ranking Response Action

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 10 EA G 01A 5 3 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 01A 8 1 O&M

020 NO T Breeching, , , INSULATION 10 SF G 01B

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 10 EA G 01B 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 10 SF G 01B 8 1 O&M

014 NO M Tile Grout, GRAY, , 100 SF G 01C

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 12 EA G 01C 1 7 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 4 EA G 01D 5 3 O&M

014 NO M Tile Grout, GRAY, , 100 SF G 01E

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 5 EA G 01E 5 3 O&M

014 NO M Tile Grout, GRAY, , 70 SF G 01F

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 20 EA G 01F 5 3 O&M

010 NO S Plaster, WHITE, , 80 SF G 02A

011 NO S Brown Coat, , , WITH HA 010 80 SF G 02A

014 NO M Tile Grout, GRAY, , 80 SF G 02A

014 NO M Tile Grout, GRAY, , 700 SF G 03 SHOWERS

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 37 EA G 03 SHOWERS 5 3 O&M

014 NO M Tile Grout, GRAY, , 700 SF G 05 SHOWERS

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 40 EA G 05 SHOWERS 1 7 O&M

039 NO M Ceiling Tile, WHITE, , PLAIN 5210 SF G 1 (POOL ROOM)

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 9962 SF G 11, 11C 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 9962 SF G 11, 11C 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 500 SF G 11, 11C 8 1 O&M

085 NO M Wall Board, WHITE, 4' x 8', WALLBOARD 470 SF G 11, 11C

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 6000 SF G 11, 18B

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 250 SF G 11, 18B

012 NO M Floor Tile, WHITE, 12 X 12, WITH GREEN STREAKS 10000 SF G 11, 18B

013 YES M Floor Mastic, BLACK, , WITH HA 012 10000 SF G 11, 18B 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 80 EA G 11, 18B 1 7 O&M
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028 NO M Ceiling Tile Mastic, , , 125 SF G 11, 18B

034 NO M Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES 4000 SF G 11, 18B

068 NO M
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT BLUE & DARK BLUE 
SPECKS 15 SF G 11, 18B

069 NO M Floor Mastic, , , WITH HA 068 15 SF G 11, 18B

095 NO T
Cementitious Material, WHITE, OD 2" - 8", CEMENTITIOUS MATERIAL - 
PIPE HANGERS 45 SF G 11, 18B

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 120 SF G 11D 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 120 SF G 11D 8 1 O&M

012 NO M Floor Tile, WHITE, 12 X 12, WITH GREEN STREAKS 200 SF G 11D

013 YES M Floor Mastic, BLACK, , WITH HA 012 200 SF G 11D 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 10 SF G 11D 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 11D 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 200 SF G 11E 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 200 SF G 11E 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 400 SF G 11F 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 400 SF G 11F 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 4 EA G 11F 5 3 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 11F 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 5 SF G 11F 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 15 SF G 11G 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 15 SF G 11G 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 11G 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 200 SF G 11H 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 200 SF G 11H 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 11H 8 1 O&M

014 NO M Tile Grout, GRAY, , 120 SF G 11L

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 6 EA G 11L 5 3 O&M

014 NO M Tile Grout, GRAY, , 20 SF G 18A

014 NO M Tile Grout, GRAY, , 25 SF G 20 TEACHERS RESTROOM

064 NO M Tile Grout, WHITE, 4" X 4", WITH CERAMIC WALL TILES 20 SF G 20 TEACHERS RESTROOM
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006 NO M Floor Mastic, , , WITH HA 05 400 SF G 20A

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 400 SF G 20A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 20A 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 110 SF G 20B 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 110 SF G 20B

010 NO S Plaster, WHITE, , 200 SF G 20B

011 NO S Brown Coat, , , WITH HA 010 200 SF G 20B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 20B 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 160 SF G 20D 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 160 SF G 20D

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 20D 8 1 O&M

047 ASSUMED M Virginia Wall Panels, PAINTED, , VIRIGINIA PANEL 400 SF G 21-22 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 200 SF G 21A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 200 SF G 21A

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA G 21A 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 200 SF G 22A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 200 SF G 22A

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 7 EA G 22A 5 3 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 10 SF G 22A 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G 22A 8 1 O&M

010 NO S Plaster, WHITE, , 100 SF G 24 VAULT

011 NO S Brown Coat, , , WITH HA 010 100 SF G 24 VAULT

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 24 VAULT 8 1 O&M

053 YES M Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS 100 SF G 24 VAULT 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 100 SF G 24 VAULT 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 60 SF G 32A 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 60 SF G 32A 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 60 SF G 32A 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 6 EA G 32A 5 3 O&M
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055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 32A 8 1 O&M

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 100 SF G 33A 8 1 O&M

006 NO M Floor Mastic, , , WITH HA 05 100 SF G 33A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 33A 8 1 O&M

010 NO S Plaster, WHITE, , 45 SF G 35A

011 NO S Brown Coat, , , WITH HA 010 45 SF G 35A

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 150 SF G 35A

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 3294 SF G 37, 37B 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 3294 SF G 37, 37B 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 200 SF G 37A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF G 37A 8 1 O&M

010 NO S Plaster, WHITE, , 250 SF G 37A

011 NO S Brown Coat, , , WITH HA 010 250 SF G 37A

040 NO M Sealant (General), WHITE, , ENDCAP/ JOINT SEALANT 1 SF G 37A

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 37A 8 1 O&M

010 NO S Plaster, WHITE, , 300 SF G 37B

011 NO S Brown Coat, , , WITH HA 010 300 SF G 37B

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 37B 8 1 O&M

010 NO S Plaster, WHITE, , 35 SF G 37D

011 NO S Brown Coat, , , WITH HA 010 35 SF G 37D

014 NO M Tile Grout, GRAY, , 35 SF G 37D

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 950 SF G 37D

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 200 SF G 44A 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF G 44A 8 1 O&M

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 200 SF G 44B 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 200 SF G 44B 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 9 EA G 50A 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 50A 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 150 SF G 50C 8 1 O&M
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004 YES M Floor Mastic, , , WITH HA 03 150 SF G 50C 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 4 EA G 50C 5 3 O&M

059 NO M Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA TILES 80 SF G 51A

014 NO M Tile Grout, GRAY, , 12 SF G 57B

059 NO M Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA TILES 200 SF G 58, 58A

001 YES M
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS 5500 SF G 80, 87, 18 MAIN HALL 8 1 O&M

002 YES M Floor Mastic, , , WITH HA 01 5500 SF G 80, 87, 18 MAIN HALL 8 1 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 97 EA G 80, 87, 18 MAIN HALL 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 112 SF G 80, 87, 18 MAIN HALL 8 1 O&M

095 NO T
Cementitious Material, WHITE, OD 2" - 8", CEMENTITIOUS MATERIAL - 
PIPE HANGERS 50 SF G 80, 87, 18 MAIN HALL

007 NO M Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL PINHOLES 600 SF G 80A

009 NO M Carpet Mastic, , , CARPET MASTIC 600 SF G 80A

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 10 SF G 80A 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 1 EA G 80A 8 1 O&M

053 YES M Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS 6 SF G 80A CLOSET 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 6 SF G 80A CLOSET 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 80B 8 1 O&M

053 YES M Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS 220 SF G 80B 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 220 SF G 80B 8 1 O&M

042 YES M
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE SEAM 
SEALANT 10 SF G 80C 8 1 O&M

053 YES M Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS 150 SF G 80C 8 1 O&M

054 YES M Floor Mastic, , , WITH HA 053 150 SF G 80C 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G 80C 8 1 O&M

010 NO S Plaster, WHITE, , 230 SF G 80D

011 NO S Brown Coat, , , WITH HA 010 230 SF G 80D

014 NO M Tile Grout, GRAY, , 120 SF G 80D

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 10 EA G 80D 5 3 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 1 EA G 80D 8 1 O&M

014 NO M Tile Grout, GRAY, , 200 SF G 83A
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003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 140 SF G 90A/B 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 140 SF G 90A/B 8 1 O&M

010 NO S Plaster, WHITE, , 140 SF G 90A/B

011 NO S Brown Coat, , , WITH HA 010 140 SF G 90A/B

010 NO S Plaster, WHITE, , 35 SF G 90C

011 NO S Brown Coat, , , WITH HA 010 35 SF G 90C

014 NO M Tile Grout, GRAY, , 70 SF G 90C

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 450 SF G 90D 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 450 SF G 90D 8 1 O&M

010 NO S Plaster, WHITE, , 450 SF G 90D

011 NO S Brown Coat, , , WITH HA 010 450 SF G 90D

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 6 EA G 90D 5 3 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 90D 8 1 O&M

010 NO S Plaster, WHITE, , 200 SF G 90E

011 NO S Brown Coat, , , WITH HA 010 200 SF G 90E

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 90E 8 1 O&M

010 NO S Plaster, WHITE, , 150 SF G 90F

011 NO S Brown Coat, , , WITH HA 010 150 SF G 90F

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 90F 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 1 EA G 90F 8 1 O&M

010 NO S Plaster, WHITE, , 70 SF G 90G

011 NO S Brown Coat, , , WITH HA 010 70 SF G 90G

014 NO M Tile Grout, GRAY, , 70 SF G 90G

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 10 EA G 90G 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 100 SF G 90H 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 100 SF G 90H 8 1 O&M

036 ASSUMED M Fire Doors, , , VAULT TYPE FIRE DOOR, PAINTED 1 EA G 90H 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 1200 SF G CURVED HALL 3

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 1200 SF G CURVED HALL 83
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028 NO M Ceiling Tile Mastic, , , 600 SF G CURVED HALL 85

010 NO S Plaster, WHITE, , 130 SF G FIRST AID (1D)

011 NO S Brown Coat, , , WITH HA 010 130 SF G FIRST AID (1D)

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 1500 SF G LOWER LEVEL MECHANICAL ROOM

040 NO M Sealant (General), WHITE, , ENDCAP/ JOINT SEALANT 8 SF G LOWER LEVEL MECHANICAL ROOM

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G LOWER LEVEL MECHANICAL ROOM 8 1 O&M

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 5000 SF G MAIN HALL (80, 87, 18)

028 NO M Ceiling Tile Mastic, , , 2500 SF G MAIN HALL (80, 87, 18)

061 NO M
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND PINHOLES, NEWER 
LOOKING 200 SF G MAIN HALL (80, 87, 18)

010 NO S Plaster, WHITE, , 400 SF G POOL ROOM 1

011 NO S Brown Coat, , , WITH HA 010 400 SF G POOL ROOM 1

008 NO M Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL PINHOLES 1550 SF G PRACTICE ROOM

005 YES M Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS 120 SF G PRACTICE ROOMS 8 1 O&M

009 NO M Carpet Mastic, , , CARPET MASTIC 1000 SF G PRACTICE ROOMS

028 NO M Ceiling Tile Mastic, , , 775 SF G PRACTICE ROOMS

065 NO M Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS 500 SF G PRACTICE ROOMS

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 400 SF G-1 PARKING GARAGE STAIR NORTH 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 400 SF G-1 PARKING GARAGE STAIR NORTH 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 400 SF G-1 PARKING GARAGE STAIR SOUTH 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 400 SF G-1 PARKING GARAGE STAIR SOUTH 8 1 O&M

030 ASSUMED M Fire Doors, , , FIREDOOR 5 EA G-1 PARKING GARAGE STAIR SOUTH 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 1 EA G-1 PARKING GARAGE STAIR SOUTH 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 600 SF G-1 STAIR 1 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-1 STAIR 1 8 1 O&M

010 NO S Plaster, WHITE, , 207 SF G-1 STAIR 1

011 NO S Brown Coat, , , WITH HA 010 207 SF G-1 STAIR 1

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 80 SF G-1 STAIR 1

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 7 EA G-1 STAIR 1 5 3 O&M

027 YES T Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS 12 EA G-1 STAIR 1 5 3 O&M
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003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 400 SF G-1 STAIR 14 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 400 SF G-1 STAIR 14 8 1 O&M

010 NO S Plaster, WHITE, , 400 SF G-1 STAIR 4

011 NO S Brown Coat, , , WITH HA 010 400 SF G-1 STAIR 4

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA G-1 STAIR 4 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 7 EA G-1 STAIR 4 8 1 O&M

010 NO S Plaster, WHITE, , 400 SF G-1 STAIR 5

011 NO S Brown Coat, , , WITH HA 010 400 SF G-1 STAIR 5

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA G-1 STAIR 5 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 7 EA G-1 STAIR 5 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 600 SF G-1 STAIR 8 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-1 STAIR 8 8 1 Replace flooring/tiles damaged quantity see Table 4-4

010 NO S Plaster, WHITE, , 400 SF G-1 STAIR 8

011 NO S Brown Coat, , , WITH HA 010 400 SF G-1 STAIR 8

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA G-1 STAIR 8 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 7 EA G-1 STAIR 8 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 600 SF G-1 STAIR 9 8 1 Remove/Replace damaged quantity see Table 4-4

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-1 STAIR 9 8 1 Replace flooring/tiles damaged quantity see Table 4-4

010 NO S Plaster, WHITE, , 400 SF G-1 STAIR 9

011 NO S Brown Coat, , , WITH HA 010 400 SF G-1 STAIR 9

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 4 EA G-1 STAIR 9 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 7 EA G-1 STAIR 9 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 500 SF G-2 STAIR 10 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 500 SF G-2 STAIR 10 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 7 EA G-2 STAIR 10 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 60 LF G-2 STAIR 10

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 600 SF G-2 STAIR 11 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-2 STAIR 11 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G-2 STAIR 11 8 1 O&M
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056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 6 EA G-2 STAIR 11 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 80 LF G-2 STAIR 11

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 600 SF G-2 STAIR 12 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-2 STAIR 12 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G-2 STAIR 12 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 6 EA G-2 STAIR 12 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 600 SF G-2 STAIR 13 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 600 SF G-2 STAIR 13 8 1 O&M

055 ASSUMED M Fire Doors, PAINTED, 3'  X 6', METAL 2 EA G-2 STAIR 13 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 6 EA G-2 STAIR 13 8 1 O&M

018 NO M Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY MARKS 952 SF G-2 STAIR 2

019 YES M Floor Mastic, , , WITH HA 18 952 SF G-2 STAIR 2 8 1 O&M

018 NO M Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY MARKS 951 SF G-2 STAIR 3

019 YES M Floor Mastic, , , WITH HA 18 951 SF G-2 STAIR 3 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 81 SF G-2 STAIR 3

030 ASSUMED M Fire Doors, , , FIREDOOR 6 EA G-2 STAIR 3 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 92 SF G-2 STAIR 4 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 92 SF G-2 STAIR 4 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 36 SF G-2 STAIR 5 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 36 SF G-2 STAIR 5 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 938 SF G-2 STAIR 6 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 938 SF G-2 STAIR 6 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 81 SF G-2 STAIR 6

030 ASSUMED M Fire Doors, , , FIREDOOR 4 EA G-2 STAIR 6 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 957 SF G-2 STAIR 7 8 1 O&M

004 YES M Floor Mastic, , , WITH HA 03 957 SF G-2 STAIR 7 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 81 SF G-2 STAIR 7

030 ASSUMED M Fire Doors, , , FIREDOOR 6 EA G-2 STAIR 7 8 1 O&M

003 YES M
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS 330 SF G-R STAIR 2 8 1 O&M
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004 YES M Floor Mastic, , , WITH HA 03 330 SF G-R STAIR 2 8 1 O&M

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 81 SF G-R STAIR 2

030 ASSUMED M Fire Doors, , , FIREDOOR 12 EA G-R STAIR 2 8 1 O&M

070 NO M Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS 60 LF G-R STAIR 2

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 10 EA G-R STAIR 3 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 16 EA G-R STAIR 6 8 1 O&M

056 ASSUMED M Fire Doors, PAINTED, 2.5' X 6', METAL (WITH SMALL WINDOW) 10 EA G-R STAIR 7 8 1 O&M

040 NO M Sealant (General), WHITE, , ENDCAP/ JOINT SEALANT 12 SF R FAN/ MECHANICAL ROOM A

043 NO S Cementitious Material, TAN  AND GRAY, , TROWELD ON 700 SF R FAN/ MECHANICAL ROOM A

040 NO M Sealant (General), WHITE, , ENDCAP/ JOINT SEALANT 14 SF R FAN/ MECHANICAL ROOM B

043 NO S Cementitious Material, TAN  AND GRAY, , TROWELD ON 700 SF R FAN/ MECHANICAL ROOM B

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 90 SF R ROOF FAN/ MECHANICAL ROOM A

026 NO S
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON BEAMS 
AND DUCTS 90 SF R ROOF FAN/ MECHANICAL ROOM B
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001 432-01A
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS, VT 1 180 8' NORTH OF SOUTHWEST CORNER 2 PLM

001 432-01B
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS, VT 1 180A SOUTHEAST CORNER SNA PLM

001 432-01C
Floor Tile, OFF WHITE, 12" X 12", WITH LONG BROWN WOOD GRAIN 
MARKINGS, VT 1 174 THRESHOLD SNA PLM

002 432-02A Floor Mastic, , , WITH HA 01, MF 1 180 8' NORTH OF SOUTHWEST CORNER 2 PLM

002 432-02B Floor Mastic, , , WITH HA 01, MF 1 180A SOUTHEAST CORNER SNA PLM

002 432-02C Floor Mastic, , , WITH HA 01, MF 1 174 THRESHOLD SNA PLM

003 432-03A
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS, VT G-2 STAIR 6 THRESHOLD STAIRWELL 6, 1ST FLOOR 2 PLM

003 432-03B
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS, VT 1 108 THRESHOLD SNA PLM

003 432-03C
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE WOOD GRAIN 
MARKINGS, VT 1 171D TOP STEP AT ENTRANCE SNA PLM

004 432-04A Floor Mastic, , , WITH HA 03, MF G-2 STAIR 6 THRESHOLD STAIRWELL 6, 1ST FLOOR 2 PLM

004 432-04B Floor Mastic, , , WITH HA 03, MF 1 108 THRESHOLD SNA PLM

004 432-04C Floor Mastic, , , WITH HA 03, MF 1 171D TOP STEP AT ENTRANCE SNA PLM

005 432-05A
Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS, 
VT 1 192 8' WEST OF SOUTHEAST CORNER NAD PLM

005 432-05B
Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS, 
VT 1 179 8' EAST OF SOUTHWEST CORNER 2 PLM

005 432-05C
Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK BLUE MARKS, 
VT 1 159 8' EAST OF NORTHWEST CORNER SNA PLM

006 432-06A Floor Mastic, , , WITH HA 05, MF 1 192 8' WEST OF SOUTHEAST CORNER NAD PLM

006 432-06B Floor Mastic, , , WITH HA 05, MF 1 179 8' EAST OF SOUTHWEST CORNER NAD PLM

006 432-06C Floor Mastic, , , WITH HA 05, MF 1 159 8' EAST OF NORTHWEST CORNER NAD PLM

007 432-07A
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL 
PINHOLES, CT 1 192A

8' SOUTH AND 20' EAST OF NORTHWEST 
CORNER NAD PLM

007 432-07B
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL 
PINHOLES, CT 1 192D 8' SOUTH AND 5' WEST OF NORTHEAST CORNER NAD PLM

007 432-07C
Ceiling Tile, WHITE, 2' X 4', WITH SMALL AND VERY SMALL 
PINHOLES, CT 2 260 AREA

18' SOUTH AND 9' EAST OF NORTHWEST 
CORNER NAD PLM

008 432-08A
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL 
PINHOLES, CT 1 100 5' SOUTH AND 7' WEST OF NORTHEAST CORNER NAD PLM
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008 432-08B
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL 
PINHOLES, CT 1 108 3' WEST AND 4' SOUTH OF NORTHEAST CORNER NAD PLM

008 432-08C
Ceiling Tile, WHITE, 1' X 1', WITH SMALL AND VERY SMALL 
PINHOLES, CT 1 179 3' SOUTH AND 5' WEST OF NORHTEAST CORNER NAD PLM

009 432-09A Carpet Mastic, , , CARPET MASTIC, MC 1 192A
8' SOUTH AND 20' EAST OF NORTHWEST 
CORNER NAD PLM

009 432-09B Carpet Mastic, , , CARPET MASTIC, MC 1 192B EAST EXIT TO PRESCHOOL NAD PLM

009 432-09C Carpet Mastic, , , CARPET MASTIC, MC 1 171C 3' NORTH OF SOUTHEAST CORNER NAD PLM

010 432-10A Plaster, WHITE, , , PL 2 250A NORTHWEST CORNER NAD PLM

010 432-10B Plaster, WHITE, , , PL 2 245A THRESHOLD NAD PLM

010 432-10C Plaster, WHITE, , , PL G 55 NORTHEAST CORNER NAD PLM

010 432-10D Plaster, WHITE, , , PL G 20 NORTHWEST CORNER OF THIRD CUBICLE NAD PLM

010 432-10E Plaster, WHITE, , , PL G 20 NORTHWEST CORNER OF LAST CUBICLE NAD PLM

010 432-10F Plaster, WHITE, , , PL G-1 STAIR 1 SOUTHEAST CORNER NAD PLM

010 432-10G Plaster, WHITE, , , PL G 80D NORTHEAST CORNER NAD PLM

011 432-11A Brown Coat, , , WITH HA 010, BC 2 250A NORTHWEST CORNER SNA/IM PLM

011 432-11B Brown Coat, , , WITH HA 010, BC 2 245A THRESHOLD NAD PLM

011 432-11C Brown Coat, , , WITH HA 010, BC G 55 NORTHEAST CORNER NAD PLM

011 432-11D Brown Coat, , , WITH HA 010, BC G 20 NORTHWEST CORNER OF THIRD CUBICLE NAD PLM

011 432-11E Brown Coat, , , WITH HA 010, BC G 20 NORTHWEST CORNER OF LAST CUBICLE NAD PLM

011 432-11F Brown Coat, , , WITH HA 010, BC G-1 STAIR 1 SOUTHEAST CORNER SNA/IM PLM

011 432-11G Brown Coat, , , WITH HA 010, BC G 80D NORTHEAST CORNER NAD PLM

011 432-711A Brown Coat, , , WITH HA 010, BC G 90E NEXT TO WEST WALL 3' NORTH OF DOORWAY NAD PLM

011 432-711B Brown Coat, , , WITH HA 010, BC 2 ELEVATOR LOBBY FROM DAMAGED AREA OUTSIDE ELEVATOR NAD PLM

012 432-12A Floor Tile, WHITE, 12 X 12, WITH GREEN STREAKS, VT 1 171D NORTHEAST CORNER NAD PLM
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012 432-12B Floor Tile, WHITE, 12 X 12, WITH GREEN STREAKS, VT G 11, 18B
FRONT WALL OF ROOM IN NORTHWEST 
CORNER NAD PLM

012 432-12C Floor Tile, WHITE, 12 X 12, WITH GREEN STREAKS, VT G 11, 18B
FROM SIDE WALL OF ROOM IN NORTHWEST 
CORNER NAD PLM

013 432-13A Floor Mastic, BLACK, , WITH HA 012, MF 1 171D AT NORTHWEST CORNER OF STEPS SNA/IM PLM

013 432-13B Floor Mastic, BLACK, , WITH HA 012, MF G 11, 18B
FRONT WALL OF ROOM IN NORTHWEST 
CORNER NAD PLM

013 432-13C Floor Mastic, BLACK, , WITH HA 012, MF G 11, 18B
FROM SIDE WALL OF ROOM IN NORTHWEST 
CORNER NAD PLM

013 432-13D Floor Mastic, BLACK, , WITH HA 012, MF 1 171D AT NORTHWEST CORNER OF STEPS 2 PLM

014 432-014-A Tile Grout, GRAY, , , TG 1 142B SOUTHWEST CORNER OF ROOM NAD PLM

014 432-014-B Tile Grout, GRAY, , , TG 1 180C NORTHEAST CORNER OF ROOM NAD PLM

014 432-014-C Tile Grout, GRAY, , , TG 2 245E NORTH ENTRANCE OF ROOM NAD PLM

015 432-15A Cementitious Fitting, , , BOILER ROOM, CF G 90 SOUTHWEST CORNER NAD PLM

015 432-15B Cementitious Fitting, , , BOILER ROOM, CF G 90 SOUTHWEST CORNER NAD PLM

015 432-15C Cementitious Fitting, , , BOILER ROOM, CF G 90 NORTHWEST CORNER NAD PLM

016 432-16A Floor Tile, ORANGE, 12" X 12", WITH WHITE FLECKS, VT G 50
30' EAST AND 5' NORTH OF SOUTHWEST 
CORNER 2 PLM

016 432-16B Floor Tile, ORANGE, 12" X 12", WITH WHITE FLECKS, VT G 50
45' EAST AND 20' NORTH OF SOUTHWEST 
CORNER SNA PLM

017 432-17A Floor Mastic, , , WITH HA 16, MF G 50
30' EAST AND 5' NORTH OF SOUTHWEST 
CORNER 3 PLM

017 432-17B Floor Mastic, , , WITH HA 16, MF G 50
45' EAST AND 20' NORTH OF SOUTHWEST 
CORNER SNA PLM

018 432-18A Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY MARKS, VT G-2 STAIR 2 FIRST FLOOR THRESHOLD NAD PLM

018 432-18B Floor Tile, WHITE, 12" X 12", WITH BROWN/GRAY MARKS, VT G-2 STAIR 3 FIRST FLOOR THRESHOLD NAD PLM

019 432-19A Floor Mastic, , , WITH HA 18, MF G-2 STAIR 2 FIRST FLOOR THRESHOLD NAD PLM

019 432-19B Floor Mastic, , , WITH HA 18, MF G-2 STAIR 3 FIRST FLOOR THRESHOLD 2 PLM

020 432-20A Breeching, , , INSULATION, BR G 01B
INSIDE DOOR TO LEFT ABOVE CIRCUIT 
BREAKERS NAD PLM

020 432-20B Breeching, , , INSULATION, BR G 01B
INSIDE DOOR TO LEFT ABOVE CIRCUIT 
BREAKERS NAD PLM
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020 432-20C Breeching, , , INSULATION, BR G 01B
INSIDE DOOR TO LEFT ABOVE CIRCUIT 
BREAKERS NAD PLM

024 432-24A Tank Insulation, , , , TI G 90 NORTH END OF TANK NAD PLM

024 432-24B Tank Insulation, , , , TI G 90 5' SOUTH OF NORTH END NAD PLM

024 432-24C Tank Insulation, , , , TI G 90 4' NORTH OF SOUTH END NAD PLM

025 432-25A Pipe Insulation, , , , PI G 90 NORTHWEST CORNER 13 PLM

025 432-25B Pipe Insulation, , , , PI G 90 NORTHWEST CORNER SNA PLM

025 432-25C Pipe Insulation, , , , PI G 90 SOUTHWEST CORNER SNA PLM

026 432-026B
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON 
BEAMS AND DUCTS, FP 1 155A ALONG N WALL ABOVE CEILING NAD PLM

026 432-026C
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON 
BEAMS AND DUCTS, FP 1 155B ALONG N WALL ABOVE CEILING NAD PLM

026 432-26A
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON 
BEAMS AND DUCTS, FP G 51

END OF SOUTH HALLWAY (MISSING CEILING 
TILE) NAD PLM

026 432-26B
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON 
BEAMS AND DUCTS, FP G-R STAIR 2 NORTHWEST CORNER GROUND FLOOR NAD PLM

026 432-26C
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON 
BEAMS AND DUCTS, FP G-2 STAIR 3 NORTHWEST CORNER GROUND FLOOR NAD PLM

026 432-26F
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON 
BEAMS AND DUCTS, FP G

LOWER LEVEL 
MECHANICAL ROOM AT NORTHWEST SIDE OF ROOM NAD PLM

026 432-26G
Fire Proofing, GRAY/WHITE, , SPRAYED ON FIREPROOFING ON 
BEAMS AND DUCTS, FP G 25

ABOVE CEILING AT NORTHEAST CORNER OF 
ROOM NAD PLM

027 432-27A Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS, CF G 51 SOUTH HALLWAY IN CAFETERIA NEAR THE EXIT NAD PLM

027 432-27B Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS, CF G 80, 87, 18 MAIN HALL 50' EAST OF WEST EXIT 2 PLM

027 432-27C Cementitious Fitting, WHITE, 3 - 6" O.D., ON FIBERGLASS, CF G 80, 87, 18 MAIN HALL AT INTERSECTION OF HALL 18 SNA PLM

028 432-28A Ceiling Tile Mastic, , , , MT G MAIN HALL (80, 87, 18) 25' EAST OF WEST EXIT NAD PLM

028 432-28B Ceiling Tile Mastic, , , , MT G MAIN HALL (80, 87, 18) OUTSIDE OF ROOM 39 NAD PLM

028 432-28C Ceiling Tile Mastic, , , , MT G MAIN HALL (80, 87, 18) OUTSIDE OF ROOM 24 NAD PLM

033 432-33A
Ceiling Tile, WHITE, 1' X 1', WITH SMALL GOUGES AND SMALL 
PINHOLES, CT G 51 SOUTH HALLWAY OUTSIDE ROOM 55 NAD PLM

033 432-33B
Ceiling Tile, WHITE, 1' X 1', WITH SMALL GOUGES AND SMALL 
PINHOLES, CT G 51 WEST HALLWAY NAD PLM
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034 432-34A Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES, CT G 11, 18B 50' EAST 20' SOUTH OF NORTHWEST CORNER NAD PLM

034 432-34B Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES, CT G 11, 18B 60' EAST 40' SOUTH OF NORTHWEST CORNER NAD PLM

034 432-34C Ceiling Tile, WHITE, 2' X 4', WITH GOUGES AND PINHOLES, CT G 11, 18B 20' NORTH 15' EAST OF SOUTHWEST CORNER NAD PLM

035 432-35A Sink Insulation, BLACK, , , SI G 20 SINK AT NORTH WALL 2 PLM

038 432-38A Baseboard Mastic, BROWN, , , MB 1 192D
AT EAST SIDE OF PARTITION WALL NEXT TO 
DOOR ROOM 1 NAD PLM

039 432-39A Ceiling Tile, WHITE, , PLAIN, CT G 1 (POOL ROOM)
AT SOUTH SIDE OF ROOM 6' NORTH OF WEST 
SIDE OF BLEACHERS NAD PLM

039 432-39B Ceiling Tile, WHITE, , PLAIN, CT G 1 (POOL ROOM)
AT SOUTH SIDE OF ROOM 8' NORTH OF EAST 
SIDE OF BLEACHERS NAD PLM

039 432-39C Ceiling Tile, WHITE, , PLAIN, CT G 1 (POOL ROOM)
AT SOUTH SIDE OF ROOM 3' NORTH OF MIDDLE 
SECTION NAD PLM

040 432-40A Sealant (General), WHITE, , ENDCAP/ JOINT SEALANT, SE R
FAN/ MECHANICAL 

ROOM A
FROM DAMAGED ENDCAP 2' WEST OF 
NORTHEAST DOORWAY TR PLM

040 432-40B Sealant (General), WHITE, , ENDCAP/ JOINT SEALANT, SE B 90 BOILER ROOM
FROM DAMAGED END CAP AT SOUTHEAST SIDE 
OF BOILER ROOM NAD PLM

041 432-41A Breeching, LIGHT GRAY, , BOILER BREECHING, BR B BOILER ROOM BREECHING AT SOUTHWEST SIDE OF ROOM NAD PLM

041 432-41B Breeching, LIGHT GRAY, , BOILER BREECHING, BR B BOILER ROOM BREECHING AT REAR OF NORTH BOILER NAD PLM

041 432-41C Breeching, LIGHT GRAY, , BOILER BREECHING, BR B BOILER ROOM BREECHING AT REAR OF MIDDLE BOILER NAD PLM

042 432-42A
Sealant (General), OFF- WHITE, , FOIL WRAPPED DUCT AND PIPE 
SEAM SEALANT, SE 1 152 FORMER RECEPTION AREA ABOVE CEILING 2 PLM

043 432-043-A Cementitious Material, TAN  AND GRAY, , TROWELD ON, CM1 R
FAN/ MECHANICAL 

ROOM B NORTHWEST END OF ROOM NAD PLM

043 432-043-B Cementitious Material, TAN  AND GRAY, , TROWELD ON, CM1 R
FAN/ MECHANICAL 

ROOM B NORTHEAST END OF ROOM NAD PLM

043 432-043-C Cementitious Material, TAN  AND GRAY, , TROWELD ON, CM1 R
FAN/ MECHANICAL 

ROOM B SOUTHWEST END OF ROOM NAD PLM

043 432-043-D Cementitious Material, TAN  AND GRAY, , TROWELD ON, CM1 R
FAN/ MECHANICAL 

ROOM B SOUTHEAST END OF ROOM NAD PLM

043 432-43A Cementitious Material, TAN  AND GRAY, , TROWELD ON, CM1 R
FAN/ MECHANICAL 

ROOM A
FROM DAMAGED AREA 2' WEST NORTHEAST 
DOORWAY NAD PLM

044 432-044B Plaster, , WHITE, PLASTER PATCH, PL 2 260K CENTER OF PATCH BY ELEVATOR DOOR NAD PLM

044 432-044C Plaster, , WHITE, PLASTER PATCH, PL 2 260K CENTER OF PATCH BY ELEVATOR DOOR NAD PLM

044 432-44A Plaster, , WHITE, PLASTER PATCH, PL 2 260K
FROM DAMAGED AREA ON CEILING OUTSIDE 
ELEVATOR NAD PLM
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045 432-045-A Transite Panels, WHITE, , TRANSITE PEG BOARD, TP 1 192A NORTHEAST CORNER OF ROOM 10 PLM

046 432-046-A Transite Panels, BLACK, , LAB SINK, TP G 37 SINK ALONG EAST WALL NAD PLM

048 432-048-A Floor Tile, DARK BLUE, 12" X 12", WITH WHITE SPECKS, VT 1 128 NORTH ENTRANCE TO ROOM TR PLM

049 432-049-A Floor Mastic, , , WITH HA 048, MF 1 128 NORTH ENTRANCE TO ROOM NAD PLM

050 432-050-A Floor Tile, TAN, 12'' x 12", WITH BROWN AND WHITE, VT 1 142A NORTHEAST CORNER OF ROOM NAD PLM

051 432-051-A Floor Mastic, , , WITH HA 050, MF 1 142A NORTHEAST CORNER OF ROOM NAD PLM

053 432-053-A Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS, VT 1 159 NORTH ENTRANCE TO ROOM 2 PLM

053 432-053-B Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE SPECKS, VT 1 159 SOUTHWEST CORNER OF ROOM SNA PLM

054 432-054-A Floor Mastic, , , WITH HA 053, MF 1 159 NORTH ENTRANCE TO ROOM 2 PLM

054 432-054-B Floor Mastic, , , WITH HA 053, MF 1 159 SOUTHWEST CORNER OF ROOM SNA PLM

057 432-057-A Gasket, , , BOILER GASKET, GS G 90 CENTER BOILER 40 PLM

058 432-058A Cementitious Material, TAN, , 2" THICK BOILER DOOR LINING, CM2 G 90 MIDDLE BOILER NAD PLM

058 432-058B Cementitious Material, TAN, , 2" THICK BOILER DOOR LINING, CM2 G 90 MIDDLE BOILER NAD PLM

058 432-058C Cementitious Material, TAN, , 2" THICK BOILER DOOR LINING, CM2 G 90 WEST BOILER NAD PLM

059 432032201-01A Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA TILES, TG G 51 KITCHEN BY EXIT FROM COLD STORAGE ROOM NAD PLM

059 432-059-A Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA TILES, TG G 58, 58A NORTHEAST CORNER OF ROOM 58 NAD PLM

059 432-059-B Tile Grout, GRAY, 5" X 5", WITH TERRA COTTA TILES, TG G 53 NORTHWEST CORNER OF ROOM NAD PLM

060 432-060-A Cementitious Fitting, WHITE, 12"-18" OD, WITH MAG PIPE, CF G 90 NORTHEAST CORNER NAD PLM

060 432-060-B Cementitious Fitting, WHITE, 12"-18" OD, WITH MAG PIPE, CF G 90 NORTHEAST CORNER NAD PLM

060 432-060-C Cementitious Fitting, WHITE, 12"-18" OD, WITH MAG PIPE, CF G 90 NORTHEAST CORNER NAD PLM

061 432-061A
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND PINHOLES, 
NEWER LOOKING, CT G 51 12' NORTH, 5' WEST OF OF SOUTHEAST CORNER NAD PLM

062 432-062A Ceiling Tile, WHITE, 2' X 4', WITH RANDOM DASHES & PINHOLES, CT G 50 36' EAST, 24' NORTH OF SOUTHWEST CORNER NAD PLM
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4-2: Sample Location/ Result Summary
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Homogeneous 
Area Sample # Material Description Floor AMP# Sample Location ACBM % ANALYSIS 

TYPE

063 432-063A Ceiling Tile, WHITE, 2' X 4', SHORT, DEEP GOUGES & PINHOLES, CT G 50 44' EAST, 28' NORTH OF SOUTHWEST CORNER NAD PLM

064 432-064-A Tile Grout, WHITE, 4" X 4", WITH CERAMIC WALL TILES, TG 1 154 NORTHWEST CORNER OF ROOM NAD PLM

065 432-065A Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS, PB G 34 IN NORTH CORNER NAD PLM

065 432-065B Particle Board Wall Panels, TAN, 2' X 8', TECTUM BOARD PANELS, PB 1 156 BY NORTH DOORS NAD PLM

068 432-068-A
Floor Tile, BLUE-GRAY, 12" X 12", WITH LIGHT BLUE & DARK BLUE 
SPECKS, VT 1 191 NORTH EXIT OF ROOM NAD PLM

069 432-068-A Floor Mastic, , , WITH HA 068, MF 1 191 NORTH EXIT OF ROOM NAD PLM

070 432-070A Window Glaze, BLACK, , AROUND 10' X 5' WINDOWS, WG 1 148
ALONG WEST WALL 12' SOUTH OF NORTHWEST 
CORNER NAD PLM

071 432-071A Ceiling Tile, WHITE, 2' X 4', PINHOLES & GOUGES LENGTHWISE, CT 1 153 4' SOUTH OF ENTRANCE NAD PLM

072 432-072-A Floor Tile, MEDIUM BLUE, 12" X 12", WITH WHITE SPECKS, VT 1 153 SOUTHWEST CORNER OF ROOM TR PLM

073 432-073-A Floor Mastic, , , WITH HA 072, MF 1 153 SOUTHWEST CORNER OF ROOM NAD PLM

074 432-074A Terrazzo, TAN, , SHOWER FLOOR, TE 1 154 AT SE CORNER NAD PLM

075 432-075-A Floor Tile, TAN, 12" X 12", STONE/TERRAZZO DESIGN, VT 1 148 CENTER OF ROOM NEAR SUPPORT NAD PLM

076 432-076-A Floor Mastic, , , WITH HA 075, MF 1 148 CENTER OF ROOM NEAR SUPPORT NAD PLM

077 432-077A Window Caulk, WHITE, , , WC 1 148 15' SOUTH OF NORTHWEST CORNER 2 PLM

079 432-079-A
Ceiling Tile, WHITE, 2' X 4', WITH SMALL PINHOLES (FALSE DIVIDER 
AND NEW TILES), CT 1 182 NORTHEAST CORNER OF ROOM NAD PLM

079 432-079-B
Ceiling Tile, WHITE, 2' X 4', WITH SMALL PINHOLES (FALSE DIVIDER 
AND NEW TILES), CT 1 182 NORTHEAST CENTER OF ROOM NAD PLM

080 432-080-A Floor Tile, BLUE GRAY, 12" X 12", WITH BLUE & WHITE STREAKS, VT 1 191 NORTH EXIT OF ROOM TR PLM

081 432-081-A Floor Mastic, , , WITH HA 080, MF 1 191 NORTH EXIT OF ROOM NAD PLM

083 432-083A Transite Panels, GRAY, , IN LAB HOODS, TP 2 273, 275 RM. 273 - NW CORNER OF LAB HOOD 10 PLM

084 432-084A Mastic, BLACK, , UNDER 4" X 4" WOOD TILES, MA 1 142 6' WEST, 15' NORTH OF SOUTHEAST CORNER NAD PLM

085 432-085A Wall Board, WHITE, 4' x 8', WALLBOARD , WB 2 260G IN NE CORNER OF ROOM NAD PLM

086 432-086A Caulk, WHITE, , CAULK AROUND DOOR, CA 2 260I WEST SIDE OF DOOR NAD PLM
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School Name: Shaw JHS
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Homogeneous 
Area Sample # Material Description Floor AMP# Sample Location ACBM % ANALYSIS 

TYPE

087 432-087A
Transite Panels, GRAY, , TRANSITE PANEL - COUNTERTOP UNDER 
FUME HOOD, TP 2 247, 249

FROM CORNER OF LAB HOOD TABLE IN ROOM 
247 6 PLM

092 432-092A
Tar Compound, BLACK, , TAR PAPER - ON ROLLED FIBERGLASS 
INSULATION, TC 1 156 IN ATTIC ACCESS FROM STAGE NAD PLM

093 432-093A
Floor Tile, BLUE, 12" x 12", FLOOR TILE - WITH BLUE (DARK AND 
LIGHT)  SPECKS, VT G 20 NW CORNER OF ROOM NAD PLM

094 432-094A
Floor Mastic, YELLOW, , FLOOR MASTIC - ASSOCIATED WITH HA # 
093, MF G 20 NW CORNER OF ROOM NAD PLM

095 432-095A
Cementitious Material, WHITE, OD 2" - 8", CEMENTITIOUS MATERIAL - 
PIPE HANGERS, CM2 G 50 14 FEET EAST OF DOOR TO ROOM 87 NAD PLM

095 432-095B
Cementitious Material, WHITE, OD 2" - 8", CEMENTITIOUS MATERIAL - 
PIPE HANGERS, CM2 1 182H 5FT S AND 10FT E OF NW CORNER NAD PLM

095 432-095C
Cementitious Material, WHITE, OD 2" - 8", CEMENTITIOUS MATERIAL - 
PIPE HANGERS, CM2 G 50 24FT E AND 6FT S OF NW CORNER  NAD PLM

096 43203180303 Mastic, BROWN, , CHALKBOARD MASTIC, MA 1 170 EAST WALL 2 PLM

096 43203180304 Mastic, BROWN, , CHALKBOARD MASTIC, MA 1 170 EAST WALL 2 PLM

097 432040303-01A
Baseboard Mastic, BROWN, , BASEBOARD MASTIC ASSOCIATED 
W/CABINETS, MB 1

304 HEALTH SECT. 
OFFICE NORTH END OF CABINET SHELF NAD PLM

097 432040303-01B
Baseboard Mastic, BROWN, , BASEBOARD MASTIC ASSOCIATED 
W/CABINETS, MB 1

304 HEALTH SECT. 
OFFICE NORTH END OF CABINET SHELF NAD PLM

097 432040303-01C
Baseboard Mastic, BROWN, , BASEBOARD MASTIC ASSOCIATED 
W/CABINETS, MB 1

304 HEALTH SECT. 
OFFICE WEST END OF CABINET SHELF NAD PLM



Page 133 of 142

Table 4-3. Asbestos cost Summary
School Name: 
Date Printed 1/17/2019
Building Number  Updated with Field Data form field Visit on:  

Asbestos Status:  Lab -Positive 

Homogeneous 
Area Material Description Room 

Quantity Units Removal Cost Replacement Cost



Page 134 of 142

Table 4-3. Asbestos cost Summary
School Name: 
Date Printed 1/17/2019
Building Number  Updated with Field Data form field Visit on:  

Asbestos Status:  Lab -Positive 

Homogeneous 
Area Material Description Room 

Quantity Units Removal Cost Replacement Cost



Page 135 of 142

Table 4-3. Asbestos cost Summary
School Name: 
Date Printed 1/17/2019
Building Number  Updated with Field Data form field Visit on:  

Asbestos Status:  Lab -Positive 

Homogeneous 
Area Material Description Room 

Quantity Units Removal Cost Replacement Cost



Page 136 of 142

Table 4-3. Asbestos cost Summary
School Name: 
Date Printed 1/17/2019
Building Number  Updated with Field Data form field Visit on:  

Asbestos Status:  Lab -Positive 

Homogeneous 
Area Material Description Room 

Quantity Units Removal Cost Replacement Cost



Page 137 of 142

Table 4-3. Asbestos cost Summary
School Name: 
Date Printed 1/17/2019
Building Number  Updated with Field Data form field Visit on:  

Asbestos Status:  Lab -Positive 

Homogeneous 
Area Material Description Room 

Quantity Units Removal Cost Replacement Cost



Page 138 of 142
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Homogeneous 
Area Material Description Floor Room Damaged 

Quantity Units Damaged Description Response Action Scheduled 
Start Date

Scheduled  
End Date

Completion 
Date

062
Ceiling Tile, WHITE, 2' X 4', WITH RANDOM DASHES 
& PINHOLES, CT 1 100 8 SF BROKEN/RIPPED EDGES

Remove damaged quantity see 
Table 4-4 02/08/01 02/08/02

061
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND 
PINHOLES, NEWER LOOKING, CT 1 109 1 SF BROKEN

Remove damaged quantity see 
Table 4-4 02/08/01 02/08/02

1 048
Floor Tile, DARK BLUE, 12" X 12", WITH WHITE 
SPECKS, VT 1 128 1 SF BROKEN TILES

Remove/Replace damaged 
quantity see Table 4-4 04/24/00 04/24/01 06/02/01

1 049 Floor Mastic, , , WITH HA 048, MF 1 128 1 SF BROKEN TILES
Replace flooring/tiles damaged 

quantity see Table 4-4 05/24/00 05/24/01 06/02/01

084 Mastic, BLACK, , UNDER 4" X 4" WOOD TILES, MA 1 142 100 SF MISSING TILE, EXPOSED MASTIC O&M 03/10/01 03/10/02 11/07/02

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 1 148 1 EA CRACKED, EXPOSED MATERIAL O&M 06/13/02 06/13/03 06/24/04

1 048
Floor Tile, DARK BLUE, 12" X 12", WITH WHITE 
SPECKS, VT 1 191 5 SF WATER DAMAGE

Remove/Replace damaged 
quantity see Table 4-4 04/24/00 04/24/01 06/02/01

1 049 Floor Mastic, , , WITH HA 048, MF 1 191 5 SF WATER DAMAGE
Replace flooring/tiles damaged 

quantity see Table 4-4 05/24/00 05/24/01 06/02/01

1 005
Floor Tile, BLUE, 12" X 12", WITH WHITE AND DARK 
BLUE MARKS, VT 1 192 2 SF BROKEN TILES

Remove/Replace damaged 
quantity see Table 4-4 01/03/99 01/03/00 01/24/01

1 048
Floor Tile, DARK BLUE, 12" X 12", WITH WHITE 
SPECKS, VT 1 192 2 SF BROKEN TILES

Remove/Replace damaged 
quantity see Table 4-4 07/13/01 07/13/02 06/02/01

1 042
Sealant (General), OFF- WHITE, , FOIL WRAPPED 
DUCT AND PIPE SEAM SEALANT, SE 1 142A 5 SF TORN, WATER DAMAGED

Remove/Replace damaged 
quantity see Table 4-4 09/07/01 09/07/02 10/23/01

1 014 Tile Grout, GRAY, , , TG 1 142C 2 SF BROKEN TILES
Remove/Replace damaged 

quantity see Table 4-4 02/02/99 02/02/00 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 1 152A 2 EA EXPOSED MATERIAL O&M 06/12/02 06/12/03 06/01/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 1 180A 1 EA TORN, EXPOSED MATERIAL

Repair damaged quantity see Table 
4-4 02/05/02 02/05/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 1 190D 7 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 10/05/99 10/04/00 03/29/01

1 045
Transite Panels, WHITE, , TRANSITE PEG BOARD, 
TP 1 192A 3 SF CRACKED, BROKEN, EXPOSED MATERIAL 

Repair damaged quantity see Table 
4-4 06/27/02 06/27/03

1 045
Transite Panels, WHITE, , TRANSITE PEG BOARD, 
TP 1 192A 2 SF CRACKED

Encapsulate damaged quantity see 
Table 4-4 05/09/00 05/09/01 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 1 192B 1 EA CRACKED

Repair damaged quantity see Table 
4-4 08/23/01 08/23/02 01/26/02

1 053
Floor Tile, DARK BLUE, 12" X 12", WITH LIGHT BLUE 
SPECKS, VT 1 192G 8 SF WATER DAMAGE WITH BROKEN TILES

Remove/Replace damaged 
quantity see Table 4-4 04/24/00 04/24/01 06/02/01

1 054 Floor Mastic, , , WITH HA 053, MF 1 192G 8 SF WATER DAMAGE WITH BROKEN TILES
Replace flooring/tiles damaged 

quantity see Table 4-4 05/24/00 05/24/01 06/02/01

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT 1 ELEVATOR 1 SF CRACKED TILE

Remove/Replace damaged 
quantity see Table 4-4 12/23/03 12/22/04

1 004 Floor Mastic, , , WITH HA 03, MF 1 ELEVATOR 1 SF EXPOSED MASTIC O&M 07/03/03 07/02/04 12/23/03

1 002 Floor Mastic, , , WITH HA 01, MF 2 220 4 SF EXPOSED MASTIC O&M 07/12/02 07/12/03 06/01/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 2 240D 3 EA UNWRAPPED BEHIND SINK

Repair damaged quantity see Table 
4-4 02/08/01 02/08/02 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 2 245D 1 EA CRACKED

Repair damaged quantity see Table 
4-4 02/08/01 02/08/02 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 2 245J 1 EA FALLEN OFF, IN RUBBLE PILE WHERE SINK WAS

Remove damaged quantity see 
Table 4-4 02/12/01 02/12/02 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 2 245J 1 EA 1 CRACKED BELOW CEILING O&M 06/12/02 06/12/03 06/03/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 2 260 AREA 1 EA BROKEN, HANGING OFF

Remove damaged quantity see 
Table 4-4 10/13/00 10/13/01 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF 2 260D 2 EA 2 FITTINGS BELOW CEILING WITH TORN JACKET AND EXPOSED MATERIAL

Repair damaged quantity see Table 
4-4 02/07/02 02/07/03

3 044 Plaster, , WHITE, PLASTER PATCH, PL 2 260K 4 SF WATER DAMAGE O&M 10/05/99 10/04/00 11/06/02

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT 2-R STAIR 2 18 SF 6 SF BROKEN TILES AND 12SF EXPOSED MASTIC

Remove/Replace damaged 
quantity see Table 4-4 02/02/00 02/01/01 06/02/01
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3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 1 20 EA CRACKED, WATER DAMAGED

Remove damaged quantity see 
Table 4-4 02/12/01 02/12/02 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 1 4 EA CRACKED, EXPOSED EDGES

Repair damaged quantity see Table 
4-4 02/07/02 02/07/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 3 1 EA CRACKED, EXPOSED MATERIAL O&M 06/18/02 06/18/03 12/23/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 3 18 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 5 18 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 06/02/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 8 20 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 08/16/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 20 2 EA CRACKS, EXPOSED EDGES O&M 02/25/02 02/25/03 12/23/03

1 035 Sink Insulation, BLACK, , , SI G 20 1 SF RM 20- WATER DAMAGE
Remove/Replace damaged 

quantity see Table 4-4 11/04/99 11/03/00 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 21 2 EA

2 FITTINGS LYING ON TOP OF 2 X 4 CEILING TILE.  1 SF DEBRIS 4 FT E, 12 
FT N OF SW CORNER O&M 06/13/02 06/13/03 12/23/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 21 11 EA

2 DEBRIS (FITTINGS ON CEILING PANELS (CEILING IS DISPLACED/ MISSING 
IN ROOM)

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 01/24/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 31 1 EA

SIGNIFICANTLY DAMAGED, MATERIAL FALLEN OFF 2' SOUTH OF ACCESS 
PANEL ABOVE CEILING

Remove damaged quantity see 
Table 4-4 08/23/01 08/23/02 09/14/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 31 4 EA ALL UNWRAPPED, 2 FALLEN OFF IN DEBRIS PILE BY ACCESS DOOR

Remove damaged quantity see 
Table 4-4 10/13/00 10/13/01 04/27/01

065
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS, PB G 32 10 SF GOUGED

Repair damaged quantity see Table 
4-4 02/08/01 02/08/02

065
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS, PB G 33 20 SF GOUGED ALONG BOTTOM EDGE

Repair damaged quantity see Table 
4-4 02/08/01 02/08/02

065
Particle Board Wall Panels, TAN, 2' X 8', TECTUM 
BOARD PANELS, PB G 34 30 SF GOUGED

Repair damaged quantity see Table 
4-4 02/08/01 02/08/02

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 37 1 EA OPEN END 22 FT NORTH OF SE CORNER O&M 02/08/02 02/08/03 12/23/03

1 045
Transite Panels, WHITE, , TRANSITE PEG BOARD, 
TP G 43 3 SF CRACKED

Encapsulate damaged quantity see 
Table 4-4 05/09/00 05/09/01 04/27/01

061
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND 
PINHOLES, NEWER LOOKING, CT G 47 16 SF BROKEN/GOUGED

Remove damaged quantity see 
Table 4-4 02/08/01 02/08/02

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G 50 72 SF MISSING WITH MASTIC EXPOSED

Remove/Replace damaged 
quantity see Table 4-4 01/03/99 01/03/00 04/27/01

1 004 Floor Mastic, , , WITH HA 03, MF G 50 72 SF MISSING WITH MASTIC EXPOSED
Replace flooring/tiles damaged 

quantity see Table 4-4 02/02/99 02/02/00 04/27/01

1 016
Floor Tile, ORANGE, 12" X 12", WITH WHITE 
FLECKS, VT G 50 74 SF 2 SF CHIPPED & CRACKED, 72 SF MISSING WITH MASTIC EXPOSED

Remove/Replace damaged 
quantity see Table 4-4 01/03/99 01/03/00 04/27/01

1 017 Floor Mastic, , , WITH HA 16, MF G 50 74 SF 2 SF CHIPPED & CRACKED, 72 SF MISSING WITH MASTIC EXPOSED
Replace flooring/tiles damaged 

quantity see Table 4-4 02/02/99 02/02/00 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 50 1 EA CRACKED O&M 06/12/02 06/12/03 12/23/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 50 5 EA CRACKED, DETERIORATED

Repair damaged quantity see Table 
4-4 08/23/01 08/23/02 10/24/01

062
Ceiling Tile, WHITE, 2' X 4', WITH RANDOM DASHES 
& PINHOLES, CT G 50 8 SF TILE CUT IN HALF

Remove damaged quantity see 
Table 4-4 02/08/01 02/08/02

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 51 2 EA 2 EA WITH EXPOSED EDGES AT SW CORNER NEAR EXIT DOOR

Repair damaged quantity see Table 
4-4 02/07/02 02/07/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 51 2 EA OPEN ENDS

Repair damaged quantity see Table 
4-4 08/23/01 08/23/02 10/23/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 51 20 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 01/03/99 01/03/00 03/29/01

061
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND 
PINHOLES, NEWER LOOKING, CT G 51 5 SF GOUGED, SLASHED

Remove damaged quantity see 
Table 4-4 02/08/01 02/08/02

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G 54 20 SF CRACKED, BROKEN, LOOSE, 2SF EXPOSED MASTIC

Remove/Replace damaged 
quantity see Table 4-4 08/23/01 08/23/02 07/19/02

1 004 Floor Mastic, , , WITH HA 03, MF G 54 20 SF CRACKED, BROKEN, LOOSE, 2SF EXPOSED MASTIC
Replace flooring/tiles damaged 

quantity see Table 4-4 09/22/01 09/22/02 07/19/02
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1 004 Floor Mastic, , , WITH HA 03, MF G 54 21 SF MISSING TILES WITH EXPOSED MASTIC
Replace flooring/tiles damaged 

quantity see Table 4-4 11/04/99 11/03/00 06/02/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 55 1 EA

SIGNIFICANTLY  DAMAGED, CRACKED AND FALLEN ON TOP PLASTER 
CEILING.  1 SF DEBRIS 8 FT EAST AND 3 FT SOUTH OF NW CORNER

Remove damaged quantity see 
Table 4-4 02/07/02 02/07/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 55 1 EA CRACKED

Repair damaged quantity see Table 
4-4 08/23/01 08/23/02 01/26/02

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 56 7 EA UNWRAPPED AND 1EA CRACKED

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 83 12 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 04/27/01

3 025 Pipe Insulation, , , , PI G 90 1 LF GOUGE IN PIPE
Repair damaged quantity see Table 

4-4 02/08/01 02/08/02 04/27/01

057 Gasket, , , BOILER GASKET, GS G 90 4 LF FRAYED EDGES
Repair damaged quantity see Table 

4-4 09/07/01 09/07/02 01/26/02

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G 01A 20 SF LOOSE AND BROKEN TILES

Remove/Replace damaged 
quantity see Table 4-4 10/13/00 10/13/01 06/02/01

1 004 Floor Mastic, , , WITH HA 03, MF G 01A 20 SF LOOSE AND BROKEN TILES
Replace flooring/tiles damaged 

quantity see Table 4-4 11/12/00 11/12/01 06/02/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 01B 1 EA DAMAGED FITTING, EXPOSED MATERIAL

Repair damaged quantity see Table 
4-4 08/23/01 08/23/02 10/23/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 01C 8 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 01C 3 EA OPEN, EXPOSED ENDS

Repair damaged quantity see Table 
4-4 02/07/02 02/07/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 01C 1 EA GOUGED, OPEN ENDS, EXPOSED MATERIAL

Repair damaged quantity see Table 
4-4 06/18/02 06/18/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G

03 
SHOWERS 37 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G

05 
SHOWERS 4 EA CRACKED, EXPOSED EDGES O&M 02/07/02 02/07/03 06/28/04

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G

05 
SHOWERS 40 EA

UNWRAPPED, 2CF FELL OFF, 2SF OF DEBRIS RELEASE NEAR CT AREA OF 
SHOWERS

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 04/27/01

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G 11, 11C 4 SF BROKEN, MISSING TILES WITH EXPOSED MASTIC

Remove/Replace damaged 
quantity see Table 4-4 08/23/01 08/23/02 10/19/01

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G 11, 11C 4 SF BROKEN TILE & MASTIC

Remove/Replace damaged 
quantity see Table 4-4 01/03/99 01/03/00 06/02/01

1 004 Floor Mastic, , , WITH HA 03, MF G 11, 11C 4 SF BROKEN TILE& MASTIC
Replace flooring/tiles damaged 

quantity see Table 4-4 02/02/99 02/02/00 06/02/01

1 004 Floor Mastic, , , WITH HA 03, MF G 11, 11C 4 SF BROKEN, MISSING TILE WITH EXPOSED MASTIC
Replace flooring/tiles damaged 

quantity see Table 4-4 09/22/01 09/22/02 10/19/01

1 012
Floor Tile, WHITE, 12 X 12, WITH GREEN STREAKS, 
VT G 11, 18B 5 SF DAMAGED TILE

Remove/Replace damaged 
quantity see Table 4-4 01/03/99 01/03/00

1 013 Floor Mastic, BLACK, , WITH HA 012, MF G 11, 18B 5 SF DAMAGED TILE
Replace flooring/tiles damaged 

quantity see Table 4-4 02/02/99 02/02/00 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 11, 18B 80 EA UNWRAPPED AND 1 CF ON CT

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 01/24/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 11, 18B 5 EA CRACKED, EXPOSED EDGES O&M 02/07/02 02/07/03 06/28/04

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G 11E 2 SF BROKEN, CRACKED TILE O&M 11/07/02 11/07/03 06/28/04

1 004 Floor Mastic, , , WITH HA 03, MF G 11E 2 SF EXPOSED MASTIC O&M 12/07/02 12/07/03 06/28/04

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 11L 1 EA CRACKED WITH BROKEN END

Repair damaged quantity see Table 
4-4 08/23/01 08/23/02 03/07/02

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 11L 5 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 04/27/01

1 001
Floor Tile, OFF WHITE, 12" X 12", WITH LONG 
BROWN WOOD GRAIN MARKINGS, VT G 37, 37B 2 SF DAMAGED TILES

Remove/Replace damaged 
quantity see Table 4-4 01/03/99 01/03/00 06/02/01

1 002 Floor Mastic, , , WITH HA 01, MF G 37, 37B 2 SF DAMAGED TILES
Replace flooring/tiles damaged 

quantity see Table 4-4 02/02/99 02/02/00 06/02/01

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G 50A 10 SF LOOSE TILES

Remove/Replace damaged 
quantity see Table 4-4 02/08/01 02/08/02 06/02/01
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Table 4-4. Damaged and Significantly Damaged ACBM
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Hazard 
Ranking

Homogeneous 
Area Material Description Floor Room Damaged 

Quantity Units Damaged Description Response Action Scheduled 
Start Date

Scheduled  
End Date

Completion 
Date

1 004 Floor Mastic, , , WITH HA 03, MF G 50A 10 SF LOOSE TILES
Replace flooring/tiles damaged 

quantity see Table 4-4 03/10/01 03/10/02 06/02/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 50A 1 EA

SIGNIFICANTLY DAMAGED FITTING WITH REMNANT EXPOSED.  6 EA  
CRACKED AT WALL HANGERS AND ELBOW.  O&M 02/07/02 02/07/03 06/10/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 50A 7 EA BROKEN OPEN, MATERIAL EXPOSED

Repair damaged quantity see Table 
4-4 02/08/01 02/08/02 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 50A 1 EA DAMAGED AND CRACKED

Repair damaged quantity see Table 
4-4 08/23/01 08/23/02 10/23/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G

80, 87, 18 
MAIN HALL 1 EA FALLEN OFF 14' NORTH, 10' WEST OF SOUTHEAST CORNER

Remove damaged quantity see 
Table 4-4 02/08/01 02/08/02 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G

80, 87, 18 
MAIN HALL 6 EA

EXPOSED EDGES, AND 1 SF (BROKEN & FALLEN FITTING) ON TOP SPLINED 
CT 9 FT WEST OF RM. 90 

Remove damaged quantity see 
Table 4-4 02/07/02 02/07/03

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G

80, 87, 18 
MAIN HALL 1 EA DISTRIBUTED CRACKS AND OPEN ENDS 

Repair damaged quantity see Table 
4-4 12/23/03 12/22/04

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G

80, 87, 18 
MAIN HALL 12 EA

CRACKED, EXPOSED ENDS, BROKEN, RELEASE 1' WEST OF ACCESS 
PANEL LOCATED 8' WEST OF DOOR TO ROOM 90

Repair damaged quantity see Table 
4-4 08/23/01 08/23/02 10/23/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 90D 1 EA UNWRAPPED

Repair damaged quantity see Table 
4-4 02/08/01 02/08/02 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 90G 2 EA UNWRAPPED, 1 CRACKED

Repair damaged quantity see Table 
4-4 10/13/00 10/13/01 04/27/01

3 027
Cementitious Fitting, WHITE, 3 - 6" O.D, ON 
FIBERGLASS, CF G 90G 2 EA EXPOSED EDGES O&M 02/07/02 02/07/03 06/01/03

061
Ceiling Tile, WHITE, 12" X 12", WITH GOUGES AND 
PINHOLES, NEWER LOOKING, CT G

MAIN HALL 
(80, 87, 18) 10 SF BROKEN, HOLES, GOUGES

Remove damaged quantity see 
Table 4-4 02/08/01 02/08/02

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G-1 STAIR 14 10 SF FLOOR G- WATER DAMAGE

Remove/Replace damaged 
quantity see Table 4-4 04/24/00 04/24/01 04/27/01

1 004 Floor Mastic, , , WITH HA 03, MF G-1 STAIR 14 10 SF FLOOR G- WATER DAMAGE
Replace flooring/tiles damaged 

quantity see Table 4-4 05/24/00 05/24/01 04/27/01

1 004 Floor Mastic, , , WITH HA 03, MF G-1 STAIR 8 1 SF EXPOSED MASTIC O&M 07/13/02 07/13/03 06/04/03

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G-1 STAIR 9 1 SF BROKEN TILE O&M 06/13/02 06/13/03 06/04/03

1 004 Floor Mastic, , , WITH HA 03, MF G-1 STAIR 9 1 SF EXPOSED MASTIC O&M 07/13/02 07/13/03 06/04/03

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G-2 STAIR 12 14 SF WATER DAMAGE

Remove/Replace damaged 
quantity see Table 4-4 04/26/00 04/26/01 04/27/01

1 004 Floor Mastic, , , WITH HA 03, MF G-2 STAIR 12 14 SF WATER DAMAGE
Replace flooring/tiles damaged 

quantity see Table 4-4 05/26/00 05/26/01 04/27/01

1 019 Floor Mastic, , , WITH HA 18, MF G-2 STAIR 2 2 SF BROKEN TILES
Replace flooring/tiles damaged 

quantity see Table 4-4 02/02/99 02/02/00 06/02/01

1 019 Floor Mastic, , , WITH HA 18, MF G-2 STAIR 3 5 SF BROKEN TILES
Replace flooring/tiles damaged 

quantity see Table 4-4 02/02/99 02/02/00 06/02/01

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G-2 STAIR 6 15 SF WATER DAMAGE

Remove/Replace damaged 
quantity see Table 4-4 01/03/99 01/03/00 06/02/01

1 004 Floor Mastic, , , WITH HA 03, MF G-2 STAIR 6 15 SF WATER DAMAGE
Replace flooring/tiles damaged 

quantity see Table 4-4 02/02/99 02/02/00 06/02/01

1 003
Floor Tile, LIGHT GREEN, 12" X 12", WITH WHITE 
WOOD GRAIN MARKINGS, VT G-2 STAIR 7 3 SF WATER DAMAGE

Remove/Replace damaged 
quantity see Table 4-4 01/03/99 01/03/00 06/02/01

1 004 Floor Mastic, , , WITH HA 03, MF G-2 STAIR 7 3 SF WATER DAMAGE
Replace flooring/tiles damaged 

quantity see Table 4-4 02/02/99 02/02/00 06/02/01
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Table 4-5. Inaccessible Areas
School Name: Shaw JHS
Building #: 432 Updated with Field Data form field Visit on:  01/08/2007

Floor Room Comments

There are no noted inaccessible areas for this school.
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