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WS- 001245 7/19/2024 7/19/2025 Basement Bottle Filler In cafeteria WF-07192024-001245 10/17/2024 FT-FY25-10032024-001245-A <2 FT-FY25-10032024-001245-B <2

WS- 001246 7/19/2024 7/19/2025 Basement Cooler In cafeteria High Left WF-07192024-001246 10/17/2024 FT-FY25-10032024-001246-A <2 FT-FY25-10032024-001246-B <2

WS- 001247 7/19/2024 7/19/2025 Basement Cooler In cafeteria Low Right WF-07192024-001247 10/17/2024 FT-FY25-10032024-001247-A <2 FT-FY25-10032024-001247-B <2

WS- 001250 5/21/2024 5/21/2025 2 Combo Fountain In library room 204B WF-05212024-001250 10/17/2024 FT-FY25-10032024-001250-A <2 FT-FY25-10032024-001250-B <2

WS- 001252 5/21/2024 5/21/2025 2 Combo Fountain In room 220 Makerspace WF-05212024-001252 10/17/2024 FT-FY25-10032024-001252-A <2 FT-FY25-10032024-001252-B <2

WS- 001253 5/21/2024 5/21/2025 2 Break Room In staff lounge 208 WF-05212024-001253 10/17/2024 FT-FY25-10032024-001253-A <2 FT-FY25-10032024-001253-B <2

WS- 001254 5/21/2024 5/21/2025 2 Combo Fountain In staff lounge 208 WF-05212024-001254 10/17/2024 FT-FY25-10032024-001254-A <2 FT-FY25-10032024-001254-B <2

WS- 001255 5/21/2024 5/21/2025 3 Bottle Filler In hallway adjacent to room 305 WF-05212024-001255 10/17/2024 FT-FY25-10032024-001255-A <2 FT-FY25-10032024-001255-B <2

WS- 001257 5/21/2024 5/21/2025 3 Bottle Filler In hallway adjacent to room 312 WF-05212024-001257 10/17/2024 FT-FY25-10032024-001257-A <2 FT-FY25-10032024-001257-B <2

WS- 001258 5/21/2024 5/21/2025 3 Cooler In hallway adjacent to room 312 WF-05212024-001258 10/17/2024 FT-FY25-10032024-001258-A <2 FT-FY25-10032024-001258-B <2

WS- 004820 5/21/2024 5/21/2025 1 Cooler In hallway between locker rooms WF-05212024-004820 10/17/2024 FT-FY25-10032024-004820-A <2 FT-FY25-10032024-004820-B <2

WS- 009170 8/18/2023 8/18/2024 1 Health Suite In health suite room 138 WF-08182023-009170 10/17/2024 FT-FY25-10032024-009170-A <2 FT-FY25-10032024-009170-B <2

WS- 009171 5/21/2024 5/21/2025 1 Bottle Filler In hallway adjacent to room 129 WF-05212024-009171 10/17/2024 FT-FY25-10032024-009171-A <2 FT-FY25-10032024-009171-B <2

WS- 009172 5/21/2024 5/21/2025 1 Cooler In hallway adjacent to room 129 WF-05212024-009172 10/17/2024 FT-FY25-10032024-009172-A <2 FT-FY25-10032024-009172-B <2

WS- 009173 5/21/2024 5/21/2025 1 Bottle Filler In hallway adjacent to room 112 WF-05212024-009173 10/17/2024 FT-FY25-10032024-009173-A <2 FT-FY25-10032024-009173-B <2

WS- 009174 5/21/2024 5/21/2025 1 Cooler In hallway adjacent to room 112 WF-05212024-009174 10/17/2024 FT-FY25-10032024-009174-A <2 FT-FY25-10032024-009174-B <2

WS- 009176 5/21/2024 5/21/2025 2 Bottle Filler In hallway adjacent to room 217 WF-05212024-009176 10/17/2024 FT-FY25-10032024-009176-A <2 FT-FY25-10032024-009176-B <2

WS- 009177 5/21/2024 5/21/2025 2 Cooler In hallway adjacent to room 217 WF-05212024-009177 10/17/2024 FT-FY25-10032024-009177-A <2 FT-FY25-10032024-009177-B <2

WS- 009178 5/21/2024 5/21/2025 2 Bottle Filler In hallway across from room A214 WF-05212024-009178 10/17/2024 FT-FY25-10032024-009178-A <2 FT-FY25-10032024-009178-B <2

WS- 009179 5/21/2024 5/21/2025 2 Cooler In hallway across from room A214 WF-05212024-009179 10/17/2024 FT-FY25-10032024-009179-A 2.1 FT-FY25-10032024-009179-B <2
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WS- 001242 1/9/2024 1/9/2025 Basement Food Prep Sink In kitchen third clockwise from entrance (on back wall) WF-01092024-001242 10/17/2024 FT-FY25-10032024-001242-A <2 FT-FY25-10032024-001242-B <2

WS- 001243 1/9/2024 1/9/2025 Basement Food Prep Sink In kitchen fourth clockwise from entrance Left WF-01092024-001243 10/17/2024 FT-FY25-10032024-001243-A <2 FT-FY25-10032024-001243-B <2

WS- 001244 1/9/2024 1/9/2025 Basement Food Prep Sink In kitchen fifth clockwise from entrance Right WF-01092024-001244 10/17/2024 FT-FY25-10032024-001244-A <2 FT-FY25-10032024-001244-B <2

Due to changes in water sampling analysis equipment at the laboratory from previous years, the level of detection (LOD) for lead in drinking water is now <2ppb.

Food Prep Sink
Less than 5ppb - Devices requiring no remediation

Garnet-Patterson S.T.A.Y Lead in Water Test Results

FY25 Filter Test
Less than 5ppb - Devices requiring no remediation


