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WS- 005280 7/22/2025 7/22/2026 Ground Floor Bottle Filler In cafeteria/gym bubble WF-07222025-005280 8/7/2025 FT-FY26-08012025-005280-A <2 FT-FY26-08012025-005280-B <2

WS- 005281 7/22/2025 7/22/2026 Ground Floor Cooler In cafeteria/gym bubble High Left WF-07222025-005281 8/7/2025 FT-FY26-08012025-005281-A <2 FT-FY26-08012025-005281-B <2

WS- 005282 7/22/2025 7/22/2026 Ground Floor Cooler In cafeteria/gym bubble Low Right WF-07222025-005282 8/7/2025 FT-FY26-08012025-005282-A <2 FT-FY26-08012025-005282-B <2

WS- 005284 7/24/2025 7/24/2026 Ground Floor Break Room In room D103 teacher lounge WF-07242025-005284 8/7/2025 FT-FY26-08012025-005284-A <2 FT-FY26-08012025-005284-B <2

WS- 005285 7/22/2025 7/24/2026 Ground Floor Cooler In hallway adjacent to D110 High Left WF-07222025-005285 8/7/2025 FT-FY26-08012025-005285-A <2 FT-FY26-08012025-005285-B <2

WS- 005286 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to D110 Low Left WF-07222025-005286 8/7/2025 FT-FY26-08012025-005286-A <2 FT-FY26-08012025-005286-B <2

WS- 005287 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to D110 High Right WF-07222025-005287 8/7/2025 FT-FY26-08012025-005287-A <2 FT-FY26-08012025-005287-B <2

WS- 005288 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to D110 Low Right WF-07222025-005288 8/7/2025 FT-FY26-08012025-005288-A <2 FT-FY26-08012025-005288-B <2

WS- 005289 7/22/2025 7/22/2026 Ground Floor Health Suite In room C110A treatment WF-07222025-005289 8/7/2025 FT-FY26-08012025-005289-A <2 FT-FY26-08012025-005289-B <2

WS- 005290 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to C110 High Left WF-07222025-005290 8/7/2025 FT-FY26-08012025-005290-A <2 FT-FY26-08012025-005290-B <2

WS- 005291 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to C110 Low Left WF-07222025-005291 8/7/2025 FT-FY26-08012025-005291-A <2 FT-FY26-08012025-005291-B <2

WS- 005292 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to C110 High Right WF-07222025-005292 8/7/2025 FT-FY26-08012025-005292-A <2 FT-FY26-08012025-005292-B <2

WS- 005293 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to C110 Low Right WF-07222025-005293 8/7/2025 FT-FY26-08012025-005293-A <2 FT-FY26-08012025-005293-B <2

WS- 005294 7/22/2025 7/22/2026 Ground Floor Classroom Faucet In room C118 WF-07222025-005294 8/7/2025 FT-FY26-08012025-005294-A <2 FT-FY26-08012025-005294-B <2

WS- 005295 7/22/2025 7/22/2026 Ground Floor Classroom Faucet In room C118 WF-07222025-005295 8/7/2025 FT-FY26-08012025-005295-A <2 FT-FY26-08012025-005295-B <2

WS- 005296 7/22/2025 7/22/2026 Ground Floor Bathroom In room B101T WF-07222025-005296 8/7/2025 FT-FY26-08012025-005296-A <2 FT-FY26-08012025-005296-B <2

WS- 005297 7/22/2025 7/22/2026 Ground Floor Bathroom In room B102T WF-07222025-005297 8/7/2025 FT-FY26-08012025-005297-A <2 FT-FY26-08012025-005297-B <2

WS- 005298 7/22/2025 7/22/2026 Ground Floor Bathroom In room B103T WF-07222025-005298 8/7/2025 FT-FY26-08012025-005298-A <2 FT-FY26-08012025-005298-B <2

WS- 005299 7/22/2025 7/22/2026 Ground Floor Bathroom In room B104T WF-07222025-005299 8/7/2025 FT-FY26-08012025-005299-A <2 FT-FY26-08012025-005299-B <2

WS- 005301 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to B108 High Left WF-07222025-005301 8/7/2025 FT-FY26-08012025-005301-A <2 FT-FY26-08012025-005301-B <2

WS- 005302 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to B108 Low Left WF-07222025-005302 8/7/2025 FT-FY26-08012025-005302-A <2 FT-FY26-08012025-005302-B <2

WS- 005303 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to B108 High Right WF-07222025-005303 8/7/2025 FT-FY26-08012025-005303-A <2 FT-FY26-08012025-005303-B <2

WS- 005304 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to B108 Low Right WF-07222025-005304 8/7/2025 FT-FY26-08012025-005304-A <2 FT-FY26-08012025-005304-B <2

WS- 005305 7/22/2025 7/22/2026 Ground Floor Break Room In room B116 teacher lounge WF-07222025-005305 8/7/2025 FT-FY26-08012025-005305-A <2 FT-FY26-08012025-005305-B <2

WS- 005306 7/22/2025 7/22/2026 Ground Floor Bathroom In room A101T WF-07222025-005306 8/7/2025 FT-FY26-08012025-005306-A <2 FT-FY26-08012025-005306-B <2

WS- 005307 7/22/2025 7/22/2026 Ground Floor Bathroom In room A102T WF-07222025-005307 8/7/2025 FT-FY26-08012025-005307-A <2 FT-FY26-08012025-005307-B <2

WS- 005308 7/22/2025 7/22/2026 Ground Floor Bathroom In room A103T WF-07222025-005308 8/7/2025 FT-FY26-08012025-005308-A <2 FT-FY26-08012025-005308-B <2

WS- 005309 7/22/2025 7/22/2026 Ground Floor Bathroom In room A104T WF-07222025-005309 8/7/2025 FT-FY26-08012025-005309-A <2 FT-FY26-08012025-005309-B <2

WS- 005310 7/22/2025 7/22/2026 Ground Floor Bathroom In room A105T WF-07222025-005310 8/7/2025 FT-FY26-08012025-005310-A <2 FT-FY26-08012025-005310-B <2

WS- 005311 7/22/2025 7/22/2026 Ground Floor Break Room In room A108 teacher lounge WF-07222025-005311 8/7/2025 FT-FY26-08012025-005311-A <2 FT-FY26-08012025-005311-B <2

WS- 005312 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to A110 High Left WF-07222025-005312 8/7/2025 FT-FY26-08012025-005312-A <2 FT-FY26-08012025-005312-B <2

WS- 005313 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to A110 Low Left WF-07222025-005313 8/7/2025 FT-FY26-08012025-005313-A <2 FT-FY26-08012025-005313-B <2

WS- 005314 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to A110 High Right WF-07222025-005314 8/7/2025 FT-FY26-08012025-005314-A <2 FT-FY26-08012025-005314-B <2

WS- 005315 7/22/2025 7/22/2026 Ground Floor Cooler In hallway adjacent to A110 Low Right WF-07222025-005315 8/7/2025 FT-FY26-08012025-005315-A <2 FT-FY26-08012025-005315-B <2

Burroughs EC Swing Space Lead in Water Test Results

FY26 Filter Test
Less than 5ppb - Devices requiring no remediation



WS- 005316 7/22/2025 7/22/2026 Ground Floor Bathroom In room A112T WF-07222025-005316 8/7/2025 FT-FY26-08012025-005316-A <2 FT-FY26-08012025-005316-B <2

WS- 005317 7/22/2025 7/22/2026 Ground Floor Bathroom In room A111T WF-07222025-005317 8/7/2025 FT-FY26-08012025-005317-A <2 FT-FY26-08012025-005317-B <2

WS- 005318 7/22/2025 7/22/2026 Ground Floor Bathroom In room A113T WF-07222025-005318 8/7/2025 FT-FY26-08012025-005318-A <2 FT-FY26-08012025-005318-B <2

WS- 005319 7/22/2025 7/22/2026 Ground Floor Bathroom In room A114T WF-07222025-005319 8/7/2025 FT-FY26-08012025-005319-A <2 FT-FY26-08012025-005319-B <2
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WS- 005279 7/22/2025 7/22/2026 Ground Floor Food Prep Sink In kitchen trailer 4th clockwise from entry WF-07222025-005279 8/7/2025 FT-FY26-08012025-005279-A 2.4 FT-FY26-08012025-005279-B <2

Due to changes in water sampling analysis equipment at the laboratory from previous years, the level of detection (LOD) for lead in drinking water is now <2ppb.

Food Prep Sink
Less than 5ppb - Devices requiring no remediation


