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MCC C MOTOR CONTROLS SPECTRA SERIES 644X0561L01 GE 600A, 480V/3P BASEMENT (CHILLER ROOM); SECTION 

DISCONNECT SWITCH 300 LINE CONTROL CR308 GE BASEMENT (CHILLER ROOM)  

DISCONNECT SWITCH BASEMENT (CHILLER ROOM)  SERVES 
PUMP 4.1

BUS PLUG SPECTRA SERIES FLEX-A-PLUG GE 400A? GRND. FLOOR EAST CLOSET - TOO HIGH-
COULDN'T REACH PANEL "M4NGA"

BUS PLUG FLEX-A-PLUG SB463RG GE 100AS, 100AF GRND. FLOOR EAST CLOSET - PANEL 
"L4NGA"

BUS PLUG FLEX-A-PLUG SB464RG GE 200AS, 125AF GRND. FLOOR EAST CLOSET - NOT MARKED 
- WENT DOWN

BUS RISER FEIAAAAZACDZZZZ GE 1200A, 600V GRND. FLOOR EAST CLOSET - ITEM# 20A-
02600819-CP1

LIGHTING CONTROLS ELITE-8-E0820011 13345 INTELLEGENT LIGHTING 
CONTROLS 1999 GRND. FLOOE EAST CLOSET BELOW PANEL 

"L4NGA"

DISCONNECT SWITCH GE 200A NEW GRND. FLOOR EAST

BATTERY CABINET 72-160250-31-JC-12-370 222999-02 MGE. UPS SYST. GRND. FLOOR EAST

BATTERY CABINET 72-160802-42-65-KWA 236926-00 MGE. UPS SYST. GRND. FLOOR EAST

BUS PLUG GE 100A GRND. FLOOR EAST ELECTRIC PANEL 
L4N1B

BUS LUG GE 400A GRND. FLOOR WEST ELECTRIC PANEL 
MAN1B

BUS RISER FEIAAAAZACDZZZZ 19B-02600819 CP1 GE 1200A, 600V GRND. FLOOR WEST ELECTRIC

BUS PLUG FLEX-A-PLUG SB465RGR GE 400AS, 225AF GRND. FLOOR WEST ELECTRIC PANEL 
"M4NGB"

BUS PLUG FLEX-A-PLUG SB463RGR GE 100AS, 100AF GRND. FLOOR WEST ELECTRIC PANEL 
"L4NCB"

BUS PLUG FLEX-A-PLUG SB463RGR GE 100AS, 100AF GRND. FLOOR WEST ELECTRIC PANEL 
"L4NGB"

BUS PLUG FLEX-A-PLUG SB465RGR GE 400AS, 225AF 1ST FLOOR EAST PANEL "M4N1A"

BUS PLUG FLEX-A-PLUG SB463RGR GE 100AS, 100AF 1ST FLOOR EAST PANEL "L4N1A"

LIGHTING CONTROLS ELITE-16 E1620011 13343 INTELLEGENT LIGHTING 
CONTROLS 3/11/1999 1ST FLOOR EAST PANEL BELOW PANEL 

"L4N1A"

Project Name/Address: Wilson Building

Electrical Equipment List
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VFD FOR AHU AMIV-20-46 97700852 YORK 22KVA 1ST FLOOR WEST MECHANICAL
ROOM

BUS PLUG FLEX-A-PLUG SB465RG GE 400AS, 225AF 2ND FLOOR EAST PANEL "M4N2A"
BUS PLUG FLEX-A-PLUG SB463RG GE 100AS, 100AF 2ND FLOOR EAST PANEL "L4N2A"
LIGHTING
CONTROLS ELITE-8 E0820011 13348 INTELLIGENT LIGHTING 

CONTROLS N/A 3-11-99 2ND FLOOR EAST BELOW PANEL
"L4N2A"

BUS PLUG FLEX-A-PLUG
SB463RGR GE 100AS, 100AF 2ND FLOOR WEST PANEL "L4N2B"

BUS PLUG FLEX-A-PLUG
SB465RGR GE 400AS, 225AF 2ND FLOOR WEST PANEL "M4N2B"

BUS PLUG FLEX-A-PLUG SB465RG GE 400AS, 225AF 3RD FLOOR EAST PANEL "M4N3A"
BUS PLUG FLEX-A-PLUG SB463RGR GE 100AS, 100AF 3RD FLOOR EAST PANEL "L4N3A"

LIGHTING CONTROLS ELITE-8 E0820011 13347 INTELLIGENT LIGHTING 
CONTROLS N/A 3-11-99 3RD FLOOR EAST BELOW PANEL

"L4N3A"
BUS PLUG FLEX-A-PLUG SB465RGR GE 400AS, 225AF 3RD FLOOR WEST PANEL "M4N33"
BUS PLUG FLEX-A-PLUG SB463RGR GE 100AS, 100AF 3RD FLOOR WEST PANEL "L4N3B"
BUS PLUG FLEX-A-PLUG SB465RG GE 400AS, 225AF 4TH FLOOR WEST PANEL "M4N4B"
BUS PLUG FLEX-A-PLUG SB463RG GE 100AS, 100AF 4TH FLOOR WEST PANEL "L4N4B"

BUS PLUG FLEX-A-PLUG SB465RGR GE 400AS, 225AF 5TH FLOOR EAST PANEL "M4N5A"
(UPSIDE DOWN)

BUS PLUG FLEX-A-PLUG
SB463RGR GE 100AS, 100AF 5TH FLOOR EAST PANEL "L4N5A"

LIGHTING CONTROLS ELITE-8 E-0820011 INTELLIGENT LIGHTING 
CONTROLS N/A 4-9-99 5TH FLOOR EAST BELOW PANEL

"L4N5A"
BUS PLUG FLEX-A-PLUG SB465RG GE 400AS, 225AF 5TH FLOOR WEST PANEL "M4N5B"
BUS PLUG FLEX-A-PLUG SB463RG2 GE 100AS, 100AF 5TH FLOOR WEST PANEL "L4N5B"
LIGHTING
CONTROLS ELITE-8 E-0820011 INTELLIGENT LIGHTING

CONTROLS N/A 3-11-99 5TH FLOOR WEST BELOW PANEL
"P2N5B"

MCC 644X0561L02 M82064 GE 600A 6TH FLOOR CENTER (4) SECTIONS
DISCONNECT
SWITCH ATTIC EAST

DISCONNECT
SWITCH GE 2 HP, 600V ATTIC EAST; SERVES AHU-5

DISCONNECT
SWITCH GE 50 HP, 600V ATTIC EAST; SERVES ELEC. HEAT FOR AHU-

5, TURNED OFF
DISCONNECT
SWITCH 20 HP, 600V ATTIC EAST; SERVES HEAT RECOVERY FOR 

AHU-5, TURNED OFF
STARTER ALLEN BRADLEY
DISCONNECT
SWITCH NF353 SIEMENS 100A/3P/600V SERIES A ATTIC WEST

SAFETY
SWITCH CT#3 NF652H SIEMENS 60A/3P/600V NEMA 3R ROOF WEST

SAFETY
SWITCH CT#4 NF652H SIEMENS 60A/3P/600V NEMA 3R ROOF WEST
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SAFETY
SWITCH AHU-5 NF351 SIEMENS 30A/3P/600V NEMA 1

SAFETY
SWITCH AHU-4
HTR.

NF352 SIEMENS 60A/3P/600V NEMA 1

BUS PLUG FLEX-A-PLUG SB463RG GE 100AS, 100AF 6TH FLOOR WEST PANEL "L4NPB"

BUS PLUG FLEX-A-PLUG SB465RG GE 400AS, 225AF 6TH FLOOR WEST PANEL "M4NPB"

SAFETY SWITCH P-2.4 HEAVY DUTY NF352 SIEMENS 60A/3P/600V
NEMA1

SAFETY
SWITCH P-2.3 HEAVY DUTY NF352 SIEMENS 60A/3P/600V NEMA1

SAFETY
SWITCH P2.2 HEAVY DUTY NF352 SIEMENS 60A/3P/600V NEMA 1

COMBO
STARTER P2.1

300 LINE CONTROL
CR308 GENERAL ELECTRIC 601/3P/600V

NEMASIZE 2 60A FUSES

SAFETY
SWITCH P4.1 HEAVY DUTY NF352 SIEMENS 60A/3P/600V NEMA 1

SAFETY
SWITCH CONDENSER UNIT GENERAL DUTY GE 60A/30/240V NEMA 3R 1998? ROOF FOR CONDENSING UNIT

SAFETY
SWITCH CONDENSER UNIT GENERAL DUTY GE 60A/30/240V NEMA 3R 1998? ROOF FOR CONDENSING UNIT

SAFETY
SWITCH HEAVY DUTY NFR351 SIEMENS 30A/3P/600V NEMA 3R CT#2 HEATER

COMBO
STARTER ECN1612AAA CUTLER HAMMER 30A/3P/600V NEMA SIZE 1 "REMOTE RADIATOR" NIS (N3R)

COMBO STARTER ECN1632AAF CUTLER HAMMER 1OOA/3P/600V
NEMA SIZE 3 1998 CT#1 704F

SAFETY SWITCH HEAVY DUTY NF652H SIEMENS 60A/3P/600V NEMA 3R 1998? CT #2

SAFETY SWITCH HEAVY DUTY NFR351 SIEMENS 30A/3P/600V NEMA 3R CT #1 HEATER

SAFETY SWITCH HEAVY DUTY TH3361R GE 30A/3P/600V NEMA 3R AT LIEBERT COND.UNIT AT EAST     
WELL

SAFETY SWITCH GENERAL DUTY SQUARED 60A/3P/240V NEMA 3R FOR CARRIER CU'S IN EAST WELL
SAFETY SWITCH GENERAL DUTY SQUARED 60A/3P/240V NEMA 3R FOR CARRIER CU'S IN EAST WELL

SWITCHBOARD SPECTRA SERIES 
SWITCHBOARDS 6660665D01 GE 4000AMPS 9/05 MAIN ELEC ROOM

MAIN SWITCH CATALOG NO.
THPC3640G3TRT1 GE 4000 AMPS 9/05 MAIN ELEC ROOM; W/ GFI
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FEEDER
SWITCH

CATALOG NO.
SKPB36BD1200 GE 1200 AMPS 9/05 MAIN ELEC ROOM

FEEDER
SWITCH

CATALOG NO.
SKPB36BD1200 GE 1200 AMPS 9/05 MAIN ELEC ROOM

FEEDER
SWITCH

CATALOG NO.
SKPB36BD1200 GE 1200AMPS 9/05 MAIN ELEC ROOM

FEEDER
SWITCH CATALOG NO. SFPA36AT0250 GE 225AMPS 9/05 MAIN ELEC ROOM

FEEDER SWITCH CATALOG NO. SFPA36AT0250 GE 225AMPS 9/05 MAIN ELEC ROOM

SWITCHBOARD SPECTRA SERIES 6660665D02 GE 4000 AMPS 9/99 MAIN ELEC ROOM
METER POWER LEADER EPM GE 4000 AMPS 9/99 MAIN ELEC ROOM; 1 FOR EACH
MAIN SWITCH THPC3640G3T GE 4000 AMPS 9/99 MAIN ELEC ROOM; W/ GFI

FEEDER SWITCH CATALOG NO. SGPA36AT0400 GE 300 AMPS 9/99 MAIN ELEC ROOM

FEEDER SWITCH CATALOG NO. SGPA36AT0400 GE 300 AMPS 9/99 MAIN ELEC ROOM

FEEDER
SWITCH

CATALOG NO.
SGPA36AT0400 GE 400 AMP 9/99 MAIN ELEC ROOM

FEEDER
SWITCH SKPA36AT1200 GE 1200 AMPS 9/99 MAIN ELEC ROOM

FEEDER SWITCH SGPA36AT0600 GE 500 AMPS 9/99 MAIN ELEC ROOM
FEEDER SWITCH SGPA36AT0400 GE 400 AMPS 9/99 MAIN ELEC ROOM
FEEDER
SWITCH SGPA36AT0400 GE 300AMPS 9/99 MAIN ELEC ROOM

FEEDER
SWITCH SGPA36AT0400 GE 300 AMPS 9/99 MAIN ELEC ROOM

SAFETY SWITCH F355 SERIES B SIEMENS 400/3/600/N1 9/99 MAIN ELEC ROOM, ATS #1
ENCLOSED
BREAKER GE 9/99 MAIN ELEC ROOM, FIRE PUMP

SAFETY
SWITCH JU325 SERIES B SIEMENS 400/3/240/N1 9/99 MAIN ELEC ROOM, ATS #2

(INSIDE) CATALOG NO. F357L
SERIES A SIEMENS 800/3/600/NI 9/99 MAIN ELEC ROOM,MISLABELED?

(VOLTAGE TESTER)
METER POWER LEADER EPM GE 9/05 MAIN ELEC ROOM, 1 FOR EACH

SAFETY SWITCH CATALOG NO. D324NRB SQUARE D 200/3/240/N3R GENERATOR ROOM, (2) 200 AMP
FUSES

ATS#4 A300322591XC 174718 ASCO 225/3/480 2006 GENERATOR ROOM
ATS A300322591C 173204-10 ASCO 225/3/480 2006 GENERATOR ROOM
ATS2 lfSL60EC-7 1309507.1.1 ZENITH CONTROLS 600/3/480 1999 GENERATOR ROOM
ATS 1 ZTSL40FC-7 1305526.1.3 ZENITH CONTROLS 400/4/480 1999 GENERATOR ROOM
DAY TANK DRYCO 75GAL GENERATOR ROOM,DOUBLE WALL

GENERATOR ENGINE 3412
ALT.SR4 AFK00085 CATERPILLER 750 KW 2000 GENERATOR ROOM, BATTERIES 3/08

XFMR 9T23B3873 GE 45KVA MAIN ELEC ROOM "CCW"
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XFMR 9T23B3873 GE 45KVA MAIN ELEC ROOM "PCW"
XFMR 50S3H SQUARE D 50KVA GENERATOR ROOM,"NEXTEL"
XFMR 9T23Q9872 GE 30KVA GENERATOR ROOM,"ELV"

XFMR 9T23B3873 GE 45KVA GRND. FLOOR EAST ELEC CLOSET
"P2NGA"

XFMR 9T23B3872 GE 30 KVA GRND. FLOOR EAST ELEC CLOSET
"P2EGA"

XFMR 9T23B3873 GE 45 KVA GRND. FLOOR WEST TENANT ELEC CLOSET 
"CGW1"

XFMR 9T23B3873 GE 45 KVA GRND. FLOOR WEST TENANT ELEC CLOSET 
"PGW1"

XFMR 9T23B3873 GE 45 KVA GRND. FLOOR WEST COMMON ELEC 
CLOSET "P2NGB"

XFMR 9T23B3873 TYPE QL GE 45 KVA 1st FLOOR EAST TENANT CLOSET - ROOM 
WARM "P2N1A"

XFMR 9T23B3873 TYPE QL GE 45 KVA 1st FLOOR EAST TENANT CLOSET - ROOM 
WARM "P1W1"

XFMR 9T23B3873 TYPE QL GE 45 KVA 1st FLOOR EAST TENANT CLOSET - ROOM 
WARM "P1W3"

XFMR 9T23B3873 TYPE QL GE 45 KVA 1st FLOOR EAST TENANT CLOSET - ROOM 
WARM "C1W1"

XFMR 9T23B3873 GE 45 KVA 2nd FLOOR EAST ELEC CLOSET "P2N2A"

XFMR 9T23B3873 TYPE QL GE 45 KVA 2nd FLOOR WEST ELEC CLOSET (TENANT) 
"C2W"

XFMR 9T23B3873 TYPE QL GE 45 KVA 2nd FLOOR WEST ELEC CLOSET (TENANT) 
"PSW"

XFMR 9T23B3873 TYPE QL GE 45 KVA 2nd FLOOR WEST ELEC CLOSET "P2N2B"

XFMR 9T23B3873 TYPE QL GE 45 KVA 3rd FLOOR EAST COMMON ELEC CLOSET 
"P2N3A"

XFMR 9T23B3873 TYPE QL GE 45 KVA GRND. FLOOR EAST, FEEDS PGE1
XFMR 9T23B3873 TYPE QL GE 45 KVA GRND. FLOOR EAST, FEEDS CGE1
XFMR 9T23B3872 TYPE QL GE 30 KVA GRND. FLOOR WEST, FEEDS P2EGB
XFMR 9T23Q3873 TYPE QL GE 45 KVA 1st FLOOR EAST
XFMR 9T23Q3873 TYPE QL GE 45 KVA 1st FLOOR EAST
XFMR 9T23Q3873 TYPE QL GE 45 KVA 1st FLOOR EAST
XFMR 9T23B3873 TYPE QL GE 45 KVA 1st FLOOR WEST  
XFMR 9T23B3873 TYPE QL GE 45 KVA 1st FLOOR WEST  
XFMR 9T23B3873 TYPE QL GE 45 KVA 2nd FLOOR WEST
XFMR 9T23B3873 TYPE QL GE 45 KVA 2nd FLOOR WEST

XFMR 9T23B3872 TYPE QL GE 30 KVA 3rd FLOOR EAST COMMON ELEC CLOSET 
"P2E3A"

XFMR 9T23B3873 TYPE QL GE 45 KVA 3rd FLOOR EAST
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XFMR 9T23B3873 TYPE QL GE 45 KVA 3rd FLOOR WEST COMMON ELEC CLOSET 
"P2N3B"

XFMR 9T23B3872 TYPE QL GE 30 KVA 3rd FLOOR WEST COMMON ELEC CLOSET 
"P2E3B"

XFMR 9T23B3873 TYPE QL GE 45 KVA 3rd FLOOR WEST
XFMR 9T23B3873 TYPE QL GE 45 KVA 3rd FLOOR WEST, FEEDS P3W SECT. 1

XFMR 9T23B3873 GE 45 KVA 4th FLOOR EAST COMMON ELEC CLOSET 
"P2N4A"

XFMR 9T23B3873 TYPE QL GE 45 KVA 4th FLOOR EAST  
XFMR 9T23B3873 TYPE QL GE 45 KVA 4th FLOOR EAST  

XFMR 9T23133873 TYPE QL GE 45 KVA 4th FLOOR WEST COMMON ELEC CLOSET 
"P2N4B"

XFMR 9T23B3873 TYPE QL GE 45 KVA 4th FLOOR WEST
XFMR 9T23B3873 TYPE QL GE 45 KVA 4th FLOOR WEST

XFMR 9T23B3872 TYPE QL GE 30 KVA 5th FLOOR EAST COMMON ELEC CLOSET 
"P2E5A"

XFMR 9T23B3873 TYPE QL GE 45 KVA 5th FLOOR EAST COMMON ELEC CLOSET 
"P2N5A"

XFMR 9T23B3873 TYPE QL GE 45 KVA 5th FLOOR EAST, FEEDS P5E
XFMR 9T23Q9873 TYPE QL GE 45 KVA 5th FLOOR EAST, FEEDS C5E
XFMR 9T23Q9873 TYPE QL GE 45 KVA 5th FLOOR WEST
XFMR 9T23Q9873 TYPE QL GE 45 KVA 5th FLOOR WEST, FEEDS C5W

XFMR 9T23B3873 TYPE QL GE 45 KVA 5th FLOOR WEST COMMON ELEC CLOSET 
"P2N5B"

XFMR 9T23B3873 GE 45 KVA 6th FLOOR WEST
XFMR 9T23Q9871 TYPE QL GE 15 KVA ATTIC WEST, FEEDS EHV-PH
XFMR 9T23B3873 TYPE QL GE 45 KVA ATTIC WEST, FEEDS PPW1
XFMR 9T23B3873 TYPE QL GE 45 KVA ATTIC WEST, FEEDS CPW1
XFMR 9T23B3872 TYPE QL GE 30 KVA ATTIC  WEST, FEEDS L4EPB & P2EPB

PANELBOARD PCW1 A SERIES GE 208/120V, 3PH,
4W / 225A MAIN ELEC. ROOM

PANELBOARD PCW2 A SERIES GE 208/120V, 3PH,
4W I 225A MAIN ELEC. ROOM

PANELBOARD CCW1 A SERIES GE 208/120V, 3PH,
4W / 225A MAIN ELEC.ROOM

PANELBOARD
CCW2 A SERIES GE 208/120V, 3PH,

4W / 225A MAIN ELEC.ROOM

PANELBOARD
EDP SPECTRA SERIES GE 480/277V, 3PH,

4W / 800A GENERATOR ROOM, 225A/3P

PANELBOARD
EHV-C A SERIES GE 480/277V, 3PH,

4W I 225A GENERATOR ROOM

PANELBOARD
ELV-C A SERIES GE 208/120V, 3PH,

4W / 100A GENERATOR ROOM
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PANELBOARD
D4EC SCP PLUS GE 480/277V,3PH,

4W / 800A GENERATOR ROOM

PANELBOARD
D4SBC SPECTRA SERIES GE 480/277V, 3PH,

4W / 400A GENERATOR ROOM

PANELBOARD
D4ECA SCP PLUS GE 480/277, 3PH, 4W,

600A GENERATOR ROOM

PANELBOARD
L4EGA A-SERIES AEF3301MBX GE 480/277V, 3PH,

4W / 125A GRND.FLOOR EAST ELEC. CLOSET

PANELBOARD
P2EGA A-SERIES AQF3422AT GE 208/120V, 3PH,

4W I 100A GRND. FLOOR EAST ELEC.CLOSET

PANELBOARD M4NGA A-SERIES AEF3422MT GE 480/277V, 3PH,
4W I 225A GRND. FLOOR EAST ELEC. CLOSET

PANELBOARD L4NGA A-SERIES AEF3301MT GE 480/277V, 3PH,
4W / 125A GRND. FLOOR EAST ELEC. CLOSET

PANELBOARD
P2NGA A-SERIES AQF3302AT GE 208/120V, 3PH,

4W / 150A GRND.FLOOR EAST ELEC. CLOSET

PANELBOARD SPECTRA SERIES APNB BOLT GE 480/277V,3PH,
4W I 1200A GRND.FLOOR EAST

PANELBOARD MGE A-SERIES
AQF3422ABX GE 480/277V, 3PH,

4W / 225A GRND.FLOOR EAST

PANELBOARD PEG1 A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A GRND. FLOOR EAST

PANELBOARD
PGE2

A-SERIES
AQF3422MBX GE 208/120V, 3PH,

4W / 225A GRND. FLOOR EAST

PANELBOARD CGE1 A-SERIES AQF3422ABX GE 208/120V,3PH, 4W / 225A GRND.FLOOR EAST

PANELBOARD
CGE2 A-SERIES AQF3422MBX GE 208/120V, 3PH,

4W / 225A GRND.FLOOR EAST

PANELBOARD LGEN A-SERIES
AQF3441ABX GE 208/120V, 3PH,

4W / 125A GRND.FLOOR EAST

PANELBOARD AGEN A-SERIES AEF3422MTX GE 480/277V, 3PH,
4W / 225A

GRND.FLOOR EAST,MAIN EQUIP./COMP. 
ROOM

PANELBOARD UPS A-SERIES AQF3422ABX GE 208/120V, 3PH,
4W / 225A

GRND.FLOOR EAST,MAIN
EQUIP./COMP. ROOM

DISCONNECT SWITCH NF351 SIEMENS 30AMPS, 600V
SERIES A

MECH .RM EAST SIDE 2nd FLOOR JANITOR 
CLOSET

DISCONNECT
SWITCH NF351 SIEMENS 30AMPS, 600V

SERIES A
MECH. RM WEST SIDE 2nd FLOOR               
JANITOR CLOSET

DISCONNECT
SWITCH NF351 SIEMENS 30AMPS, 600V

SERIES A
MECH. RM EAST SIDE COURTYARD LEVEL
JANITOR CLOSET

DISCONNECT SWITCH NF351 SIEMENS 30AMPS, 600V SERIES A MECH. RM WEST SIDE COURTYARD LEVEL
JANITOR CLOSET
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PANELBOARD
P2NGB

A-SERIES
AQF3302AT GE 208/120V, 3PH,

4W / 125A GRND. FLOOR WEST

PANELBOARD
L4NGB

A-SERIES
AEF3421MT GE 480/277V, 3PH,

4W / 125A GRND. FLOOR WEST

PANELBOARD
L4EGB

A-SERIES
AEF3301MBX GE 480/277V, 3PH,

4W / 125A GRND. FLOOR WEST

PANELBOARD
P2EGB

A-SERIES
AQF3422AT GE 208/120V, 3PH,

4W / 225A GRND. FLOOR WEST

PANELBOARD
M4NGB

A-SERIES
AEF3422MT GE 480/277V, 3PH,

4W / 225A GRND. FLOOR WEST

PANELBOARD
M1E

A-SERIES
AEF3422BBX GE 480/277V, 3PH,

4W / 225A 1st FLOOR EAST

PANELBOARD
C1E1

A-SERIES
AQF3422ATX GE 208/120V, 3PH,

4W / 225A 1st FLOOR EAST

PANELBOARD
C1E2

A-SERIES
AQF3422MTX GE 208/120V, 3PH,

4W / 225A 1st FLOOR EAST

PANELBOARD
P1E1

A-SERIES
AQF3422ATX GE 208/120V, 3PH,

4W / 225A 1st FLOOR EAST

PANELBOARD
P1E2

A-SERIES
AQF3422MTX GE 208/120V, 3PH,

4W / 225A 1st FLOOR EAST

PANELBOARD
P1E3

A-SERIES
AQF3422ATX GE 208/120V, 3PH,

4W / 225A 1st FLOOR EAST

PANELBOARD
P1E2

A-SERIES
AQF3422MTX GE 208/120V, 3PH,

4W / 225A 1st FLOOR EAST

PANELBOARD
P2N1B

A-SERIES
AQF3302AT GE 208/120V, 3PH,

4W / 225A 1st FLOOR EAST, FEED FROM XRMR

PANELBOARD
L4N1B

A-SERIES
AEF3301MT GE 480/277V, 3PH,

4W / 125A 1st FLOOR EAST

PANELBOARD
M4N1B

A-SERIES
AEF3422MT GE 480/277V, 3PH,

4W / 125A 1st FLOOR WEST, FEED FROM BUS PLUG

PANELBOARD
M2E

A-SERIES
AEF3422MBX GE 480/277V, 3PH,

4W / 125A 2nd FLOOR EAST

PANELBOARD
C2E, SECT. 1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 2nd FLOOR EAST

PANELBOARD
C2E, SECT. 2

A-SERIES
AQF3422MBX GE 208/120V, 3PH,

4W / 225A 2nd FLOOR EAST

PANELBOARD
P2E, SECT. 1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 2nd FLOOR EAST

PANELBOARD
P2E, SECT. 2

A-SERIES
AQF3422MBX GE 208/120V, 3PH,

4W / 225A 2nd FLOOR EAST

PANELBOARD
M4W2B

A-SERIES
AEF3422MT GE 480/277V, 3PH,

4W / 225A
2nd FLOOR WEST,FEED FROM PANEL
M4N2B

PANELBOARD M3E A-SERIES
AEF3422MBX GE 480/277V, 3PH,

4W / 225A 3rd FLOOR EAST
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PANELBOARD C3E, SECT.1 A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 3rd FLOOR EAST

PANELBOARD C3E, SECT. 2 A-SERIES AEF3422MBX GE 208/120V, 3PH,
4W / 225A 3rd FLOOR EAST

PANELBOARD
P3E, SECT. 1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 3rd FLOOR EAST

PANELBOARD
P3E, SECT. 2

A-SERIES
AQF3422MBX GE 208/120V, 3PH,

4W /225A 3rd FLOOR EAST

PANELBOARD
P3W, SECT.1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 3rd FLOOR WEST

PANELBOARD
P3W, SECT. 2

A-SERIES
AQF3422MBX GE 208/120V, 3PH,

4W / 225A 3rd FLOOR WEST

PANELBOARD
C3W, SECT.1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 3rd FLOOR WEST

PANELBOARD
C3W, SECT. 2

A-SERIES
AQF3422MBX GE 208/120V, 3PH,

4W / 225A 3rd FLOOR WEST

PANELBOARD
M3W

A-SERIES
AEF3422MBX GE 480/277V, 3PH,

4W / 225A 3rd FLOOR WEST

PANELBOARD
M4E

A-SERIES
AEF3422MBX GE 480/277V, 3PH,

4W / 225A 4th FLOOR EAST

PANELBOARD
P4E, SECT. 1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 4th FLOOR EAST

PANELBOARD
P4E, SECT. 2

A-SERIES
AEF3422MBX GE 208/120V, 3PH,

4W /225A 4th FLOOR EAST

PANELBOARD C4E, SECT. 1 A-SERIES AQF3422ABX GE 208/120V, 3PH,
4W /225A 4th FLOOR EAST

PANELBOARD
C4E, SECT. 2

A-SERIES
AQF3422MBX GE 208/120V, 3PH,

4W / 225A 4th FLOOR EAST

PANELBOARD
C4W, SECT.1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 4th FLOOR WEST

PANELBOARD
C4W, SECT. 2

A-SERIES
AQF3422MBX GE 208/120V,3PH,

4W / 225A 4th FLOOR WEST

PANELBOARD
P4W, SECT.1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 4th FLOOR WEST

PANELBOARD P4W,SECT. 2 A-SERIES AQF3422MBX GE 208/120V, 3PH, 4W / 225A 4th FLOOR WEST

PANELBOARD
M4W

A-SERIES
AEF3422MBX GE 480/277V, 3PH,

4W / 225A 4th FLOOR WEST

PANELBOARD A-SERIES
AQU3422RCX GE 208/120V, 3PH,

4W / 225A 5th FLOOR EAST

PANELBOARD
C5E

A-SERIES
AQF3422MBX GE 208/120V, 3PH,

4W / 225A 5th FLOOR EAST, TO XFMR

PANELBOARD
P5E

A-SERIES
AQF3422ATX GE 208/120V, 3PH,

4W / 225A 5th FLOOR EAST, TO XFMR
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PANELBOARD
P5W1

A-SERIES
AQF3422ATX GE 208/120V, 3PH,

4W / 225A 5th FLOOR WEST

PANELBOARD
P5W2

A-SERIES
AQF3422MTX GE 208/120V, 3PH,

4W / 225A 5th FLOOR WEST

PANELBOARD
SP5W

A-SERIES
AQF3421ATX GE 208/120V, 3PH,

4W / 225A 5th FLOOR WEST

PANELBOARD
C5W

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A 5th FLOOR WEST, FEED FROM XFMR

PANELBOARD
M5W

A-SERIES
AEF3422BTX GE 480/277V, 3PH,

4W / 225A 5th FLOOR WEST

PANELBOARD
ELV-PH

A-SERIES
AQF3241ATX GE 208/120V, 3PH,

4W / 125A ATTIC WEST

PANELBOARD
ELV-PH

A-SERIES
AEF3422MBX GE 480/277V, 3PH,

4W / 225A ATTIC  WEST, TO XFMR

PANELBOARD
CPW1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A ATTIC  WEST, TO XFMR

PANELBOARD
PPW1

A-SERIES
AQF3422ABX GE 208/120V, 3PH,

4W / 225A ATTIC  WEST, TO XFMR

PANELBOARD
MPW

A-SERIES
AEF3422MBX GE 480/277V, 3PH,

4W / 225A ATTIC WEST

PANELBOARD
L4NPB

A-SERIES
AEF3301MT GE 480/277V, 3PH,

4W / 125A ATTIC ELEC ROOM, TO 100A BUS

PANELBOARD
P2NPB

A-SERIES
AQF3302AT GE 208/120V, 3PH,

4W / 225A ATTIC ELEC ROOM  

PANELBOARD
P2EPB

A-SERIES
AQF3442AR GE 208/120V, 3PH,

4W / 225A ATTIC ELEC ROOM  

PANELBOARD
L4EPB

A-SERIES
AEF3412MB GE 208/120V, 3PH,

4W / 125A ATTIC ELEC ROOM, TO XFMR
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