bGs GODING ES LEAD WATER TEST RESULTS clevxte
Building Location: Building N RECORD ID | Date Analyzed |  FI Device T Device Location 15t Draw - Sample 1p | [N Result-1st | braw - sample p | T2 Result-2nd
uilding Location: Building Name ate Analyze oor evice Type st Draw - Sample Draw (ug/L) nd Draw - Sample Draw (ug/L)
1 [GODING ELEMENTARY SCHOOL WS- 010559 8/23/2016 Ground Floor Cooler In hallway adjacent to custodian closset FT-82016-010559-A <1 FT-82016-010559-B <1
2 |GODING ELEMENTARY SCHOOL WS- 010560 8/23/2016 Ground Floor Health Suite |In health suite FT-82016-010560-A <1 FT-82016-010560-B <1
3 |GODING ELEMENTARY SCHOOL WS- 010563 8/23/2016 Ground Floor Cooler In gym/cafeteria FT-82016-010563-A <1 FT-82016-010563-B <1
4 |GODING ELEMENTARY SCHOOL WS- 010565 8/23/2016 Ground Floor | Food Prep Sink [In kitchen Right | FT-82016-010565-A <1 FT-82016-010565-B <1
5 |GODING ELEMENTARY SCHOOL WS- 010568 8/23/2016 1 Cooler In hallway adjacent to custodians' closset FT-82016-010568-A <1 FT-82016-010568-B <1
6 |GODING ELEMENTARY SCHOOL WS- 010570 8/23/2016 1 Cooler In hallway adjacent to room 103 FT-82016-010570-A <1 FT-82016-010570-B <1
7 |GODING ELEMENTARY SCHOOL WS- 010571 8/23/2016 1 Health Suite |In health suite adjacent to principal office FT-82016-010571-A <1 FT-82016-010571-B <1
8 |GODING ELEMENTARY SCHOOL WS- 010572 8/23/2016 2 Cooler In hallway adjacent to room 203 FT-82016-010572-A <1 FT-82016-010572-B <1
9 |GODING ELEMENTARY SCHOOL WS- 010581 8/23/2016 2 Cooler In hallway adjacent to custodians' closset FT-82016-010581-A <1 FT-82016-010581-B <1
10|GODING ELEMENTARY SCHOOL WS- 010586 8/23/2016 3 Cooler In hallway adjacent to custodians' closset FT-82016-010586-A <1 FT-82016-010586-B <1
11|GODING ELEMENTARY SCHOOL WS- 010587 8/23/2016 3 Cooler In hallway adjacent to room 303 FT-82016-010587-A <1 FT-82016-010587-B <1
12|GODING ELEMENTARY SCHOOL WS- 010589 8/23/2016 4 Cooler In hallway adjacent to staff restroom FT-82016-010589-A <1 FT-82016-010589-B <1
13|GODING ELEMENTARY SCHOOL WS- 010590 8/23/2016 4 Cooler In hallway adjacent to room 403 FT-82016-010590-A <1 FT-82016-010590-B <1
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