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WS- 006392 3/3/2026 3/3/2027 Ground Floor Cooler In hallway adjacent to men's restroom Low Right WF-03032026-006392 4/14/2026 FT-FY26-04022026-006392-A <2 FT-FY26-04022026-006392-B <2

WS- 006393 3/3/2026 3/3/2027 Ground Floor Cooler In hallway adjacent to men's restroom High Left WF-03032026-006393 4/14/2026 FT-FY26-04022026-006393-A <2 FT-FY26-04022026-006393-B <2

Due to changes in water sampling analysis equipment at the laboratory from previous years, the level of detection (LOD) for lead in drinking water is now <2ppb.

Hamilton RC Lead in Water Test Results

FY26 Filter Test
Less than 5ppb - Devices requiring no remediation


