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WS- 005187 8/13/2025 8/13/2026 1 Bottle Filler In hallway adjacent to room 1475 WF-08132025-005187 9/3/2025 FT-FY26-08202025-005187-A <2 FT-FY26-08202025-005187-B <2

WS- 005188 8/13/2025 8/13/2026 1 Cooler In hallway adjacent to room 1475 High Left WF-08132025-005188 9/3/2025 FT-FY26-08202025-005188-A <2 FT-FY26-08202025-005188-B <2

WS- 005189 8/13/2025 8/13/2026 1 Cooler In hallway adjacent to room 1475 Low Right WF-08132025-005189 9/3/2025 FT-FY26-08202025-005189-A <2 FT-FY26-08202025-005189-B <2

WS- 005190 8/13/2025 8/13/2026 1 Break Room In room 1479 WF-08132025-005190 9/3/2025 FT-FY26-08202025-005190-A 2.8 FT-FY26-08202025-005190-B <2

WS- 005191 8/13/2025 8/13/2026 3 Break Room In room 3472 WF-08132025-005191 9/3/2025 FT-FY26-08202025-005191-A <2 FT-FY26-08202025-005191-B <2

WS- 005192 8/13/2025 8/13/2026 3 Bottle Filler In hallway adjacent to room 3363 WF-08132025-005192 9/3/2025 FT-FY26-08202025-005192-A <2 FT-FY26-08202025-005192-B <2

WS- 005193 8/13/2025 8/13/2026 3 Cooler In hallway adjacent to room 3363 High Left WF-08132025-005193 9/3/2025 FT-FY26-08202025-005193-A <2 FT-FY26-08202025-005193-B <2

WS- 005194 8/13/2025 8/13/2026 3 Cooler In hallway adjacent to room 3363 Low Right WF-08132025-005194 9/3/2025 FT-FY26-08202025-005194-A <2 FT-FY26-08202025-005194-B <2

WS- 005685 8/13/2025 8/13/2026 3 Bottle Filler In hallway adjacent to room 3243 WF-08132025-005685 9/3/2025 FT-FY26-08202025-005685-A <2 FT-FY26-08202025-005685-B <2

WS- 005686 8/13/2025 8/13/2026 3 Cooler In hallway adjacent to room 3243 High Left WF-08132025-005686 9/3/2025 FT-FY26-08202025-005686-A <2 FT-FY26-08202025-005686-B <2

WS- 005687 8/13/2025 8/13/2026 3 Cooler In hallway adjacent to room 3243 Low Right WF-08132025-005687 9/3/2025 FT-FY26-08202025-005687-A <2 FT-FY26-08202025-005687-B <2

WS- 005726 8/13/2025 8/13/2026 3 Bottle Filler In hallway across from room 3231 WF-08132025-005726 9/3/2025 FT-FY26-08202025-005726-A <2 FT-FY26-08202025-005726-B <2

WS- 005727 8/13/2025 8/13/2026 3 Cooler In hallway across from room 3231 High Left WF-08132025-005727 9/3/2025 FT-FY26-08202025-005727-A <2 FT-FY26-08202025-005727-B <2

WS- 005728 8/13/2025 8/13/2026 3 Cooler In hallway across from room 3231 Low Right WF-08132025-005728 9/3/2025 FT-FY26-08202025-005728-A <2 FT-FY26-08202025-005728-B <2

WS- 005730 8/13/2025 8/13/2026 4 Combo Fountain In room 4224 WF-08132025-005730 9/3/2025 FT-FY26-08202025-005730-A <2 FT-FY26-08202025-005730-B <2

WS- 005732 8/13/2025 8/13/2026 4 Combo Fountain In room 4236 WF-08132025-005732 9/3/2025 FT-FY26-08202025-005732-A <2 FT-FY26-08202025-005732-B <2

WS- 005734 8/13/2025 8/13/2026 4 Bottle Filler In hallway adjacent to room 4242 WF-08132025-005734 9/3/2025 FT-FY26-08202025-005734-A <2 FT-FY26-08202025-005734-B <2

WS- 005735 8/13/2025 8/13/2026 4 Cooler In hallway adjacent to room 4242 High Left WF-08132025-005735 9/3/2025 FT-FY26-08202025-005735-A <2 FT-FY26-08202025-005735-B <2

WS- 005736 8/13/2025 8/13/2026 4 Cooler In hallway adjacent to room 4242 Low Right WF-08132025-005736 9/3/2025 FT-FY26-08202025-005736-A <2 FT-FY26-08202025-005736-B <2

WS- 005737 8/13/2025 8/13/2026 3 Bottle Filler In hallway across from stair G WF-08132025-005737 9/3/2025 FT-FY26-08202025-005737-A <2 FT-FY26-08202025-005737-B <2

WS- 005738 8/13/2025 8/13/2026 3 Cooler In hallway across from stair G High Left WF-08132025-005738 9/3/2025 FT-FY26-08202025-005738-A <2 FT-FY26-08202025-005738-B <2

WS- 005739 8/13/2025 8/13/2026 3 Cooler In hallway across from stair G Low Right WF-08132025-005739 9/3/2025 FT-FY26-08202025-005739-A <2 FT-FY26-08202025-005739-B <2

WS- 005740 8/13/2025 8/13/2026 3 Bottle Filler In hallway adjacent to room 3474 staff restroom WF-08132025-005740 9/3/2025 FT-FY26-08202025-005740-A <2 FT-FY26-08202025-005740-B <2

WS- 005741 8/13/2025 8/13/2026 3 Cooler In hallway adjacent to room 3474 staff restroom High Left WF-08132025-005741 9/3/2025 FT-FY26-08202025-005741-A <2 FT-FY26-08202025-005741-B <2

WS- 005742 8/13/2025 8/13/2026 3 Cooler In hallway adjacent to room 3474 staff restroom Low Right WF-08132025-005742 9/3/2025 FT-FY26-08202025-005742-A <2 FT-FY26-08202025-005742-B <2

WS- 005743 8/13/2025 8/13/2026 3 Combo Fountain In room 3472 WF-08132025-005743 9/3/2025 FT-FY26-08202025-005743-A <2 FT-FY26-08202025-005743-B <2

WS- 005745 8/13/2025 8/13/2026 3 Combo Fountain In room 3470 WF-08132025-005745 9/3/2025 FT-FY26-08202025-005745-A <2 FT-FY26-08202025-005745-B <2

WS- 005820 8/13/2025 8/13/2026 2 Bottle Filler In hallway adjacent to room 2235 WF-08132025-005820 9/3/2025 FT-FY26-08202025-005820-A <2 FT-FY26-08202025-005820-B <2

WS- 005821 8/13/2025 8/13/2026 2 Cooler In hallway adjacent to room 2235 High Left WF-08132025-005821 9/3/2025 FT-FY26-08202025-005821-A <2 FT-FY26-08202025-005821-B <2

WS- 005822 8/13/2025 8/13/2026 2 Cooler In hallway adjacent to room 2235 Low Right WF-08132025-005822 9/3/2025 FT-FY26-08202025-005822-A <2 FT-FY26-08202025-005822-B <2

WS- 006000 8/13/2025 8/13/2026 2 Bottle Filler In hallway across from 2493 WF-08132025-006000 9/3/2025 FT-FY26-08202025-006000-A <2 FT-FY26-08202025-006000-B <2

WS- 006001 8/13/2025 8/13/2026 2 Cooler In hallway across from 2493 High Left WF-08132025-006001 9/3/2025 FT-FY26-08202025-006001-A <2 FT-FY26-08202025-006001-B <2

WS- 006002 8/13/2025 8/13/2026 2 Cooler In hallway across from 2493 Low Right WF-08132025-006002 9/3/2025 FT-FY26-08202025-006002-A <2 FT-FY26-08202025-006002-B <2

WS- 006003 5/8/2025 5/8/2026 2 Bottle Filler In hallway adjacent to stair F High Left WF-05082025-006003 9/3/2025 FT-FY26-08202025-006003-A <2 FT-FY26-08202025-006003-B <2

MacArthur High School Lead in Water Test Results

FY26 Filter Test
Less than 5ppb - Devices requiring no remediation



WS- 006004 5/8/2025 5/8/2026 2 Cooler In hallway adjacent to stair F Low Right WF-05082025-006004 9/3/2025 FT-FY26-08202025-006004-A <2 FT-FY26-08202025-006004-B <2

WS- 006005 5/8/2025 5/8/2026 2 Cooler In hallway adjacent to stair F WF-05082025-006005 9/3/2025 FT-FY26-08202025-006005-A <2 FT-FY26-08202025-006005-B <2

WS- 006008 5/8/2025 5/8/2026 2 Cooler In hallway adjacent to 2356 electrical closet WF-05082025-006008 9/3/2025 FT-FY26-08202025-006008-A <2 FT-FY26-08202025-006008-B <2

WS-016252 8/13/2025 8/13/2026 3 Health Suite In health suite 3488 WF-08132025-016252 9/3/2025 FT-FY26-08202025-016252-A <2 FT-FY26-08202025-016252-B <2

WS-016295 8/13/2025 8/13/2026 3 Bottle Filler In hallway in cafeteria WF-08132025-016295 9/3/2025 FT-FY26-08202025-016295-A <2 FT-FY26-08202025-016295-B <2

WS-016296 8/13/2025 8/13/2026 3 Cooler In hallway in cafeteria WF-08132025-016296 9/3/2025 FT-FY26-08202025-016296-A <2 FT-FY26-08202025-016296-B <2

WS-016297 8/13/2025 8/13/2026 3 Cooler In hallway in cafeteria WF-08132025-016297 9/3/2025 FT-FY26-08202025-016297-A <2 FT-FY26-08202025-016297-B <2

WS-016298 8/13/2025 8/13/2026 3 Bottle Filler In cafeteria WF-08132025-016298 9/3/2025 FT-FY26-08202025-016298-A <2 FT-FY26-08202025-016298-B <2

WS-016299 8/13/2025 8/13/2026 3 Cooler In cafeteria WF-08132025-016299 9/3/2025 FT-FY26-08202025-016299-A <2 FT-FY26-08202025-016299-B <2

WS-016300 8/13/2025 8/13/2026 3 Cooler In cafeteria WF-08132025-016300 9/3/2025 FT-FY26-08202025-016300-A <2 FT-FY26-08202025-016300-B <2
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WS-016301 1/8/2025 1/8/2026 3 Food Prep Sink In kitchen WF-01082025-016301 9/3/2025 FT-FY26-08202025-016301-A <2 FT-FY26-08202025-016301-B <2

Due to changes in water sampling analysis equipment at the laboratory from previous years, the level of detection (LOD) for lead in drinking water is now <2ppb.

Food Prep Sink
Less than 5ppb - Devices requiring no remediation


