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WS- 005868 8/22/2025 8/22/2026 1 Bottle Filler In lobby adjacent to the elevator WF-08222025-005868 8/29/2025 FT-FY26-08222025-005868-A <2 FT-FY26-08222025-005868-B <2

WS- 005869 8/22/2025 8/22/2026 1 Cooler In lobby adjacent to the elevator WF-08222025-005869 8/29/2025 FT-FY26-08222025-005869-A <2 FT-FY26-08222025-005869-B <2

WS- 005871 8/22/2025 8/22/2026 1 Bathroom In restroom between A101 and A103 WF-08222025-005871 8/29/2025 FT-FY26-08222025-005871-A <2 FT-FY26-08222025-005871-B <2

WS- 005873 8/22/2025 8/22/2026 1 Bathroom In restroom between A102 and A104 WF-08222025-005873 8/29/2025 FT-FY26-08222025-005873-A <2 FT-FY26-08222025-005873-B <2

WS- 005874 8/22/2025 8/22/2026 1 Bottle Filler In hallway adjacent to room A104 WF-08222025-005874 8/29/2025 FT-FY26-08222025-005874-A <2 FT-FY26-08222025-005874-B <2

WS- 005875 8/22/2025 8/22/2026 1 Cooler In hallway adjacent to room A104 WF-08222025-005875 8/29/2025 FT-FY26-08222025-005875-A <2 FT-FY26-08222025-005875-B <2

WS- 005876 8/22/2025 8/22/2026 1 Bathroom In restroom between A105 and A107 WF-08222025-005876 8/29/2025 FT-FY26-08222025-005876-A <2 FT-FY26-08222025-005876-B <2

WS- 005877 8/22/2025 8/22/2026 1 Bathroom In restroom in A108 WF-08222025-005877 8/29/2025 FT-FY26-08222025-005877-A <2 FT-FY26-08222025-005877-B <2

WS- 005878 8/22/2025 8/22/2026 1 Bottle Filler In hallway adjacent to A127 WF-08222025-005878 8/29/2025 FT-FY26-08222025-005878-A <2 FT-FY26-08222025-005878-B <2

WS- 005879 8/22/2025 8/22/2026 1 Cooler In hallway adjacent to A127 WF-08222025-005879 8/29/2025 FT-FY26-08222025-005879-A <2 FT-FY26-08222025-005879-B <2

WS- 005883 8/22/2025 8/22/2026 1 Bottle Filler In hallway adjacent to staff restroom WF-08222025-005883 8/29/2025 FT-FY26-08222025-005883-A <2 FT-FY26-08222025-005883-B <2

WS- 005884 8/22/2025 8/22/2026 1 Cooler In hallway adjacent to staff restroom WF-08222025-005884 8/29/2025 FT-FY26-08222025-005884-A <2 FT-FY26-08222025-005884-B <2

WS- 005886 8/22/2025 8/22/2026 2 Bottle Filler In hallway adjacent to A205 WF-08222025-005886 8/29/2025 FT-FY26-08222025-005886-A <2 FT-FY26-08222025-005886-B <2

WS- 005887 8/22/2025 8/22/2026 2 Cooler In hallway adjacent to A205 WF-08222025-005887 8/29/2025 FT-FY26-08222025-005887-A <2 FT-FY26-08222025-005887-B <2

WS- 005888 8/22/2025 8/22/2026 2 Bottle Filler In hallway adjacent to staff restroom WF-08222025-005888 8/29/2025 FT-FY26-08222025-005888-A <2 FT-FY26-08222025-005888-B <2

WS- 005889 8/22/2025 8/22/2026 2 Cooler In hallway adjacent to staff restroom WF-08222025-005889 8/29/2025 FT-FY26-08222025-005889-A <2 FT-FY26-08222025-005889-B <2

WS- 005890 8/22/2025 8/22/2026 1 Health Suite In health suite A112A WF-08222025-005890 8/29/2025 FT-FY26-08222025-005890-A <2 FT-FY26-08222025-005890-B <2
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WS- 005885 8/22/2025 8/22/2026 1 Food Prep Sink In kitchen across from walk in cooler WF-08222025-005885 8/29/2025 FT-FY26-08222025-005885-A <2 FT-FY26-08222025-005885-B <2

Due to changes in water sampling analysis equipment at the laboratory from previous years, the level of detection (LOD) for lead in drinking water is now <2ppb.

Food Prep Sink
Less than 5ppb - Devices requiring no remediation

McGogney Swing Space Lead in Water Test Results

FY26 Filter Test
Less than 5ppb - Devices requiring no remediation


