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CONSTRUCTION AND INSTALLATION OF BACKUP GENERA TOR FOR THE OFFICE 
OF THE CHIEF TECHNOLOGY OFFICER (OCTO) AT 200 I STREET, SE 

DESIGN-BUILD SERVICES 

Solicitation Number: DCAM-17-CS-0114 

Addendum No. 3 
Issued: September 20. 2017 

This Addendum No. 3 is being posted and is effective as of the date shown above. Except as 
modified hereby, the Request for Proposals (RFP) remains unmodified. 

Item #1: Provide responses to Request for Information (RPI) No. 2 through no. 27 (Exhibit 1) 

Item #2: Attachment C, Form of Offer Letter is hereby replaced in its entirety by the attached 
revised Attachment C, Rev 1 to add Subsection D.1. 

D•••= . r)op By: ~~~~----'--+-tt--~ 
Elouise Fripp 
Lead Contract Specialist 

- End of Addendum No. 3 -
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REQUEST FOR PROPOSALS (RFP} 
CONSTRUCTION AND INSTALLATION OF BACKUP GENERATOR FOR THE 

OFFICE OF THE CHIEF TECHNOLOGY OFFICER (OCTO) AT 200 I STREET, SE 
DESIGN-BUILD SERVICES 

Solicitation Number: DCAM-17-CS-0114 

REQUEST FOR INFORMATION (RFI) 

2. Please confirm this Generator Project includes all elements with regards to Design 
and execution as described below. 

A: See below. 

3. Bid to include the following costs for Architectural, Mechanical, Plumbing (Gas 
Piping), Electrical, and Structural? 

A: This will be a cost pl us fixed fee with a Guaranteed Maximwn Price 
type contract. Refer to RFP Section A.4 Attachment M - Form of Contract 
and Attachment C - Form of Offer Letter for details on the fees that are 
required with the Proposal and the costs should be included in these fees . 
For clarity, while Offerors are not required to submit trade costs with their 
proposal, Offeror s Design-Build Fee Preconstruction Fee and 
Construction Fee should include all overhead, profit, home office staff, etc. 
and account for all such costs required to manage the entire scope included 
in the RFP. 

4. Bid to include costs for all Permits and Inspections? 

A: An allowance for cost of the permits that will be req uired from various 
agencies has been established - Refer to Item D. in Attachment C, Form of 
Offer Letter. Cost for staff and overhead associated with obtaining such 
permits should be included in the Preconstruction Fee, per Article 6, 
Compensation and payments for Design and Preconstruction Phase 
Services. 

Compensation for all inspections should be included in Offeror's fees. 

s. Has a location been determined for Dumpsters or will Trash Hauls be required? 

A: This will need to be determined after consultation with the building 
manager. 

6. Select Demolition that will be required to be included in the bid? 

A: DGS is unable to predict what the final scope of work will be. It will be 
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up to the Design Builder to develop a scope of work. 

7. Ground Penetrating Radar (GPR) and New Core Drills are to be included in the bid? 

A: DGS is unable to predict what the final scope of work will be. It will be 
up to the Design Builder to develop a scope of work and determine means 
and methods. 

8. Structural Steel for the new Generator is to be Designed Manufactured and 
Installed under the bid? 

A: DGS is unable to predict what the final scope of work will be. It will be 
up to the Design Builder to develop a scope of work and determine means 
and methods. 

9. Removal, Storage, and Reinstallation of existing curtain wall to allow for 
the installation of Structural Steel and New Generator are to be included in 
the bid? 

A: DGS is unable to predict what the final scope of work will be. It will be 
up to the Design Builder to develop a scope of work and determine means 
and methods. 

10. All Roofing modifications are to be included in the bid? 

A: DG is unable to predict what the final scope of work will be. It will be up to the 
Design Builder to develop a scope of work and determine means and methods. 

11. Mechanical - Please confirm the following scopes for the areas noted below are to 
be included in the bid? Please address each item. 
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NOC/SOC 
VRF 

AC VRF Cassettes no duct 

2 pipe VRV/ conduit run outs 

Roof portal 

Insulation 

Control system 

Condenser on roof pads 

Air and water balance for above 

OA Supply ductwork SA/RA 

EMS Tie in 
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Call Center VRF 

AC VRF Cassettes no duct 

2 pipe VRV I conduit run outs 

Roof portal 

Insulation 

Control system 

Condenser on roof pads 

Air and water balance for above 

OA Supply ductwork SA/RA 

EMS Tie in 

DEMARKVRF 

AC VRF Cassettes no duct 

2 pipe VRV/ conduit run outs 

Core drill - garage condenser mount 

Insulation 

Control system 

Condenser on roof pads 

Air and water balance for above 

A: DGS is unable to predict what the final scope of work will be. It will be up to the 
Design Builder to develop a scope of work and determine means and m thods. 

12. New Gas Line to feed the Generator from the Manifold to the Roof is to be included in 
the bid? 

A: Refer to Section B.2.1 - Site Design. A 'Gas Line Allowance' is required to be 
included in Offeror' s fees for the design and construction of the upgraded gas 
infrastructure, should it be required. 

13. Electrical - Please confirm the following scopes for the areas noted below are to be 
included in the bid? Please address each item. 

Generator 
Furnish and Install 750 KW Natural Gas Generator and provide Emergency Power to the 

NOC/SOC, Demark, and 4th Floor Call Center. 

Core drills and GPR scans. 

Roof penetrations and patching. 
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Lightning protection for the new generator. 

Crane and crane permit to lift generator for the crane lift. 

Police officers during the crane lift. 

The 750KW generator weighs 22,000lbs. 

The generators are provided with standard outdoor enclosures. Are sound 
deadening enclosures required. 

Transfer switches provided are open transition. 

A new generator switchboard is to be included and is to be installed in 
the penthouse. 

Provide power to new mechanical equipment. 

A: DGS is unable to predict wbat the final scope of work will be. It will be up to the 
Design Builder to develop a scope of work and determine means and methods. 

14. Will other designers be required for this project, outside of the architect, MEP 

engineer, and structural engineer? Will a civil be required? 

A: There is no required civil engineer. However, Design Builder, based on the RFP 

and supplemental information, should be able to determine what specialities will be 

required to complete the project. 

15. The architect, Hickok Cole. Has declined to participate in this project. Should we 

select one on our own or will DGS specify another? 

A: Please refer to response to RFI#l posted via Addendum #2, Item d#3. 

16. Will CAD backgrounds and files from the previous renovations be provided to the 

architects? 

A: This has been included as a link to the R.FP in Attachment A. 

17. Is the 750KW size the size desired or is it likely to change once we get into design? 

A: This was determined to be the size required to power all the areas specified in the 

RFP. 

18. Which section of the gear should the (1) 1200 amp normal power feeder to the 

rooftop be fed from? 

A: This will be determined during the design phase of the project. 

19. Where would the ATS be installed? 
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a. We would prefer to install it on the roof in a mechanical room or in the 

penthouse near the generator. 

b. If the ATS is feeding a 1200 amp MDP panel or switchboard, we would prefer 

to install the A TS near it. 

A: This will be determined during the design phase of the project. 

20. Please confirm: From the MDP, the intent is to distribute emergency power rto re­

feed the MDF on the first floor panels, the NOC electrical room 

panel/ups/supplemental A/C unit, the Help Desk, and the 4th floor LAN room? 

A: The intent of the project is to distribute emergency power to allow 
equipment in the 1st Floor MDF, Help Desk and NOC to operate during a 
loss of building power without any interruption. 

21. Please confirm: The generator is back up power to the specified areas only, no life 

safety. 

A: The building already has a generator that powers emergency lighting and 
other life-safety elements. It is not the intent of this project for the new 
generator to power any of these elements. 

22. Where should a crane be set up? 

A: This is to be determined by the Design Builder based on their approved design. 

Design Builder will be responsible for securing all required permits. 

23. Is there a preference of 75 or 85% of charts for crane sizing? 

A: Crane sizing and crane safety are solely the responsibility of the Design Builder. 

It is expected that the Design Builder will cover this in their Safety Plan. 

24. Will the gas line to the generator be routed through the building internally or 

externally? 

A: The routing will be internal. No external routing will be permitted. 

25. What are the preferred working hours in this 24 hour facility? 

A: This is to be determined by the Design Builder based on their approved design. 

The Design Builder is responsible for formulating means and methods. 

26. Can the district specify the gas line allowance so that all bids are apples to apples in 

that regard? 
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A: The Ga Line Allowance is only for the design work and if the Design Builder 

has determined that the existing gas supply is not sufficient for the operation of the 

generator. The Design Builder should be able to adequately estimate the cost 

required to design and build new gas service into the building. All construction costs 

would be in the negotiated Guaranteed Maximum Price. 

27. Are permits for public space and DDOT payable by the district or should they be 

included in our proposal? 

A: Refer to response to RFT# 4 above. 
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Attachment C 

[Offeror's Letterhead] 

[Insert Date] 

District of Columbia Department of General Services 
2000 14th Street, NW 
Washington, D.C. 20009 

Attention: Greer Johnson Gillis, PE 
Acting Director, Chief Contracting Officer 

Reference: Request for Proposals (RFP) - DCAM-17-CS-O 114 
DESIGN-BUILD SERVICES - CONSTRUCTION AND INSTALLATION OF 
BACKUP GENERATOR FOR THE OFFICE OF THE CHIEF TECHNOLOGY 
OFFICER (OCTO) 

Dear Ms. Gillis: 

On behalf of [INSERT NAME OF BIDDER] (the "Offeror"), I am pleased to submit this 
proposal in response to the Department of General Services' (the "Department" or "DGS") · 
Request for Proposals (the "RFP") to provide design-build services for construction and 
installation of a backup generator system for the Office of the Chief Technology Officer 
(OCTO). The Offeror has reviewed the RFP and the attachments thereto, any amendments 
thereto, and the proposed Form of Contract (collectively, the "Bid Documents") and has 
conducted such due diligence and analysis as the Offeror, in its sole judgment, has deemed 
necessary in order to submit the Offeror' s Bid in response to the RFP. The Offeror' s proposal, 
the Design-Build Fee (as defined in paragraph A), the Preconstruction Fee (as defined in 
paragraph B) and the Design Fee (as defined in paragraph C) are based on the Bid Documents as 
issued and assume no material alteration of the terms of the Bid Documents (collectively, the 
proposal, the Design Fee, the Preconstruction Fee, and the Design-Build Fee are referred to as 
the "Offeror's Bid."). 

The Offeror's Bid is as follows: 

A. The Design-Build Fee is: $~~~~~~~~~-
B. Preconstruction Fee is: $ 

~~~~~~~~~ 

C. Design Fee is: $~~~~~~~~~ 

The Offeror acknowledges and understands that the Preconstruction Fee and the Design-Build 
Fee are firm, fixed prices and other than as permitted in the Form of Contract will not be subject 
to further adjustment. The Offeror further acknowledges that Thirty Percent (30%) of the 
Design-Build Fee shall be at risk, and the Offeror shall be entitled such portion if such portions 
are earned in accordance with the Form of Contract. 



Ms. Greer Gillis 
[DATE] 
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Rev I 

The breakdown of the estimated cost of the Offeror's general conditions (the 
"General Conditions Budget") is set forth below. The General Conditions Budget is 
included in the Design Fee and consists of the following elements: 

Cost of construction staff (only staff stationed in the field is reimbursable; per 
Section 8.2 in the Form of Contract) 

$ _ _ __ _ 
Fringe Benefits associated with field staff costs $ -----
Payroll taxes and payroll insurance associated with 
field staff costs $ -----
Staff costs associated with obtaining permits and approvals $ ____ _ 
Out-of-house consultants $ -----
Travel, Living and Relocation expenses $ 

-----

Job vehicles $ - - ---
Field office for CM including but not limited to: $ ____ _ 

• Trailer purchase and/or rental 
• Field office installation, relocation and removal 
• Utility connections and charges· during the Construction Services 

phase 
• Furniture 
• Field offices for the Office and Program Manager 
• Office supplies 

Office equipment including but not limited to: $ ____ _ 
• Computer hardware and software 
• Fax machines 
• Copy machines 
• Telephone installation, system and uses charges 

Job radios 
Local delivery and overnight delivery costs 
Field computer network 
First aid facility 
Progress photos 
Printing cost for drawings, bid packages, etc. 
Other (please itemize) 

Total Maximum Cost of General Conditions 

$ -----
$ ____ _ 
$ -----
$ __ _ 
$ ---- -
$ __ _ 
$ ____ _ 

$ ______ _ 

The Offeror acknowledges and understands that the Maximum Cost of General Conditions will 
be incorporated into the contract and that the Offeror will not be permitted to exceed the 
Maximum Cost of General Conditions unless it first obtains the written approval of the 
Department. 
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[DATE] 
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D. Offeror shall carry an allowance of $150,000 for costs of building permits issued by 

various permitting agencies (ex. DDOT, DCRA) throughout the District. This allowance 
shall only be for the permit fees. Any costs for the procurement of permits including, but 
not limited to, expediting, transportation, copying or drawing revisions shall be included 
in the Preconstruction Fee. 
Total Allowance for Building Permits $150,000 

D.1 Further, per RFP Section B.2.1, Offeror is providing a Gas Line Allowance in the 
amount shown below for the design of upgrades to the gas infrastructure, should such 
upgrades be required to support the operation of the generator. " 

Gas Line Allowance ....... .. ... ...... .. . ............... . ......... . ................. $ ----

E. In addition, the Offeror hereby represents that, based on its current rating with its surety, the 
indicated cost of a payment and performance bond is [INSERT PERCENTAGE]. 

The Offeror's Bid is based on and subject to the following conditions: 

1. The Offeror agrees to hold its proposal open for a period of at least one hundred and 
twenty (120) days after the date of the bid. 

2. Assuming the Offeror is selected by the Department and subject only to the changes 
requested in paragraph 5, the Offeror agrees to enter into a contract with the Department on the 
terms and conditions described in the Bid Documents within ten (10) days of the notice of the 
award. In the event the Offeror fails to do so, the Department shall have the right to levy upon 
the Offeror' s bid bond. 

3. Both the Off eror and the undersigned represent and warrant that the undersigned has the 
full legal authority to submit this bid form and bind the Offeror to the terms of the Offeror' s Bid. 
The Offeror further represents and warrants that no further action or approval must be obtained 
by the Offeror in order to authorize the terms of the Offeror' s Bid. In addition to any other 
remedies that the Department may have at law or in equity, the Department shall have the right 
to levy upon Bidder's Bid Bond in the event of a breach of this paragraph 3. 

4. The Offeror and its principal team members hereby represent and warrant that they have 
not: (i) colluded with any other group or person that is submitting a proposal in response to the 
RFP in order to fix or set prices; (ii) acted in such a manner so as to discourage any other group 
or person from submitting a proposal in response to the RFP; or (iii) otherwise engaged in 
conduct that would violate applicable anti-trust law. 

5. The Offeror's proposal is subject to the following requested changes to the Form of 
Contract: [INSERT REQUESTED CHANGES. OFFERORS ARE ADVISED THAT THE 
CHANGES SO IDENTIFIED SHOULD BE SPECIFIC SO AS TO PERMIT THE 
DEPARTMENT TO EVALUATE THE IMPACT OF THE REQUESTED CHANGES IN ITS 
REVIEW PROCESS. GENERIC STATEMENTS, SUCH AS "A MUTUALLY ACCEPTABLE 
CONTRACT" ARE NOT ACCEPTABLE. OFFERORS ARE FURTHER ADVISED THAT 
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[DATE] 
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THE DEPARTMENT WILL CONSIDER THE REQUESTED CHANGES AS PART OF THE 
EVALUATION PROCESS.] 

6. The Offeror hereby certifies that neither it nor any of its team members have entered into 
any agreement (written or oral) that would prohibit any contractor, subcontractor or sub­
consultant that is certified by the District of Columbia Office of Department of Small and Local 
Business Enterprises as a Local, Small, Resident Owned or Disadvantaged Business Enterprise 
(collectively, "LSD BE Certified Companies") from participating in the work if another company 
is awarded the contract. 

7. This bid form and the Offeror's Bid are being submitted on behalf of [INSERT FULL 
LEGAL NAME, TYPE OF ORGANIZATION, AND STATE OF FORMATION FOR THE 
OFFEROR]. 

Sincerely 

By: 
Name: 
Title: 


