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WS- 002535 5/7/2025 5/7/2026 1 Health Suite In health suite 101 WF-05072025-002535 11/26/2025 FT-FY26-10172025-002535-A <2 FT-FY26-10172025-002535-B <2

WS- 002536 5/7/2025 5/7/2026 1 Break Room In break room 130F WF-05072025-002536 11/26/2025 FT-FY26-10172025-002536-A <2 FT-FY26-10172025-002536-B <2

WS- 009850 5/7/2025 5/7/2026 Basement Cooler In cafeteria WF-05072025-009850 11/26/2025 FT-FY26-10172025-009850-A <2 FT-FY26-10172025-009850-B <2

WS- 009853 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 102 WF-08192025-009853 11/26/2025 FT-FY26-10172025-009853-A <2 FT-FY26-10172025-009853-B <2

WS- 009854 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 106 WF-08192025-009854 11/26/2025 FT-FY26-10172025-009854-A <2 FT-FY26-10172025-009854-B <2

WS- 009855 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 116 WF-08192025-009855 11/26/2025 FT-FY26-10172025-009855-A <2 FT-FY26-10172025-009855-B <2

WS- 009856 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 120 WF-08192025-009856 11/26/2025 FT-FY26-10172025-009856-A <2 FT-FY26-10172025-009856-B <2

WS- 009857 5/7/2025 5/7/2026 1 Cooler In hallway across from room 116 High Left WF-05072025-009857 11/26/2025 FT-FY26-10172025-009857-A <2 FT-FY26-10172025-009857-B <2

WS- 009858 5/7/2025 5/7/2026 1 Cooler In hallway across from room 116 Low Right WF-05072025-009858 11/26/2025 FT-FY26-10172025-009858-A <2 FT-FY26-10172025-009858-B <2

WS- 009859 5/7/2025 5/7/2026 1 Cooler In hallway across from room 106 High Left WF-05072025-009859 11/26/2025 FT-FY26-10172025-009859-A <2 FT-FY26-10172025-009859-B <2

WS- 009860 5/7/2025 5/7/2026 1 Cooler In hallway across from room 106 Low Right WF-05072025-009860 11/26/2025 FT-FY26-10172025-009860-A <2 FT-FY26-10172025-009860-B <2

WS- 009861 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 131 Low Left WF-08192025-009861 11/26/2025 FT-FY26-10172025-009861-A <2 FT-FY26-10172025-009861-B <2

WS- 009862 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 131 High Right WF-08192025-009862 11/26/2025 FT-FY26-10172025-009862-A <2 FT-FY26-10172025-009862-B <2

WS- 009863 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 132 High Left WF-08192025-009863 11/26/2025 FT-FY26-10172025-009863-A <2 FT-FY26-10172025-009863-B <2

WS- 009864 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 132 Low Right WF-08192025-009864 11/26/2025 FT-FY26-10172025-009864-A <2 FT-FY26-10172025-009864-B <2

WS- 009865 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 133 Low Left WF-08192025-009865 11/26/2025 FT-FY26-10172025-009865-A <2 FT-FY26-10172025-009865-B <2

WS- 009867 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 134 High Left WF-08192025-009867 11/26/2025 FT-FY26-10172025-009867-A <2 FT-FY26-10172025-009867-B <2

WS- 009868 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 134 Low Right WF-08192025-009868 11/26/2025 FT-FY26-10172025-009868-A <2 FT-FY26-10172025-009868-B <2

WS- 009869 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 135 Low Left WF-08192025-009869 11/26/2025 FT-FY26-10172025-009869-A 2.1 FT-FY26-10172025-009869-B <2

WS- 009871 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 136 High Left WF-08192025-009871 11/26/2025 FT-FY26-10172025-009871-A 2.0 FT-FY26-10172025-009871-B <2

WS- 009872 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 136 Low Right WF-08192025-009872 11/26/2025 FT-FY26-10172025-009872-A <2 FT-FY26-10172025-009872-B <2

WS- 009873 5/7/2025 5/7/2026 2 Break Room In teacher workroom 223 WF-05072025-009873 11/26/2025 FT-FY26-10172025-009873-A <2 FT-FY26-10172025-009873-B <2

WS- 009874 8/19/2025 8/19/2026 2 Classroom Faucet In classroom 207 Left WF-08192025-009874 11/26/2025 FT-FY26-10172025-009874-A <2 FT-FY26-10172025-009874-B <2

WS- 009875 8/19/2025 8/19/2026 2 Classroom Faucet In classroom 207 Right WF-08192025-009875 11/26/2025 FT-FY26-10172025-009875-A <2 FT-FY26-10172025-009875-B <2

WS- 009876 5/7/2025 5/7/2026 2 Cooler In hallway across from room 207 High Left WF-05072025-009876 11/26/2025 FT-FY26-10172025-009876-A <2 FT-FY26-10172025-009876-B <2

WS- 009877 5/7/2025 5/7/2026 2 Cooler In hallway across from room 207 Low Right WF-05072025-009877 11/26/2025 FT-FY26-10172025-009877-A <2 FT-FY26-10172025-009877-B <2

WS- 009880 5/7/2025 5/7/2026 3 Cooler In hallway across from room 307 High Left WF-05072025-009880 11/26/2025 FT-FY26-10172025-009880-A <2 FT-FY26-10172025-009880-B <2

WS- 009881 5/7/2025 5/7/2026 3 Cooler In hallway across from room 307 Low Right WF-05072025-009881 11/26/2025 FT-FY26-10172025-009881-A <2 FT-FY26-10172025-009881-B <2

WS- 009882 5/7/2025 5/7/2026 3 Break Room In staff lounge 312 WF-05072025-009882 11/26/2025 FT-FY26-10172025-009882-A <2 FT-FY26-10172025-009882-B <2

WS- 009883 5/7/2025 5/7/2026 3 Cooler In hallway across from room 315 High Left WF-05072025-009883 11/26/2025 FT-FY26-10172025-009883-A <2 FT-FY26-10172025-009883-B <2

WS- 009884 5/7/2025 5/7/2026 3 Cooler In hallway across from room 315 Low Right WF-05072025-009884 11/26/2025 FT-FY26-10172025-009884-A <2 FT-FY26-10172025-009884-B <2
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FY26 Filter Test
Less than 5ppb - Devices requiring no remediation
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WS- 009851 12/4/2024 12/4/2025 Basement Food Prep Sink In kitchen first clockwise from entry door WF-12042024-009851 11/26/2025 FT-FY26-10172025-009851-A <2 FT-FY26-10172025-009851-B <2
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WS- 009870 8/19/2025 8/19/2026 1 Classroom Faucet In classroom 135 High Right WF-08192025-009870 11/26/2025 FT-FY26-10172025-009870-A 10.3 FT-FY26-10172025-009870-B <2

Due to changes in water sampling analysis equipment at the laboratory from previous years, the level of detection (LOD) for lead in drinking water is now <2ppb.

Food Prep Sink
Less than 5ppb - Devices requiring no remediation

FY26 Filter Test
Greater than 5ppb - Devices requiring remediation


