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Building Location: Building Name RECORD ID Date Analyzed Floor Device Type 1st Draw - Sample ID 2nd Draw - Sample ID

1 WILSON AQUATIC CENTER WS- 012029 9/22/2016 2 Food Prep Sink In recreation room 212 FT-82016-012029-A < 1 FT-82016-012029-B < 1
2 WILSON AQUATIC CENTER WS- 012031 9/22/2016 1 Cooler In hallway adjacent to room 113 High Left FT-82016-012031-A < 1 FT-82016-012031-B < 1
3 WILSON AQUATIC CENTER WS- 012032 9/22/2016 1 Cooler In hallway adjacent to room 114 Low Right FT-82016-012032-A < 1 FT-82016-012032-B < 1
4 WILSON AQUATIC CENTER WS- 012033 9/22/2016 1 Cooler In pool area High Left FT-82016-012033-A < 1 FT-82016-012033-B < 1
5 WILSON AQUATIC CENTER WS- 012034 9/22/2016 1 Cooler In pool area Low Right FT-82016-012034-A < 1 FT-82016-012034-B < 1
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