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WS- 011473 4/5/2024 4/5/2025 Basement Cooler In workshop room 0102 WF-04052024-011473 4/24/2024 FT-FY24-04082024-011473-A <1 FT-FY24-04082024-011473-B <1

WS- 011475 4/5/2024 4/5/2025 1 Cooler In health suite High Left WF-04052024-011475 4/24/2024 FT-FY24-04082024-011475-A <1 FT-FY24-04082024-011475-B <1

WS- 011476 4/5/2024 4/5/2025 1 Cooler In health suite Low Right WF-04052024-011476 4/24/2024 FT-FY24-04082024-011476-A <1 FT-FY24-04082024-011476-B <1

WS- 011477 4/5/2024 4/5/2025 1 Bottle Filler In health suite WF-04052024-011477 4/24/2024 FT-FY24-04082024-011477-A <1 FT-FY24-04082024-011477-B <1

WS- 011514 4/5/2024 4/5/2025 2 Cooler In gym High Left WF-04052024-011514 4/24/2024 FT-FY24-04082024-011514-A <1 FT-FY24-04082024-011514-B <1

WS- 011515 4/5/2024 4/5/2025 2 Cooler In gym Low Right WF-04052024-011515 4/24/2024 FT-FY24-04082024-011515-A <1 FT-FY24-04082024-011515-B <1

Youth Rehabilitation Building Lead in Water Test Results

FY24 Filter Test
Less than 5ppb - Devices requiring no remediation


